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Background: 
Version 1 of the “Assess Transmission Future Needs and Develop Transmission Plans” SAR was 
posted for a 30-day public comment period between April 2 and May 3, 2002.  This first version was an 
abbreviated SAR, which included an “Industry Need” statement and a brief description of the proposed 
standard, but did not include a detailed description.  The purpose of this first posting was to collect 
feedback from the industry on the following questions: 
 
• Is there a reliability-related need for an Organization Standard to be developed on this topic? 
 
If there is such a need, how should the scope of the SAR be changed? 
• The scope of the SAR is fine as is 
• The scope of the SAR should be expanded to include….. 
• The scope of the SAR should be reduced to eliminate…… 
 
In January 2004, the Standards Authorization Committee (SAC) appointed a Drafting Team (DT) to 
address industry answers and comments to the questions posed.  The DT was also charged with refining 
the SAR and drafting a detailed description of the proposed standard in preparation for the 2nd posting of 
the SAR. 
 
Most of the industry respondents indicated that there is indeed a reliability-related need to develop a 
standard to address transmission assessment and planning issues.  Comments were received from many 
different sources, including individuals, small and large utilities, groups of utilities, and Regional Councils.  
The SAR DT considered the comments submitted by each industry participant, and revised the SAR to 
conform to the changes that were technically sound and appeared to represent a consensus of 
participants. 
 
The revised SAR (Version 2) is posted on the NERC web site given in the blue box at the top of this form.  
Also posted is a Consideration of Comments document, in which the DT has responded to the original 
industry comments from 2002.  You can find Version 1 of the SAR and industry comments on this version 
at the same web location. 
 
Please review Version 2 of the SAR and complete this Comment Form to let the SAR DT know if 
you agree or disagree with the SAR DT’s assessment that this SAR is ready to be developed into a 
Standard. 
 

Note – This form is to comment on Version 2 of the “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR. 
 
The latest version of this SAR (TRNS_NDS_&_PLNS_01_02) is posted on the Standards web site at:  
http://www.nerc.com/~filez/standards/Assess-Transmission-Future-Needs.html           
 
E-mail this form between May 5 and June 5, 2004 to: sarcomm@nerc.com with “Comments” in the 
subject line.  

If you have any questions about this Standards Draft Comment Form, please contact the Director of 
Standards – Gerry Cauley at 609-452-8060. 
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 Commenter Information (For Individual 
Commenters) 

Name: Karl Kohlrus 

Organization:     City Water, Light & Power 

Industry Segment #: 5 

Telephone: (217)-321-1391   

E-mail: kkohlrus@cwlp.com 

STD Commenter Information (For Groups Submitting Group Comments) 

Name of Group:  Group Chair:              Chair Phone:                   
Chair Email:    

List of Group Participants that Support These Comments: 

Name Company Industry Segment # 

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

 

Key to Industry Segment #’s: 

1 – Trans. Owners 
2 – RTO’s, ISO’s, RRC’s 
3 – LSE’s 
4 – TDU’s 
5 - Generators 
6 - Brokers, Aggregators, and Marketers 
7 - Large Electricity End Users 
8 - Small Electricity Users 
9 - Federal, State, and Provincial 

Regulatory or other Govt. Entities 
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Please Review Version 2 of the SAR and Answer the Following Questions 
Insert a “check’ mark in the appropriate boxes by double-clicking the gray areas. 

1. Some members of the SAR drafting team believe that certain Category C events, as defined in 
Table 1 of existing Planning Standard I.A, are much less likely to occur than other events in 
Category C.  It is felt that certain specific Cat. C events could be re-classified as Cat. D upon 
showing a low probability of occurrence (and low consequence) of these events. 
 
(a).  Do you believe that the events in Categories B, C & D are classified correctly? 

 Yes  

 No  

 Comments: 
 

(b).  If your answer to (a) is No, how would you re-classify the events?  If you have data to support 
your answer, please provide contact information for the individual responsible for the data. 
 
 
 
 
(c)  Which of the following approaches do you favor regarding Table 1 of existing Planning 
Standard I.A?: 
 

   Keep the same categories as now exist and re-classify the low probability (and low 
consequence) events as Category D events. 
 
Please explain your choice: 
 
 

 Create a new category between C and D with performance characteristics between that of the 
present Categories C and D. 

Please explain your choice 

Multiple contingencies have lower and varying probabilities of occurrence. 

 Keep the same categories as now exist, but allow for “good cause exceptions” upon a showing 
of low probability of occurrence (and low consequence) of specific Category C events. 

Please explain your choice: 

 

   Comments: 
 

2. Do you believe the standard should include requirements for reporting on the progress or status of 
implementing the plans developed in accordance with this standard? 

 Yes  

 No  

 Comments:  
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3. If your answer to question 2 is Yes, given that transmission plans change over time as modeling 
assumptions, systems and plans change, how would you propose accounting for changes in a 
Transmission Plan? 
 

 
 
 
 
 
 
 
 

4. Existing Planning Standard I.A requires:  “The systems must be capable of meeting Category C 
requirements while accommodating the planned (including maintenance) outage of any bulk 
electric equipment (including protection systems or their components) at those demand levels for 
which planned (including maintenance) outages are performed”. 
 
The SAR drafting team believes that it is impractical to exhaustively test for every contingency 
described in each category plus every conceivable planned outage.  Should the requirement to 
consider planned outages in addition to each Category A through D contingency remain part of 
this planning standard? 

 Yes (consider planned outages in all Categories A through D). 

 Yes (consider planned outages in some Categories only). 

Please specify which Categories: B and some C. 

 No  

 Comments:  
 

5. Are you aware of any Regional or Interconnection differences in the requirements for assessing 
and planning transmission systems in North America?  If so, please list and explain. 

 Comments:  

WECC has asked the NERC PC for waivers for some of the Category C requirements. 

 
6. Do you have any other comments on the SAR? 

 Comments: 
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Background: 
Version 1 of the “Assess Transmission Future Needs and Develop Transmission Plans” SAR was 
posted for a 30-day public comment period between April 2 and May 3, 2002.  This first version was an 
abbreviated SAR, which included an “Industry Need” statement and a brief description of the proposed 
standard, but did not include a detailed description.  The purpose of this first posting was to collect 
feedback from the industry on the following questions: 
 
• Is there a reliability-related need for an Organization Standard to be developed on this topic? 
 
If there is such a need, how should the scope of the SAR be changed? 
• The scope of the SAR is fine as is 
• The scope of the SAR should be expanded to include….. 
• The scope of the SAR should be reduced to eliminate…… 
 
In January 2004, the Standards Authorization Committee (SAC) appointed a Drafting Team (DT) to 
address industry answers and comments to the questions posed.  The DT was also charged with refining 
the SAR and drafting a detailed description of the proposed standard in preparation for the 2nd posting of 
the SAR. 
 
Most of the industry respondents indicated that there is indeed a reliability-related need to develop a 
standard to address transmission assessment and planning issues.  Comments were received from many 
different sources, including individuals, small and large utilities, groups of utilities, and Regional Councils.  
The SAR DT considered the comments submitted by each industry participant, and revised the SAR to 
conform to the changes that were technically sound and appeared to represent a consensus of 
participants. 
 
The revised SAR (Version 2) is posted on the NERC web site given in the blue box at the top of this form.  
Also posted is a Consideration of Comments document, in which the DT has responded to the original 
industry comments from 2002.  You can find Version 1 of the SAR and industry comments on this version 
at the same web location. 
 
Please review Version 2 of the SAR and complete this Comment Form to let the SAR DT know if 
you agree or disagree with the SAR DT’s assessment that this SAR is ready to be developed into a 
Standard. 
 

Note – This form is to comment on Version 2 of the “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR. 
 
The latest version of this SAR (TRNS_NDS_&_PLNS_01_02) is posted on the Standards web site at:  
http://www.nerc.com/~filez/standards/Assess-Transmission-Future-Needs.html           
 
E-mail this form between May 5 and June 5, 2004 to: sarcomm@nerc.com with “Comments” in the 
subject line.  

If you have any questions about this Standards Draft Comment Form, please contact the Director of 
Standards – Gerry Cauley at 609-452-8060. 
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 Commenter Information (For Individual 
Commenters) 

Name: William J. Smith 

Organization:     Allegheny Power 

Industry Segment #: 1 

Telephone: (724) 838-6552 

E-mail: wsmith1@alleghenypower.com 

STD Commenter Information (For Groups Submitting Group Comments) 

Name of Group:  Group Chair:              Chair Phone:                   
Chair Email:    

List of Group Participants that Support These Comments: 

Name Company Industry Segment # 

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

 

Key to Industry Segment #’s: 

1 – Trans. Owners 
2 – RTO’s, ISO’s, RRC’s 
3 – LSE’s 
4 – TDU’s 
5 - Generators 
6 - Brokers, Aggregators, and Marketers 
7 - Large Electricity End Users 
8 - Small Electricity Users 
9 - Federal, State, and Provincial 

Regulatory or other Govt. Entities 
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Please Review Version 2 of the SAR and Answer the Following Questions 
Insert a “check’ mark in the appropriate boxes by double-clicking the gray areas. 

1. Some members of the SAR drafting team believe that certain Category C events, as defined in 
Table 1 of existing Planning Standard I.A, are much less likely to occur than other events in 
Category C.  It is felt that certain specific Cat. C events could be re-classified as Cat. D upon 
showing a low probability of occurrence (and low consequence) of these events. 
 
(a).  Do you believe that the events in Categories B, C & D are classified correctly? 

 Yes  

 No  

 Comments: 
 

(b).  If your answer to (a) is No, how would you re-classify the events?  If you have data to support 
your answer, please provide contact information for the individual responsible for the data. 
 
 
 
 
(c)  Which of the following approaches do you favor regarding Table 1 of existing Planning 
Standard I.A?: 
 

   Keep the same categories as now exist and re-classify the low probability (and low 
consequence) events as Category D events. 
 
Please explain your choice: 
 
 

 Create a new category between C and D with performance characteristics between that of the 
present Categories C and D. 

Please explain your choice 

 

 Keep the same categories as now exist, but allow for “good cause exceptions” upon a showing 
of low probability of occurrence (and low consequence) of specific Category C events. 

Please explain your choice: 

 

   Comments: 
 

2. Do you believe the standard should include requirements for reporting on the progress or status of 
implementing the plans developed in accordance with this standard? 

 Yes  

 No  

 Comments:  
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3. If your answer to question 2 is Yes, given that transmission plans change over time as modeling 
assumptions, systems and plans change, how would you propose accounting for changes in a 
Transmission Plan? 
 

 
 
 
 
 
 
 
 

4. Existing Planning Standard I.A requires:  “The systems must be capable of meeting Category C 
requirements while accommodating the planned (including maintenance) outage of any bulk 
electric equipment (including protection systems or their components) at those demand levels for 
which planned (including maintenance) outages are performed”. 
 
The SAR drafting team believes that it is impractical to exhaustively test for every contingency 
described in each category plus every conceivable planned outage.  Should the requirement to 
consider planned outages in addition to each Category A through D contingency remain part of 
this planning standard? 

 Yes (consider planned outages in all Categories A through D). 

 Yes (consider planned outages in some Categories only). 

Please specify which Categories:  

 No  

 Comments: Allegheny Power feels that it is practical to consider planned outages in categories 
A and B. 

 

5. Are you aware of any Regional or Interconnection differences in the requirements for assessing 
and planning transmission systems in North America?  If so, please list and explain. 

 Comments: 

 
6. Do you have any other comments on the SAR? 

 Comments:  Under “Detailed Description” the second and third paragraphs are unclear and 
appear to be conflicting.  The first of those paragraphs specifies that the “scope of such 
assessments and plans is for a planning horizon of one year or more”.  The second of those 
paragraphs specifies, “Assessments should cover a planning horizon of at least 5 years”.  This 
appears to be a conflict.  It may be that the term “planning horizon” is being used differently in 
these two paragraphs.  It is unclear to us what is the intention of the first of those two 
paragraphs is. 

Also under “Detailed Description on page SAR-5, the paragraph starting “While the Standard 
should start from…” has a problem with it’s second sentence.  The sentence “For example…” 
does really apply to the first sentence.  We recommend that this paragraph be changed as 
follows: 

While the Standard should start from and closely align with the existing Planning 
Standards I.A, .B, .D, II.A,.D, the system conditions to be studied or assessed may 
need to be better defined or clarified. 

Examples of areas that should be considered for clarification in the Standard include: 
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• The Standard should clarify that the requirement to assess the performance 
at all demand levels does not mean that a multitude of transmission models 
need to be created for every possible demand level, only that a representative 
sample covering critical operating conditions needs to be modeled in 
accordance with regionally-defined criteria. 

• The Standard should provide a clearer definition of “cascading outages”.* 

And so on. 

 

 

Also in that bulleted list, the existing 5th bullet item, “Performance requirements for Category C 
events shall be re-evaluated.  For example, for certain Category C events , such as #2, #3 
and #9 events, consider removing references to “Applicable Ratings” to clarify that the 
performance requirement is “no Cascading Outages are Allowed” doesn’t appear 
necessary.  “No Cascading Outages” is already part of Table I for these events.  
Removing “Applicable Ratings” would not add to the clarity. 
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Background: 
Version 1 of the “Assess Transmission Future Needs and Develop Transmission Plans” SAR was 
posted for a 30-day public comment period between April 2 and May 3, 2002.  This first version was an 
abbreviated SAR, which included an “Industry Need” statement and a brief description of the proposed 
standard, but did not include a detailed description.  The purpose of this first posting was to collect 
feedback from the industry on the following questions: 
 
• Is there a reliability-related need for an Organization Standard to be developed on this topic? 
 
If there is such a need, how should the scope of the SAR be changed? 
• The scope of the SAR is fine as is 
• The scope of the SAR should be expanded to include….. 
• The scope of the SAR should be reduced to eliminate…… 
 
In January 2004, the Standards Authorization Committee (SAC) appointed a Drafting Team (DT) to 
address industry answers and comments to the questions posed.  The DT was also charged with refining 
the SAR and drafting a detailed description of the proposed standard in preparation for the 2nd posting of 
the SAR. 
 
Most of the industry respondents indicated that there is indeed a reliability-related need to develop a 
standard to address transmission assessment and planning issues.  Comments were received from many 
different sources, including individuals, small and large utilities, groups of utilities, and Regional Councils.  
The SAR DT considered the comments submitted by each industry participant, and revised the SAR to 
conform to the changes that were technically sound and appeared to represent a consensus of 
participants. 
 
The revised SAR (Version 2) is posted on the NERC web site given in the blue box at the top of this form.  
Also posted is a Consideration of Comments document, in which the DT has responded to the original 
industry comments from 2002.  You can find Version 1 of the SAR and industry comments on this version 
at the same web location. 
 
Please review Version 2 of the SAR and complete this Comment Form to let the SAR DT know if 
you agree or disagree with the SAR DT’s assessment that this SAR is ready to be developed into a 
Standard. 
 

Note – This form is to comment on Version 2 of the “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR. 
 
The latest version of this SAR (TRNS_NDS_&_PLNS_01_02) is posted on the Standards web site at:  
http://www.nerc.com/~filez/standards/Assess-Transmission-Future-Needs.html           
 
E-mail this form between May 1 and May 31, 2004 to: sarcomm@nerc.com with “Comments” in the 
subject line.  

If you have any questions about this Standards Draft Comment Form, please contact the Director of 
Standards – Gerry Cauley at 609-452-8060. 
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 Commenter Information (For Individual 
Commenters) 

Name: Tom Mielnik  

Organization: MidAmerican Energy Company 

Industry Segment #:3 

Telephone: 563-333-8129 

E-mail: tcmielnik@midamerican.com 

STD Commenter Information (For Groups Submitting Group Comments) 

Name of Group:  Group Chair:              Chair Phone:                   
Chair Email:    

List of Group Participants that Support These Comments: 

Name Company Industry Segment # 

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

 

Key to Industry Segment #’s: 

1 – Trans. Owners 
2 – RTO’s, ISO’s, RRC’s 
3 – LSE’s 
4 – TDU’s 
5 - Generators 
6 - Brokers, Aggregators, and Marketers 
7 - Large Electricity End Users 
8 - Small Electricity Users 
9 - Federal, State, and Provincial 

Regulatory or other Govt. Entities 



Comment Form for Version 2 of “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR (2nd Posting) 
 

 Page 3 of 8 April 1, 2004 

Please Review Version 2 of the SAR and Answer the Following Questions 
Insert a “check’ mark in the appropriate boxes by double-clicking the gray areas. 

1. Some members of the SAR drafting team believe that certain Category C events, as defined in 
Table 1 of existing Planning Standard I.A, are much less likely to occur than other events in 
Category C.  It is felt that certain specific Cat. C events could be re-classified as Cat. D upon 
showing a low probability of occurrence (and low consequence) of these events. 
 
(a).  Do you believe that the events in Categories B, C & D are classified correctly? 

 Yes  

 No  

 Comments: 
 

(b).  If your answer to (a) is No, how would you re-classify the events?  If you have data to support 
your answer, please provide contact information for the individual responsible for the data. 
 
MidAmerican Energy believes the interconnected transmission system should be planned, 
designed, and constructed to withstand high probability events and to withstand low probability 
events with significant negative consequences.  MidAmerican believes it is a waste of the 
ratepayers’ money to plan, design, and construct the interconnected transmission system for low 
probability events without significant negative consequences.   
 
MidAmerican Energy would reclassify certain low probability events such as Category C1 events, 
C2 events, certain Category C3 events (two transformers, transmission circuit plus a transformer, 
two transmission circuits, DC line plus a transformer, DC line plus a transmission circuit, and two 
DC lines), C6 events, C7 events, C8 events, and C9 events to a new category between C and D 
with performance characteristics between that of the present Categories C and D.  MidAmerican 
Energy would require that the interconnected transmission system be planned, designed, and 
constructed to protect for instability, cascading, and uncontrolled separation for the low probability 
events in the new sub-category. 
 
MidAmerican Energy believes the following information supports this new reclassification by 
demonstrating that the events that MidAmerican recommends for reclassification are the low 
probability Category C events.  MidAmerican recognizes that published outage data are subject to 
interpretation, potential inaccuracy, and change through time; however, MidAmerican believes that 
MidAmerican operating experience with transmission element outages supports the statistical 
summary provided in the following table.   
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345 kV Outage Data 
 

Contingency Outage Rate, 
occ./year 

Duration, 
hours 

Probability Relative 
Likelihood 

Generator B1 9 81 0.08321918 1 
Two generators C3 1.5 40.5 0.00693493 12 

Bipolar DC line * (Similar to B4) 1.41 21 0.00338014 24 
Line *  B2 0.8065 18 0.00165719 50 

Transformer B3 0.0642 157 0.00115062 72 
Bipolar DC Line * + Generator       

( Sim. to 1 Pole DC line + gen. C3) 
0.1478 16.68 0.00028143 

 
296 

 
Line * + Generator C3 0.0820 14.7 0.00013760 605 

Generator + Transformer C3 0.0157 53.4 0.00009571 870 
Common tower * C5 0.007 113 0.00009030 922 

 
 

    

Breaker Failure- Insulation 
Breakdown C2 

RECLASSIFY THIS EVENT 

0.001423 163 0.00002647 3,144 
 

Bipolar DC line *+Bipolar DC line *   
(Sim. to Two 1 Pole DC lines - C3) 

RECLASSIFY THIS EVENT 

0.009532 10.5 0.00001143 7,281 

Stuck breaker C6-C9 
RECLASSIFY THIS EVENT 

0.00635 4 0.00000290 28,696 

Line * + Line * (independent) C3 
RECLASSIFY THIS EVENT 

0.00267 9 0.00000275 30,262 

Line * + Transformer C3 
RECLASSIFY THIS EVENT 

0.0010 16.1 0.00000184 45,228 

Two transformers C3 
RECLASSIFY THIS EVENT 

0.00014774 78.5 0.00000132 63,045 

Bus Section** 
RECLASSIFY THIS EVENT 

0.0023 4.7 
 

0.00000123 
 

67,438 
 

 
* Per 100 mile-year. 
 
** Based upon 230 kV data. 
 
 
 References 
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Contact info: 
 
Tom Mielnik, Manager 
Electric System Planning 
MidAmerican Energy Company 
106 East Second Street 
Davenport, Iowa 52801 
(563)333-8129 
tcmielnik@midamerican.com 
 
 
(c)  Which of the following approaches do you favor regarding Table 1 of existing Planning 
Standard I.A?: 
 

   Keep the same categories as now exist and re-classify the low probability (and low 
consequence) events as Category D events. 
 
Please explain your choice: 

 Create a new category between C and D with performance characteristics between that of the 
present Categories C and D. 

Please explain your choice 

The approach that results in the most appropriate transmission system design is the one 
recommended by MidAmerican Energy.  Improvements should be planned for those Category C 
events that are high probability events regardless of the consequences.  Planners should also 
review all Category C events for instability, cascading, and uncontrolled separation.  
Improvements should be planned for those Category C events (both high probability and low 
probability events) which have significant consequences, that is, that result in instability, 
cascading, and uncontrolled separation.   It is MidAmerican’s belief that the intent of the drafting 
team that originally developed the existing NERC Planning Standards was to require the NERC 
member to plan to protect for instability, cascading, and uncontrolled separation for Category C 
events. 

MidAmerican believes reclassifying less likely Category C events as Category D events will result 
in planners ignoring low-probability contingencies that result in significant consequences:  
cascading, uncontrolled separation, and instability.   

MidAmerican believes that allowing for “good cause exceptions” is also not the preferable 
approach. MidAmerican believes that the events listed by MidAmerican for reclassification are 
much less likely than the other Category C events generally throughout NERC.  This means that 
these events should be reclassified in general throughout NERC and not just in certain “good 
cause exceptions”.  (Although, it should be noted that MidAmerican does support regional 
differences where appropriate.)  Besides, there are issues associated with the development and 
utilization of a process for approving “good cause exceptions”.   

 Keep the same categories as now exist, but allow for “good cause exceptions” upon a showing 
of low probability of occurrence (and low consequence) of specific Category C events. 

Please explain your choice: 

   Comments: 
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2. Do you believe the standard should include requirements for reporting on the progress or status of 
implementing the plans developed in accordance with this standard? 

 Yes  

 No  

 Comments:  MidAmerican Energy believes that this standard should not include requirements 
for reporting on the progress or status of implementing the plans developed in accordance with 
this standard.  There are too many conditions beyond the control of the NERC member for this to 
be a part of a standard requiring compliance review.  Complex environmental, regulatory, and 
political issues prevent many transmission facilities from being constructed or being constructed in 
a scheduled manner.  The Not-In-My-Back-Yard philosophy has hit even the rural areas so that 
there is no part of the NERC area where a NERC member can confidently predict completion of 
transmission system improvements in plans.  Further, conditions can change even during a year 
to such an extent that compliance review for implementation from one year to the next is 
problematic.  Further, regulatory oversight provides for appropriate review of plan implementation 
anyway.  MidAmerican urges that the SAR drafting team not pursue this well-meaning but 
problematic approach. 

3. If your answer to question 2 is Yes, given that transmission plans change over time as modeling 
assumptions, systems and plans change, how would you propose accounting for changes in a 
Transmission Plan? 
 

 
 
 
 
 

4. Existing Planning Standard I.A requires:  “The systems must be capable of meeting Category C 
requirements while accommodating the planned (including maintenance) outage of any bulk 
electric equipment (including protection systems or their components) at those demand levels for 
which planned (including maintenance) outages are performed”. 
 
The SAR drafting team believes that it is impractical to exhaustively test for every contingency 
described in each category plus every conceivable planned outage.  Should the requirement to 
consider planned outages in addition to each Category A through D contingency remain part of 
this planning standard? 

 Yes (consider planned outages in all Categories A through D). 

 Yes (consider planned outages in some Categories only). 

Please specify which Categories: 

 No  

 Comments:  

 
Planned Outages can be scheduled and analyzed in advance in the operating horizon (less than 
one year).  Therefore, it should not be necessary to require that "systems must be capable of 
meeting Category C requirements while accommodating the planned outage of any bulk electric 
equipment..."  Planned outages should be studied in advance by the requesting control area and 
be reviewed by the governing Reliability Coordinator to determine if overloads could occur.  If 
studies show that overloads could occur, the planned outage should be deferred or operating 
guides prepared which would be used in the event a contingency does occur. 
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There is no need to plan or build facilities to meet Planning Standard 1.A when Planned Outages 
can be accommodated within the frame work of existing guidelines and procedures.  Studies 
conducted for the operating horizon are not the subject of this standard. 

 

5. Are you aware of any Regional or Interconnection differences in the requirements for assessing 
and planning transmission systems in North America?  If so, please list and explain. 

 Comments:  

 
6. Do you have any other comments on the SAR? 

 Comments: 

a.  MidAmerican Energy urges the SAR drafting team to add Category C#1, #6, #7 and #8 events 
to the second from last paragraph in the SAR which describes considering removing references to 
“Applicable Ratings” to clarify the performance requirement for certain Category C events. 

b.  MidAmerican Energy urges the SAR drafting team to direct the Standard Drafting Team to 
remove references to “Applicable Ratings” from all events listed in the second to last paragraph 
because information is readily available which demonstrates that the listed events are much less 
likely than other Category C events. 

c.  MidAmerican Energy urges the SAR drafting team to add the following words to the third 
paragraph from the end to more clearly explain the SAR drafting team’s position with regard to 
planned outages: 

“In particular, it is incorrect to have a requirement to exhaustively test for every contingency 
described in each category plus every conceivable planning outage. 

Planned Outages can be scheduled and analyzed in advance in the operating horizon (less than 
one year).  Therefore, it should not be necessary to require that "systems must be capable of 
meeting Category C requirements while accommodating the planned outage of any bulk electric 
equipment..."  Planned outages should be studied in advance by the requesting control area and 
be reviewed by the governing Reliability Coordinator to determine if overloads could occur.  If 
studies show that overloads could occur, the planned outage should be deferred or operating 
guides prepared which would be used in the event a contingency does occur. 

There is no need to plan or build facilities to meet Planning Standard 1.A when Planned Outages 
can be accommodated within the frame work of existing guidelines and procedures.  Studies 
conducted for the operating horizon are not the subject of this standard. 

Therefore, the SAR drafting team directs the standard drafting team to delete the requirement for 
the prior planned outage from the standard given that known planned outages must be included in 
studies that are conducted during the operating horizon which are not the subject of this standard 
but which are required in accordance with NERC Standard 200, “Operate Within Interconnection 
Reliability Operating Limits Standard” and NERC Standard 600, “Determine Facility Ratings, 
Operating Limits, and Transfer Capabilities”. 

d.  MidAmerican Energy urges the SAR drafting team to include the following statement in the 
SAR: 

“The Standard should clarify how breaker failure events (Category C2, C6, C7, C8, and C9 
events) are to be considered given that operating a breaker with disconnects open or eliminating a 
breaker are technically acceptable mitigation schemes for such events. Such mitigation schemes 
actually result in less reliable system designs and system operating configurations.  Thus including 
Applicable Ratings in the Standard for these lower probability breaker failure events can send the 
wrong reliability signals to NERC members.”    



Comment Form for Version 2 of “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR (2nd Posting) 
 

 Page 8 of 8 April 1, 2004 

This paragraph reflects another reason why breaker failure events should be reclassified such that 
Applicable Ratings is no longer considered a requirement for these low probability events. 

e. MidAmerican Energy urges the SAR drafting team to consider not reclassifying any of the 
Category C events to Category D but instead deleting the Applicable Rating requirements from the 
lower probability Category C events.  MidAmerican believes that the performance requirements for 
lower probability Category C events should be to protect for cascading, instability, and 
uncontrolled separation.  It is MidAmerican’s belief that this was the intent of the drafting team that 
originally developed the existing NERC Planning Standards.   

f. MidAmerican Energy is concerned that the SAR does not provide for the coordination of the 
requirements of the planning standards in NERC Standard 500, “Assess Transmission Future 
Needs and Develop Transmission Plans”, with the NERC Operating Standards provided in NERC 
Standard 600, “Determine Facility Ratings, Operating Limits, and Transfer Capabilities.”  The 
criteria that are proposed as a starting point for 500 in this SAR (events from Categories A through 
D) differ from the criteria that are included in the latest draft of NERC Standard 600 (Categories A 
and B).  If these approaches are continued, then studies run for the operating horizon will differ 
significantly from studies run for the planning horizon.  These differences in studies will carry over 
to the calculation of quantities used to offer transmission service, that is, Total Transfer Capacity 
and Available Transmission Capacity.  If NERC does not coordinate these two standards, there 
will be a discontinuity in TTC and ATCs when the Planning Horizon begins and the Operating 
Horizon ends or from one day less than one year to one year.  MidAmerican urges the SAR 
drafting team to consider this discontinuity and coordinate the SAR for 500 with the Standard that 
is being written for 600.  If a discontinuity between criteria is allowed to continue in the SAR for 
Standard 500, the SAR drafting team should have a clear explanation for all market participants as 
to the reason for the discontinuity and how that should be dealt with by the elements of the NERC 
Functional Model. 

g. In general, MidAmerican Energy supports the six bullets that the SAR drafting team has 
provided on page SAR-5 with the amendments and additions described above in our comments.  
These bullets add needed details to the SAR. 
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Background: 
Version 1 of the “Assess Transmission Future Needs and Develop Transmission Plans” SAR was 
posted for a 30-day public comment period between April 2 and May 3, 2002.  This first version was an 
abbreviated SAR, which included an “Industry Need” statement and a brief description of the proposed 
standard, but did not include a detailed description.  The purpose of this first posting was to collect 
feedback from the industry on the following questions: 
 
• Is there a reliability-related need for an Organization Standard to be developed on this topic? 
 
If there is such a need, how should the scope of the SAR be changed? 
• The scope of the SAR is fine as is 
• The scope of the SAR should be expanded to include….. 
• The scope of the SAR should be reduced to eliminate…… 
 
In January 2004, the Standards Authorization Committee (SAC) appointed a Drafting Team (DT) to 
address industry answers and comments to the questions posed.  The DT was also charged with refining 
the SAR and drafting a detailed description of the proposed standard in preparation for the 2nd posting of 
the SAR. 
 
Most of the industry respondents indicated that there is indeed a reliability-related need to develop a 
standard to address transmission assessment and planning issues.  Comments were received from many 
different sources, including individuals, small and large utilities, groups of utilities, and Regional Councils.  
The SAR DT considered the comments submitted by each industry participant, and revised the SAR to 
conform to the changes that were technically sound and appeared to represent a consensus of 
participants. 
 
The revised SAR (Version 2) is posted on the NERC web site given in the blue box at the top of this form.  
Also posted is a Consideration of Comments document, in which the DT has responded to the original 
industry comments from 2002.  You can find Version 1 of the SAR and industry comments on this version 
at the same web location. 
 
Please review Version 2 of the SAR and complete this Comment Form to let the SAR DT know if 
you agree or disagree with the SAR DT’s assessment that this SAR is ready to be developed into a 
Standard. 
 

Note – This form is to comment on Version 2 of the “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR. 
 
The latest version of this SAR (TRNS_NDS_&_PLNS_01_02) is posted on the Standards web site at:  
http://www.nerc.com/~filez/standards/Assess-Transmission-Future-Needs.html           
 
E-mail this form between May 1 and May 31, 2004 to: sarcomm@nerc.com with “Comments” in the 
subject line.  

If you have any questions about this Standards Draft Comment Form, please contact the Director of 
Standards – Gerry Cauley at 609-452-8060. 
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 Commenter Information (For Individual 
Commenters) 

Name:  

Organization:      

Industry Segment #: 

Telephone:  

E-mail:  

Key to Industry Segment #’s: 

1 – Trans. Owners 
2 – RTO’s, ISO’s, RRC’s 
3 – LSE’s 
4 – TDU’s 
5 - Generators 
6 - Brokers, Aggregators, and Marketers 
7 - Large Electricity End Users 
8 - Small Electricity Users 
9 - Federal, State, and Provincial 

Regulatory or other Govt. Entities 
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STD Commenter Information (For Groups Submitting Group Comments) 

Name of Group: MAPP Planning 
Standards Development Working 
Group 

Group Chair:    Tom Mielnik Chair Phone:  563-333-
8129         Chair Email:   tcmielnik@midamerican.com 

List of Group Participants that Support These Comments: 

Name Company Industry Segment # 

Tom Mielnik MEC 2 

Delyn Helm GRE 2 

David Jacobson MH 2 

Dennis Kimm MEC  2 

Dean Schiro XEL 2 

Jason Weiers OTP 2 

Steve Sanders WAPA 2 

   

   

   

   

   

   

   

   

   

   

 
Please Review Version 2 of the SAR and Answer the Following Questions 
Insert a “check’ mark in the appropriate boxes by double-clicking the gray areas. 

1. Some members of the SAR drafting team believe that certain Category C events, as defined in 
Table 1 of existing Planning Standard I.A, are much less likely to occur than other events in 
Category C.  It is felt that certain specific Cat. C events could be re-classified as Cat. D upon 
showing a low probability of occurrence (and low consequence) of these events. 
 
(a).  Do you believe that the events in Categories B, C & D are classified correctly? 

 Yes  

 No  
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 Comments: The definition of applicable ratings needs to be clarified.  The SAR DT should also 
indicate if it is feasible to have different applicable ratings for different categories of events. 

The SAR DT should review the history of the original classification.  This review should include all 
classes.  If outage statistics are used to classify events, how many years of data are appropriate?  
If the data window is too small, the results will be skewed.  Moreover, is it appropriate to use 
outage data for all these categories of events?  Outage data over a long period of time may 
provide insight into equipment performance, but is it appropriate to reflect weather related 
contingency events – the data may not reflect the effect of a once in a 100 year storm? 

(b). If your answer to (a) is No, how would you re-classify the events?  If you have data to support 
your answer, please provide contact information for the individual responsible for the data. 
 
MAPP would reclassify certain low probability events such as Category C1 events, C2 events, 
certain Category C3 events (two transformers, transmission circuit plus a transformer, two 
transmission circuits, DC line plus a transformer, DC line plus a transmission circuit, and two DC 
lines), C6 events, C7 events, C8 events, and C9 events to either a new category between C and D 
with performance characteristics between that of the present Categories C and D or to Category 
D.  MAPP would require that the interconnected transmission system be planned, designed, and 
constructed to protect for instability, cascading, and uncontrolled separation for the low probability 
events in the new sub-category.  Regions should develop procedures for determining that systems 
are properly protected for instability, cascading and uncontrolled separation. 
 
MAPP believes the following information supports this new reclassification by demonstrating that 
the events that MAPP recommends for reclassification are the low probability Category C events.  
MAPP recognizes that published outage data are subject to interpretation, potential inaccuracy, 
and change through time; however, MAPP believes that MAPP operating experience with 
transmission element outages supports the statistical summary provided in the following table.   
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345 kV Outage Data 
 

Contingency Outage Rate, 
occ./year 

Duration, 
hours 

Probability Relative 
Likelihood 

Generator B1 9 81 0.08321918 1 
Two generators C3 1.5 40.5 0.00693493 12 

Bipolar DC line * (Similar to B4) 1.41 21 0.00338014 24 
Line *  B2 0.8065 18 0.00165719 50 

Transformer B3 0.0642 157 0.00115062 72 
Bipolar DC Line * + Generator       

( Sim. to 1 Pole DC line + gen. C3) 
0.1478 16.68 0.00028143 

 
296 

 
Line * + Generator C3 0.0820 14.7 0.00013760 605 

Generator + Transformer C3 0.0157 53.4 0.00009571 870 
Common tower * C5 0.007 113 0.00009030 922 

 
 

    

Breaker Failure- Insulation 
Breakdown C2 

RECLASSIFY THIS EVENT 

0.001423 163 0.00002647 3,144 
 

Bipolar DC line *+Bipolar DC line *   
(Sim. to Two 1 Pole DC lines - C3) 

RECLASSIFY THIS EVENT 

0.009532 10.5 0.00001143 7,281 

Stuck breaker C6-C9 
RECLASSIFY THIS EVENT 

0.00635 4 0.00000290 28,696 

Line * + Line * (independent) C3 
RECLASSIFY THIS EVENT 

0.00267 9 0.00000275 30,262 

Line * + Transformer C3 
RECLASSIFY THIS EVENT 

0.0010 16.1 0.00000184 45,228 

Two transformers C3 
RECLASSIFY THIS EVENT 

0.00014774 78.5 0.00000132 63,045 

Bus Section** 
RECLASSIFY THIS EVENT 

0.0023 4.7 
 

0.00000123 
 

67,438 
 

 
* Per 100 mile-year. 
 
** Based upon 230 kV data. 
 
 
 References 
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Contact info: 
 
Tom Mielnik, Chair 
MAPP Planning Standards Development Working Group 
MidAmerican Energy Company 
106 East Second Street 
Davenport, Iowa 52801 
(563)333-8129 
tcmielnik@midamerican.com 
 
 
(c)  Which of the following approaches do you favor regarding Table 1 of existing Planning 
Standard I.A?: 
 

   Keep the same categories as now exist and re-classify the low probability (and low 
consequence) events as Category D events.  

If the events are low probability, then some should be considered for moving to Cat D. 
 
Please explain your choice: 

 Create a new category between C and D with performance characteristics between that of the 
present Categories C and D.   

Please explain your choice  

Improvements should be planned for those Category C events that are high probability events 
regardless of the consequences.  Planners should also review all Category C events for instability, 
cascading, and uncontrolled separation.  Improvements should be planned for those Category C 
events (both high probability and low probability events) which have significant consequences, 
that is, that result in instability, cascading, and uncontrolled separation.    

MAPP believes that allowing for “good cause exceptions” is not the preferable approach. MAPP 
believes that the events listed by MAPP for reclassification are much less likely than the other 
Category C events generally throughout NERC.  This means that these events should be 
reclassified in general throughout NERC and not just in certain “good cause exceptions”.  
(Although, it should be noted that MAPP does support regional differences where appropriate.)  
Besides, there are issues associated with the development and utilization of a process for 
approving “good cause exceptions”.   

 Keep the same categories as now exist, but allow for “good cause exceptions” upon a showing 
of low probability of occurrence (and low consequence) of specific Category C events. 

Please explain your choice: 

   Comments: 
 

2. Do you believe the standard should include requirements for reporting on the progress or status of 
implementing the plans developed in accordance with this standard? 

 Yes   

 No  
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 Comments:  Requirements for reporting on the progress or status of implementing the plans 
should be left to the regions and appropriate regulatory bodies.  The MAPP Regional 
Transmission Committee currently has a regional planning process for compliance for 
implementing transmission plans. 

3. If your answer to question 2 is Yes, given that transmission plans change over time as modeling 
assumptions, systems and plans change, how would you propose accounting for changes in a 
Transmission Plan? 
 

 
 
 
 
 

4. Existing Planning Standard I.A requires:  “The systems must be capable of meeting Category C 
requirements while accommodating the planned (including maintenance) outage of any bulk 
electric equipment (including protection systems or their components) at those demand levels for 
which planned (including maintenance) outages are performed”. 
 
The SAR drafting team believes that it is impractical to exhaustively test for every contingency 
described in each category plus every conceivable planned outage.  Should the requirement to 
consider planned outages in addition to each Category A through D contingency remain part of 
this planning standard? 

 Yes (consider planned outages in all Categories A through D). 

 Yes (consider planned outages in some Categories only). 

Please specify which Categories: 

 No  

 Comments:  

 
Planned Outages can be scheduled and analyzed in advance in the operating horizon (less than 
one year).  Therefore, it should not be necessary to require that "systems must be capable of 
meeting Category C requirements while accommodating the planned outage of any bulk electric 
equipment..."  Planned outages should be studied in advance by the requesting control area and 
be reviewed by the governing Reliability Coordinator to determine if overloads could occur.  If 
studies show that overloads could occur, the planned outage should be deferred or operating 
guides prepared which would be used in the event a contingency does occur. 
 

5. Are you aware of any Regional or Interconnection differences in the requirements for assessing 
and planning transmission systems in North America?  If so, please list and explain. 

 Comments:  

 
6. Do you have any other comments on the SAR? 

 Comments: 

a.  MAPP urges the SAR drafting team clarify the meaning of the term “Applicable Ratings” and 
determine if it is possible to have different A/Rs for different categories.   

b.  MAPP urges the SAR drafting team to add words to the third paragraph from the end to more 
clearly explain the SAR drafting team’s position with regard to prior planned outages. 
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c. MAPP is concerned that the SAR does not provide for the coordination of the requirements of 
the planning standards in NERC Standard 500, “Assess Transmission Future Needs and Develop 
Transmission Plans”, with the NERC Operating Standards provided in NERC Standard 600, 
“Determine Facility Ratings, Operating Limits, and Transfer Capabilities.”  The criteria that are 
proposed as a starting point for 500 in this SAR (events from Categories A through D) differ from 
the criteria that are included in the latest draft of NERC Standard 600 (Categories A and B).  If 
these approaches are continued, then studies run for the operating horizon will differ significantly 
from studies run for the planning horizon.  These differences in studies will carry over to the 
calculation of quantities used to offer transmission service, that is, Total Transfer Capacity and 
Available Transmission Capacity.  If NERC does not coordinate these two standards, there will be 
a discontinuity in TTC and ATCs when the Planning Horizon begins and the Operating Horizon 
ends or from one day less than one year to one year.  MAPP urges the SAR drafting team to 
consider this discontinuity and coordinate the SAR for 500 with the Standard that is being written 
for 600.  If a discontinuity between criteria is allowed to continue in the SAR for Standard 500, the 
SAR drafting team should have a clear explanation for all market participants as to the reason for 
the discontinuity and how that should be dealt with by the elements of the NERC Functional 
Model. 

d. MAPP notes that Standard 600, “Determine Facility Ratings, Operating Limits, and Transfer 
Capabilities” has been drafted to do away with the references to Categories A through D.  The 
criteria are just listed in the standard.  MAPP asks that the SAR drafting team require that the 
standard drafting team for Standard 500 also eliminate the category references to be consistent 
with the Standard 600 approach. 

e. MAPP is concerned that the SAR does not limit manual or automatic readjustments for certain 
lower probability or low consequence events.  MAPP urges that the SAR drafting team add 
additional provisions to require the drafting team to consider which manual and automatic 
readjustments are allowed and when in meeting the criteria that is included in the standards. 

f. MAPP is concerned that there is no provision for recognizing the variability of generation in the 
SAR.  MAPP asks the SAR drafting team add another bullet to the SAR which states, “The 
Standard should take into account the variability of generation due to factors such as weather and 
time of day.” 

g. MAPP is concerned that there is no reference in the SAR to the need to handle firm contracts 
that may roll-over in the futures.  Plans developed for the transmission system must recognize that 
the transmission system must have sufficient capacity to handle roll-overs.  MAPP urges the SAR 
drafting team to include an appropriate description of the requirement for the plans with regard to 
roll-overs. 

h. MAPP asks that the SAR drafting team add a bullet to the SAR that requires that the Standard 
drafting team to consider the development of reactive power margin and transfer power margin 
standards which expand beyond existing NERC Standard I.D. 

i. In general, MAPP supports the six bullets that the SAR drafting team has provided on page 
SAR-5 with the amendments and additions described above in our comments.  These bullets add 
needed details to the SAR. 
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Background: 
Version 1 of the “Assess Transmission Future Needs and Develop Transmission Plans” SAR was 
posted for a 30-day public comment period between April 2 and May 3, 2002.  This first version was an 
abbreviated SAR, which included an “Industry Need” statement and a brief description of the proposed 
standard, but did not include a detailed description.  The purpose of this first posting was to collect 
feedback from the industry on the following questions: 
 
• Is there a reliability-related need for an Organization Standard to be developed on this topic? 
 
If there is such a need, how should the scope of the SAR be changed? 
• The scope of the SAR is fine as is 
• The scope of the SAR should be expanded to include….. 
• The scope of the SAR should be reduced to eliminate…… 
 
In January 2004, the Standards Authorization Committee (SAC) appointed a Drafting Team (DT) to 
address industry answers and comments to the questions posed.  The DT was also charged with refining 
the SAR and drafting a detailed description of the proposed standard in preparation for the 2nd posting of 
the SAR. 
 
Most of the industry respondents indicated that there is indeed a reliability-related need to develop a 
standard to address transmission assessment and planning issues.  Comments were received from many 
different sources, including individuals, small and large utilities, groups of utilities, and Regional Councils.  
The SAR DT considered the comments submitted by each industry participant, and revised the SAR to 
conform to the changes that were technically sound and appeared to represent a consensus of 
participants. 
 
The revised SAR (Version 2) is posted on the NERC web site given in the blue box at the top of this form.  
Also posted is a Consideration of Comments document, in which the DT has responded to the original 
industry comments from 2002.  You can find Version 1 of the SAR and industry comments on this version 
at the same web location. 
 
Please review Version 2 of the SAR and complete this Comment Form to let the SAR DT know if 
you agree or disagree with the SAR DT’s assessment that this SAR is ready to be developed into a 
Standard. 
 

Note – This form is to comment on Version 2 of the “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR. 
 
The latest version of this SAR (TRNS_NDS_&_PLNS_01_02) is posted on the Standards web site at:  
http://www.nerc.com/~filez/standards/Assess-Transmission-Future-Needs.html           
 
E-mail this form between May 5 and June 5, 2004 to: sarcomm@nerc.com with “Comments” in the 
subject line.  

If you have any questions about this Standards Draft Comment Form, please contact the Director of 
Standards – Gerry Cauley at 609-452-8060. 
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 Commenter Information (For Individual 
Commenters) 

Name: John Horakh – May 27, 2004  

Organization: MAAC      

Industry Segment #: 2 

Telephone: 609-625-6014  

E-mail:john.horakh@conectiv.com  

STD Commenter Information (For Groups Submitting Group Comments) 

Name of Group:  Group Chair:              Chair Phone:                   
Chair Email:    

List of Group Participants that Support These Comments: 

Name Company Industry Segment # 

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

 

Key to Industry Segment #’s: 

1 – Trans. Owners 
2 – RTO’s, ISO’s, RRC’s 
3 – LSE’s 
4 – TDU’s 
5 - Generators 
6 - Brokers, Aggregators, and Marketers 
7 - Large Electricity End Users 
8 - Small Electricity Users 
9 - Federal, State, and Provincial 

Regulatory or other Govt. Entities 
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Please Review Version 2 of the SAR and Answer the Following Questions 
Insert a “check’ mark in the appropriate boxes by double-clicking the gray areas. 

1. Some members of the SAR drafting team believe that certain Category C events, as defined in 
Table 1 of existing Planning Standard I.A, are much less likely to occur than other events in 
Category C.  It is felt that certain specific Cat. C events could be re-classified as Cat. D upon 
showing a low probability of occurrence (and low consequence) of these events. 
 
(a).  Do you believe that the events in Categories B, C & D are classified correctly? 

X  Yes, but see comments below  

 No  

X  Comments: Categories B, C and D should be renamed as follows – 

Category B – High Probability Contingency Event 

Category C – Medium Probability Contingency Event 

Category D – Low Probability Contingency Event 

The difference in the categories should NOT be stated in terms of how many elements are out of 
service, but rather should be stated in terms of the PROBABILITY of the initiating event that occurs. 
The difference in the categories is in the “stress” the system is allowed to experience and in the “fix” 
required. For B, a high probability event, stress should be low and the only fix allowed is system 
reinforcement. For D, a low probability event, severe system stress is allowed, and system 
reinforcement is not mandated. C is somewhere in between, a medium probability, with medium 
system stress permitted, and some loss of load and/or curtailment of transfers allowed in lieu of 
system reinforcement. Table I can then be simplified by removing the column labeled “Elements Out of 
Service”, because it is unnecessary and not relative. Actually, the columns labeled “Thermal Limits”, 
“Voltage Limits”, “System Stable” and “Cascading Outages” can be eliminated too, because they are 
the same for each Category A, B and C (but notes for each column should be retained). 
 

(b).  If your answer to (a) is No, how would you re-classify the events?  If you have data to support 
your answer, please provide contact information for the individual responsible for the data. 
 
 
 
 
(c)  Which of the following approaches do you favor regarding Table 1 of existing Planning 
Standard I.A?: 
 

   Keep the same categories as now exist and re-classify the low probability (and low 
consequence) events as Category D events. 
 
Please explain your choice: 
 
 

 Create a new category between C and D with performance characteristics between that of the 
present Categories C and D. 

Please explain your choice 
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 Keep the same categories as now exist, but allow for “good cause exceptions” upon a showing 
of low probability of occurrence (and low consequence) of specific Category C events. 

Please explain your choice: 

 

X    Comments: NONE OF THE ABOVE. Keep the three categories, but rename them as in 1.a. 
above. Adding an additional category would introduce too much confusion in planning the system. 
Assuming that the contingencies in B, C and D are already in their correct probability categories, no 
changes need to be made. If someone could prove that a contingency in B is Low Probability the 
same as the contingencies in D, that contingency could be moved. 
 

2. Do you believe the standard should include requirements for reporting on the progress or status of 
implementing the plans developed in accordance with this standard? 

X  Yes  

 No  

X  Comments: Reporting should be on a “delay” basis. Known delays to the plan should be 
reported, along with the reason for the delay and use of alternate solutions. 
 

3. If your answer to question 2 is Yes, given that transmission plans change over time as modeling 
assumptions, systems and plans change, how would you propose accounting for changes in a 
Transmission Plan? See answer to 2. Above. 
 

 
 
 
 
 
 
 
 

4. Existing Planning Standard I.A requires:  “The systems must be capable of meeting Category C 
requirements while accommodating the planned (including maintenance) outage of any bulk 
electric equipment (including protection systems or their components) at those demand levels for 
which planned (including maintenance) outages are performed”. 
 
The SAR drafting team believes that it is impractical to exhaustively test for every contingency 
described in each category plus every conceivable planned outage.  Should the requirement to 
consider planned outages in addition to each Category A through D contingency remain part of 
this planning standard? 

 Yes (consider planned outages in all Categories A through D). 

X  Yes (consider planned outages in some Categories only). 

Please specify which Categories: Categories A and B, which are high probability and therefore 
could easily occur during a planned outage. 

 No  

 Comments:  
 

5. Are you aware of any Regional or Interconnection differences in the requirements for assessing 
and planning transmission systems in North America?  If so, please list and explain. 
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 Comments: 

 
6. Do you have any other comments on the SAR? 

 Comments: 
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Background: 
Version 1 of the “Assess Transmission Future Needs and Develop Transmission Plans” SAR was 
posted for a 30-day public comment period between April 2 and May 3, 2002.  This first version was an 
abbreviated SAR, which included an “Industry Need” statement and a brief description of the proposed 
standard, but did not include a detailed description.  The purpose of this first posting was to collect 
feedback from the industry on the following questions: 
 
• Is there a reliability-related need for an Organization Standard to be developed on this topic? 
 
If there is such a need, how should the scope of the SAR be changed? 
• The scope of the SAR is fine as is 
• The scope of the SAR should be expanded to include….. 
• The scope of the SAR should be reduced to eliminate…… 
 
In January 2004, the Standards Authorization Committee (SAC) appointed a Drafting Team (DT) to 
address industry answers and comments to the questions posed.  The DT was also charged with refining 
the SAR and drafting a detailed description of the proposed standard in preparation for the 2nd posting of 
the SAR. 
 
Most of the industry respondents indicated that there is indeed a reliability-related need to develop a 
standard to address transmission assessment and planning issues.  Comments were received from many 
different sources, including individuals, small and large utilities, groups of utilities, and Regional Councils.  
The SAR DT considered the comments submitted by each industry participant, and revised the SAR to 
conform to the changes that were technically sound and appeared to represent a consensus of 
participants. 
 
The revised SAR (Version 2) is posted on the NERC web site given in the blue box at the top of this form.  
Also posted is a Consideration of Comments document, in which the DT has responded to the original 
industry comments from 2002.  You can find Version 1 of the SAR and industry comments on this version 
at the same web location. 
 
Please review Version 2 of the SAR and complete this Comment Form to let the SAR DT know if 
you agree or disagree with the SAR DT’s assessment that this SAR is ready to be developed into a 
Standard. 
 

Note – This form is to comment on Version 2 of the “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR. 
 
The latest version of this SAR (TRNS_NDS_&_PLNS_01_02) is posted on the Standards web site at:  
http://www.nerc.com/~filez/standards/Assess-Transmission-Future-Needs.html           
 
E-mail this form between May 5 and June 5, 2004 to: sarcomm@nerc.com with “Comments” in the 
subject line.  

If you have any questions about this Standards Draft Comment Form, please contact the Director of 
Standards – Gerry Cauley at 609-452-8060. 
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 Commenter Information (For Individual 
Commenters) 

Name:  

Organization:      

Industry Segment #: 

Telephone:  

E-mail:  

STD Commenter Information (For Groups Submitting Group Comments) 

Name of Group: SERC EC Planning 
Standards Subcommittee 

Group Chair: Bob Jones   Chair Phone: (205) 257-
6148         Chair Email: rajones@southernco.com  

List of Group Participants that Support These Comments: 

Name Company Industry Segment # 

Darrell Pace Alabama Electric 
Cooperative, Inc 

1 

Brian D. Moss Duke Power Company 1 

Kham Vongkhamchanh Entergy Services, Inc. 1 

Clay Young South Carolina Electric & 
Gas Company 

3 

Arthur E. (Art) Brown South Carolina Public 
Service Authority 

1 

Bob Jones Southern Company 
Services, Inc. 

1 

Byron Stewart Tennessee Valley 
Authority 

1 

Pat Huntley SERC Staff 2 

   

   

   

   

   

   

 

Key to Industry Segment #’s: 

1 – Trans. Owners 
2 – RTO’s, ISO’s, RRC’s 
3 – LSE’s 
4 – TDU’s 
5 - Generators 
6 - Brokers, Aggregators, and Marketers 
7 - Large Electricity End Users 
8 - Small Electricity Users 
9 - Federal, State, and Provincial 

Regulatory or other Govt. Entities 
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Please Review Version 2 of the SAR and Answer the Following Questions 
Insert a “check’ mark in the appropriate boxes by double-clicking the gray areas. 

1. Some members of the SAR drafting team believe that certain Category C events, as defined in 
Table 1 of existing Planning Standard I.A, are much less likely to occur than other events in 
Category C.  It is felt that certain specific Cat. C events could be re-classified as Cat. D upon 
showing a low probability of occurrence (and low consequence) of these events. 
 
(a).  Do you believe that the events in Categories B, C & D are classified correctly? 

X Yes  

 No  

X Comments: The SERC PSS believes that Category C events are more likely to occur than 
Category D events and should require higher performance expectations. 
 

(b).  If your answer to (a) is No, how would you re-classify the events?  If you have data to support 
your answer, please provide contact information for the individual responsible for the data. 
 
 
 
 
(c)  Which of the following approaches do you favor regarding Table 1 of existing Planning 
Standard I.A?: 
 

   Keep the same categories as now exist and re-classify the low probability (and low 
consequence) events as Category D events. 
 
Please explain your choice: 
 
 

 Create a new category between C and D with performance characteristics between that of the 
present Categories C and D. 

Please explain your choice 

 

 Keep the same categories as now exist, but allow for “good cause exceptions” upon a showing 
of low probability of occurrence (and low consequence) of specific Category C events. 

Please explain your choice: 

 

X   Comments: The SERC PSS agrees that low consequence Category C events should be 
considered compliant. However, as we interpret Table I, a Category C event that results in low 
consequences (e.g. no cascading) is already considered compliant since entities can drop load or 
curtail firm transfers to return to applicable thermal or voltage ratings. 
 

2. Do you believe the standard should include requirements for reporting on the progress or status of 
implementing the plans developed in accordance with this standard? 

 Yes  

X No  
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 Comments:  
 

3. If your answer to question 2 is Yes, given that transmission plans change over time as modeling 
assumptions, systems and plans change, how would you propose accounting for changes in a 
Transmission Plan? 
 

 
 
 
 
 
 
 
 

4. Existing Planning Standard I.A requires:  “The systems must be capable of meeting Category C 
requirements while accommodating the planned (including maintenance) outage of any bulk 
electric equipment (including protection systems or their components) at those demand levels for 
which planned (including maintenance) outages are performed”. 
 
The SAR drafting team believes that it is impractical to exhaustively test for every contingency 
described in each category plus every conceivable planned outage.  Should the requirement to 
consider planned outages in addition to each Category A through D contingency remain part of 
this planning standard? 

 Yes (consider planned outages in all Categories A through D). 

 Yes (consider planned outages in some Categories only). 

Please specify which Categories: 

 No  

X Comments: The SERC PSS agrees that the requirement to consider planned outages in 
addition to each Category A and B contingency remain part of this planning standard. The SERC 
PSS could not reach consensus on the requirement to consider planned outages in addition to 
each Category C and D contingency. However, the SERC PSS does agree that exhaustive testing 
for every contingency described in each category is not required. The I.A compliance templates 
state that they must “Be performed and evaluated only for those Category [B, C, and D] 
contingencies that would produce the more severe system results or impacts.”  

 

5. Are you aware of any Regional or Interconnection differences in the requirements for assessing 
and planning transmission systems in North America?  If so, please list and explain. No 

 Comments: 

 
6. Do you have any other comments on the SAR?  

X Comments: The SERC PSS agrees that the Standard should provide a clearer definition of 
“cascading outages.” In addition the SERC PSS recommends that the Standard provide a clearer 
definition of what is meant by “system stable.” 

 

The SERC PSS agrees that the Standard should not address resource planning, however the 
standard should include requirements for LSEs to provide forecast resource data required to 
develop power flow models as required in the current II.D standards. Accordingly, this standard 
should also apply to LSEs. 
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Background: 
Version 1 of the “Assess Transmission Future Needs and Develop Transmission Plans” SAR was 
posted for a 30-day public comment period between April 2 and May 3, 2002.  This first version was an 
abbreviated SAR, which included an “Industry Need” statement and a brief description of the proposed 
standard, but did not include a detailed description.  The purpose of this first posting was to collect 
feedback from the industry on the following questions: 
 
• Is there a reliability-related need for an Organization Standard to be developed on this topic? 
 
If there is such a need, how should the scope of the SAR be changed? 
• The scope of the SAR is fine as is 
• The scope of the SAR should be expanded to include….. 
• The scope of the SAR should be reduced to eliminate…… 
 
In January 2004, the Standards Authorization Committee (SAC) appointed a Drafting Team (DT) to 
address industry answers and comments to the questions posed.  The DT was also charged with refining 
the SAR and drafting a detailed description of the proposed standard in preparation for the 2nd posting of 
the SAR. 
 
Most of the industry respondents indicated that there is indeed a reliability-related need to develop a 
standard to address transmission assessment and planning issues.  Comments were received from many 
different sources, including individuals, small and large utilities, groups of utilities, and Regional Councils.  
The SAR DT considered the comments submitted by each industry participant, and revised the SAR to 
conform to the changes that were technically sound and appeared to represent a consensus of 
participants. 
 
The revised SAR (Version 2) is posted on the NERC web site given in the blue box at the top of this form.  
Also posted is a Consideration of Comments document, in which the DT has responded to the original 
industry comments from 2002.  You can find Version 1 of the SAR and industry comments on this version 
at the same web location. 
 
Please review Version 2 of the SAR and complete this Comment Form to let the SAR DT know if 
you agree or disagree with the SAR DT’s assessment that this SAR is ready to be developed into a 
Standard. 
 

Note – This form is to comment on Version 2 of the “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR. 
 
The latest version of this SAR (TRNS_NDS_&_PLNS_01_02) is posted on the Standards web site at:  
http://www.nerc.com/~filez/standards/Assess-Transmission-Future-Needs.html           
 
E-mail this form between May 5 and June 5, 2004 to: sarcomm@nerc.com with “Comments” in the 
subject line.  

If you have any questions about this Standards Draft Comment Form, please contact the Director of 
Standards – Gerry Cauley at 609-452-8060. 
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 Commenter Information (For Individual 
Commenters) 

Name: Robert Snow 

Organization:     Robert Snow 

Industry Segment #: 8 

Telephone: 973 763 0832 

E-mail: familysnow@aol.com 

STD Commenter Information (For Groups Submitting Group Comments) 

Name of Group:  Group Chair:              Chair Phone:                   
Chair Email:    

List of Group Participants that Support These Comments: 

Name Company Industry Segment # 

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

 

Key to Industry Segment #’s: 

1 – Trans. Owners 
2 – RTO’s, ISO’s, RRC’s 
3 – LSE’s 
4 – TDU’s 
5 - Generators 
6 - Brokers, Aggregators, and Marketers 
7 - Large Electricity End Users 
8 - Small Electricity Users 
9 - Federal, State, and Provincial 

Regulatory or other Govt. Entities 
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Please Review Version 2 of the SAR and Answer the Following Questions 
Insert a “check’ mark in the appropriate boxes by double-clicking the gray areas. 

1. Some members of the SAR drafting team believe that certain Category C events, as defined in 
Table 1 of existing Planning Standard I.A, are much less likely to occur than other events in 
Category C.  It is felt that certain specific Cat. C events could be re-classified as Cat. D upon 
showing a low probability of occurrence (and low consequence) of these events. 
 
(a).  Do you believe that the events in Categories B, C & D are classified correctly? 

 Yes  

 No  

 Comments:  Without a rigorous Probabilistic Risk Analysis, moving any of these events 
to a category D event is bad practice.  All of the events have occurred at one time or another, 
especially circuit breaker and bus faults.  Moving them to a category D essentially removes 
them from requiring action to mitigate/solve the impact on reliability. 
 

(b).  If your answer to (a) is No, how would you re-classify the events?  If you have data to support 
your answer, please provide contact information for the individual responsible for the data. 
 
  
 
 
(c)  Which of the following approaches do you favor regarding Table 1 of existing Planning 
Standard I.A?: 
 

   Keep the same categories as now exist and re-classify the low probability (and low 
consequence) events as Category D events. 
 
Please explain your choice: 
 
 

 Create a new category between C and D with performance characteristics between that of the 
present Categories C and D. 

Please explain your choice 

 

 Keep the same categories as now exist, but allow for “good cause exceptions” upon a showing 
of low probability of occurrence (and low consequence) of specific Category C events. 

Please explain your choice: 

 

   Comments: 
 

2. Do you believe the standard should include requirements for reporting on the progress or status of 
implementing the plans developed in accordance with this standard? 

 Yes  

 No  
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 Comments: Developing plans without a follow up program is a waste of time and money.  One 
of the most telling comments form the August Blackout report was that a number of the items were the 
same as in other blackouts.   
 

3. If your answer to question 2 is Yes, given that transmission plans change over time as modeling 
assumptions, systems and plans change, how would you propose accounting for changes in a 
Transmission Plan?  When there is a significant change in the assumptions, the plan needs to be 
re-studied and revised as appropriate.  The SAR must require such re-studies.  Any plan is only as 
good as its assumptions.  Whenever there is a significant change in the assumptions, the plan 
needs to be revised to account for the change.  Having a plan that assumes there will be specific 
generation projects is worthless when those specific projects are changed, cancelled or if other 
generation retires.     
 
 

4. Existing Planning Standard I.A requires:  “The systems must be capable of meeting Category C 
requirements while accommodating the planned (including maintenance) outage of any bulk 
electric equipment (including protection systems or their components) at those demand levels for 
which planned (including maintenance) outages are performed”. 
 
The SAR drafting team believes that it is impractical to exhaustively test for every contingency 
described in each category plus every conceivable planned outage.  Should the requirement to 
consider planned outages in addition to each Category A through D contingency remain part of 
this planning standard? 

 Yes (consider planned outages in all Categories A through D). 

 Yes (consider planned outages in some Categories only). 

Please specify which Categories:  Categories A through C should be considered.  Category D 
does not require action so the analysis with outages does not add anything.  Most planning software 
allows the sue of scripts to run multiple analysis without intervention.  The state of modern computers 
is such that the added testing is not significant.  Also, for most systems, this type of analysis is 
performed to define which load levels and generation dispatch would allow the maintenance (the 
problem in reverse). 

 No  

 Comments:  
 

5. Are you aware of any Regional or Interconnection differences in the requirements for assessing 
and planning transmission systems in North America?  If so, please list and explain. 

 Comments: Each region has their own requirements.   

 
6. Do you have any other comments on the SAR? 

 Comments: 

 

Second Paragraph:  Replace the second sentence with “The planning horizon is intended to provide 
for facility additions.  Operating procedures shall not be used as a substitute for good system design 
and shall only be applicable during maintenance outages and while facilities are being constructed.”  
(The original language would allow what was identified as the root cause of the Italian blackout.  
Namely, an operating procedure that had to be executed within 15 minutes.  The operator had to call 
another area and ask for them to perform an operating procedure.  The procedure was underway but 
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did not happen fast enough to avoid the next line to trip.  Operating procedures should never be a long 
term substitute for constructing facilities needed to assure reliability.)   

Third Paragraph:  While some of the information about generation additions and load growth are 
considered reliable for five (5) years, a long-term study of approximately ten (10) years is necessary to 
identify global issues such as import limitations to a region that would require projects that have 
traditionally taken more than five (5) years.  Suggest, “Assessments shall cover a detailed planning 
horizon consistent with available information but no less than five (5) years.  The five year horizon 
shall include load growth, new internal and external firm generation, generation retirements/failures, 
uncontrollable loop flows, reliance on external generation (identify both firm and market), topology 
changes, and firm transactions.   A longer term study using a variety of scenarios that are expected to 
cover the most likely long term activity, shall be conducted to identify projects that take longer than five 
years to implement.” 

Fourth Paragraph:  The standards should apply to transmission owners, transmission operators, 
transmission planners, anyone who is connecting facilities to the transmission system, control areas, 
and reliability coordinators. 

Fifth Paragraph:  Add the following after the bullets.  “In addition to the above, the standard shall 
provide requirements on methodology of forecasting and normalizing load.  This would include 
methods of determining the normalized load over a large geographic area with different weather 
patterns and norms.  The “normalized” load should not be the load associated with the median 
weather over a summer or winter period but the load level that will provide sufficient reliability to supply 
all firm load obligations.  Each region shall provide a definition as to what is sufficient reliability.  The 
definition shall clearly define the risk that is being assumed in terms similar to the LOLE for lack of 
generation.   In addition to the above two risk variables, a methodology shall be identified to quantify 
the risk of not being able to deliver the difference between the local load and generation.  This is 
essentially the ability of the transmission system to respond to different generation dispatch patterns.”   

Sixth Paragraph:  Replace the last phrase in the last sentence with “while the standard will not 
prescribe specific tools, it shall identify methodologies to validate and procedures to operate the tools 
so that the identified outcomes from the analysis are not dependent on the tool or the way the tool was 
used or initialized.”   

Under the section of “Other Examples …” 

3rd Bullet:  Add a sentence after the first sentence “The probabilistic methodology shall not ignore 
specific cases that would result in significant load dump or cascading outrages.  Each region shall 
identify how to resolve such outages.”  The last sentence “Acceptable levels of risk in terms of 
maximum consequential and programmatic load dump and maximum durations for the outages shall 
be defined.” 

5th bullet:  Clarify that the “applicable ratings” for multiple events should be consistent with supplying 
firm load and firm transactions until the outages are repaired or switching mitigates the overloads.  For 
example, one applicable rating would be the short time rating of equipment that was stressed when a 
transformer failed.  However, there must be a method of supplying the load pocket for the duration to 
repair/replace the transformer that does not involve long term rotating blackouts.  Just achieving “no 
cascading outages” is not sufficient.   

New section:  The subject of assuring the generation is deliverable to the load should be added.  This 
should not be vague but should be defined by a specific set of tests and the expected range of results.  
In doing these tests, reliance on capacity assigned to other regions should be limited to amounts 
identified and accepted by adjacent regions.  For example, if a region is assuming it will have net 
purchases from adjacent regions, the other regions must show a net sale. 
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Background: 
Version 1 of the “Assess Transmission Future Needs and Develop Transmission Plans” SAR was 
posted for a 30-day public comment period between April 2 and May 3, 2002.  This first version was an 
abbreviated SAR, which included an “Industry Need” statement and a brief description of the proposed 
standard, but did not include a detailed description.  The purpose of this first posting was to collect 
feedback from the industry on the following questions: 
 
• Is there a reliability-related need for an Organization Standard to be developed on this topic? 
 
If there is such a need, how should the scope of the SAR be changed? 
• The scope of the SAR is fine as is 
• The scope of the SAR should be expanded to include….. 
• The scope of the SAR should be reduced to eliminate…… 
 
In January 2004, the Standards Authorization Committee (SAC) appointed a Drafting Team (DT) to 
address industry answers and comments to the questions posed.  The DT was also charged with refining 
the SAR and drafting a detailed description of the proposed standard in preparation for the 2nd posting of 
the SAR. 
 
Most of the industry respondents indicated that there is indeed a reliability-related need to develop a 
standard to address transmission assessment and planning issues.  Comments were received from many 
different sources, including individuals, small and large utilities, groups of utilities, and Regional Councils.  
The SAR DT considered the comments submitted by each industry participant, and revised the SAR to 
conform to the changes that were technically sound and appeared to represent a consensus of 
participants. 
 
The revised SAR (Version 2) is posted on the NERC web site given in the blue box at the top of this form.  
Also posted is a Consideration of Comments document, in which the DT has responded to the original 
industry comments from 2002.  You can find Version 1 of the SAR and industry comments on this version 
at the same web location. 
 
Please review Version 2 of the SAR and complete this Comment Form to let the SAR DT know if 
you agree or disagree with the SAR DT’s assessment that this SAR is ready to be developed into a 
Standard. 
 

Note – This form is to comment on Version 2 of the “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR. 
 
The latest version of this SAR (TRNS_NDS_&_PLNS_01_02) is posted on the Standards web site at:  
http://www.nerc.com/~filez/standards/Assess-Transmission-Future-Needs.html           
 
E-mail this form between May 1 and May 31, 2004 to: sarcomm@nerc.com with “Comments” in the 
subject line.  

If you have any questions about this Standards Draft Comment Form, please contact the Director of 
Standards – Gerry Cauley at 609-452-8060. 
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 Commenter Information (For Individual 
Commenters) 

Name: Kirit S. Shah 

Organization:     Ameren 

Industry Segment #: 1 

Telephone: (314) 554-3542 

E-mail: kshah@ameren.com 

STD Commenter Information (For Groups Submitting Group Comments) 

Name of Group:  Group Chair:              Chair Phone:                   
Chair Email:    

List of Group Participants that Support These Comments: 

Name Company Industry Segment # 

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

 

Key to Industry Segment #’s: 

1 – Trans. Owners 
2 – RTO’s, ISO’s, RRC’s 
3 – LSE’s 
4 – TDU’s 
5 - Generators 
6 - Brokers, Aggregators, and Marketers 
7 - Large Electricity End Users 
8 - Small Electricity Users 
9 - Federal, State, and Provincial 

Regulatory or other Govt. Entities 
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Please Review Version 2 of the SAR and Answer the Following Questions 
Insert a “check’ mark in the appropriate boxes by double-clicking the gray areas. 

1. Some members of the SAR drafting team believe that certain Category C events, as defined in 
Table 1 of existing Planning Standard I.A, are much less likely to occur than other events in 
Category C.  It is felt that certain specific Cat. C events could be re-classified as Cat. D upon 
showing a low probability of occurrence (and low consequence) of these events. 
 
(a).  Do you believe that the events in Categories B, C & D are classified correctly? 

 Yes  

 No  

 Comments: 
 

(b).  If your answer to (a) is No, how would you re-classify the events?  If you have data to support 
your answer, please provide contact information for the individual responsible for the data. 
 
All category C outages that have a direct impact on serving load because of the system 
configuration (straight bus or tapped load) should be reclassified, including C-1, C-2, C-5, and C-9 
to provide more latitude. For category C events, we should be more concerned that the system 
holds together and not that the local load may be at risk for these multiple contingency events. 
  
(c)  Which of the following approaches do you favor regarding Table 1 of existing Planning 
Standard I.A?: 
 

   Keep the same categories as now exist and re-classify the low probability (and low 
consequence) events as Category D events. 
 
Please explain your choice: Reclassify C-1,C-2, and C-9 to category D (less probable events).   

C-3 (line and a generator combination) should be reclassified as category B event (more probable 
than other C-3 events.  Also, why is a loss of a tower line with two circuits  category C (C-5) while 
loss of a tower line with 3 circuits is category D (D-6), though a probability of loss of a tower line 
may be the same ?  We may want to be consistent in categorizing the event – loss of a multi-
circuit tower line. 
 

 Create a new category between C and D with performance characteristics between that of the 
present Categories C and D. 

Please explain your choice 

 

 Keep the same categories as now exist, but allow for “good cause exceptions” upon a showing 
of low probability of occurrence (and low consequence) of specific Category C events. 

Please explain your choice: 

 

   Comments: 
 

2. Do you believe the standard should include requirements for reporting on the progress or status of 
implementing the plans developed in accordance with this standard? 



Comment Form for Version 2 of “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR (2nd Posting) 
 

 Page 4 of 5 April 1, 2004 

 Yes  

 No  

 Comments: The requirement should not be onerous. 
 

3. If your answer to question 2 is Yes, given that transmission plans change over time as modeling 
assumptions, systems and plans change, how would you propose accounting for changes in a 
Transmission Plan? 
 
 
(i) Annual update with a short note to document changes. 
(ii) Smaller projects (cap bank addition, change of terminal equipment like switches, wavetrap, or                                
CT) may be combined as a group in such reporting to avoid  providing a long list of updates.                   
 
 

4. Existing Planning Standard I.A requires:  “The systems must be capable of meeting Category C 
requirements while accommodating the planned (including maintenance) outage of any bulk 
electric equipment (including protection systems or their components) at those demand levels for 
which planned (including maintenance) outages are performed”. 
 
The SAR drafting team believes that it is impractical to exhaustively test for every contingency 
described in each category plus every conceivable planned outage.  Should the requirement to 
consider planned outages in addition to each Category A through D contingency remain part of 
this planning standard? 

 Yes (consider planned outages in all Categories A through D). 

 Yes (consider planned outages in some Categories only). 

Please specify which Categories: 

 No  

 Comments: (i) Is the issue planning the system or granting the outage? Local load may be 
exposed for granting a maintenance/construction outage, but the system should not be at risk. 

(ii) If the system is planned with category C requirements, in most cases it should meet category A 
and B requirements during a planned outage.  To meet requirements of categories A and B during 
planned outage should be adequate.  

 

5. Are you aware of any Regional or Interconnection differences in the requirements for assessing 
and planning transmission systems in North America?  If so, please list and explain. 

 Comments: 

 
6. Do you have any other comments on the SAR? 

 Comments: 

A. We believe that for planning of robust transmission system, the Standard should include 
(1) some incremental transfer capability requirement in addition to what is “projected” or 
modeled in the base case, (2) a combination of a line and a generator outage should be 
included in category B.  

B. Page SAR-4, Paragraph 2, last phrase states that “ …there is no intent to exclude 
appropriate operating procedures…”. What is “appropriate”?  Could generation redispatch 
be an appropriate operating procedure? If yes, what level of redispatch is appropriate? 
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The standard should include  definition of “appropriateness” of  operating procedures so 
that they are developed and applied on an uniform and consistent basis.   

C. Page SAR-4, Paragraph 4: Should the requirements be applied to Transmission Owners 
also? 

D. Page SAR-4, Paragraph 6, Why document and disclose of methodology limited to planned 
generation only? What about planned transmission and interchange? Is it because there 
is more uncertainty for speculative generation than transmission? What about differences 
in modeling details require for different type of analyses, such as thermal or voltage, 
regional or local?  It is our experience that more detailed representation (lower voltage 
facilities) is required for voltage analysis than thermal analysis.  Perhaps the standard 
should state that additional detail may need to be added to the model to adequately 
represent the system for specific studies. 

E. Page SAR-5, Paragraph 1: If generation is considered in lieu of transmission 
reinforcement, the system must be able to withstand the loss of that generation plus 
another single contingency.  The reason for this is that generation can be on or off due to 
economic and other factors after its installation, while transmission is almost always “on”. 

F. Other example of areas that should be considered for clarification is  : 

The “projected level of transfers”  defined in the Standard – what does this include? 
Should it include/consider all transmission reservations including roll-over-rights?  

G. SAR-5, Bullet #1:  In addition to the definition of  “cascading outages” , clarification is 
needed for identification of a cascading state.  For example,  we are not sure that 
assumption of some percent overload, say 125% of emergency rating, is a good proxy for 
cascading.  

H. Page SAR-5, Bullet# 3: the second statement states that “The minimum requirements of 
probabilistic methods are the contingencies as described in Table 1 of existing Planning 
Standard I.A. “   Does this mean that probability should be assigned to at least all of the 
contingencies included in Table I.A.?   

I. Page SAR-5, Bullet #3: We believe that defining acceptable levels of risk will be a major 
undertaking. Isn’t the level of risk is dependent upon the entity and/or perception? Using a 
deterministic methodology in the planning horizon for single contingency provides a 
margin to handle many multiple unplanned facility outages or unforeseen system 
conditions in operating horizon.   

J. Page SAR-5, Bullet# 4: Planned outages for maintenance or construction are generally 
managed in the operating horizon, and are granted only during specific load levels (off-
peak), generation patterns, and interchange patterns when the transmission system is not 
expected to be fully utilized.  We agree that clarification should be provided on how this 
information should be used in an assessment.  However, as the scope of planning 
assessments is for the planning horizon of one year or more (SAR-4, paragraph 2) and 
not the operating horizon, we do not believe that the requirement for planning for 
maintenance outages should be included in planning assessments. 

K. Page SAR-5, Bullet# 5: We agree that some of the contingency categories should be 
reviewed.   See our response to Item 1 C.   

L. Page SAR-5, Bullet# 6: We assume that short circuit current refers to fault duty or 
interrupting current. 
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Background: 
Version 1 of the “Assess Transmission Future Needs and Develop Transmission Plans” SAR was 
posted for a 30-day public comment period between April 2 and May 3, 2002.  This first version was an 
abbreviated SAR, which included an “Industry Need” statement and a brief description of the proposed 
standard, but did not include a detailed description.  The purpose of this first posting was to collect 
feedback from the industry on the following questions: 
 
• Is there a reliability-related need for an Organization Standard to be developed on this topic? 
 
If there is such a need, how should the scope of the SAR be changed? 
• The scope of the SAR is fine as is 
• The scope of the SAR should be expanded to include….. 
• The scope of the SAR should be reduced to eliminate…… 
 
In January 2004, the Standards Authorization Committee (SAC) appointed a Drafting Team (DT) to 
address industry answers and comments to the questions posed.  The DT was also charged with refining 
the SAR and drafting a detailed description of the proposed standard in preparation for the 2nd posting of 
the SAR. 
 
Most of the industry respondents indicated that there is indeed a reliability-related need to develop a 
standard to address transmission assessment and planning issues.  Comments were received from many 
different sources, including individuals, small and large utilities, groups of utilities, and Regional Councils.  
The SAR DT considered the comments submitted by each industry participant, and revised the SAR to 
conform to the changes that were technically sound and appeared to represent a consensus of 
participants. 
 
The revised SAR (Version 2) is posted on the NERC web site given in the blue box at the top of this form.  
Also posted is a Consideration of Comments document, in which the DT has responded to the original 
industry comments from 2002.  You can find Version 1 of the SAR and industry comments on this version 
at the same web location. 
 
Please review Version 2 of the SAR and complete this Comment Form to let the SAR DT know if 
you agree or disagree with the SAR DT’s assessment that this SAR is ready to be developed into a 
Standard. 
 

Note – This form is to comment on Version 2 of the “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR. 
 
The latest version of this SAR (TRNS_NDS_&_PLNS_01_02) is posted on the Standards web site at:  
http://www.nerc.com/~filez/standards/Assess-Transmission-Future-Needs.html           
 
E-mail this form between May 5 and June 5, 2004 to: sarcomm@nerc.com with “Comments” in the 
subject line.  

If you have any questions about this Standards Draft Comment Form, please contact the Director of 
Standards – Gerry Cauley at 609-452-8060. 
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 Commenter Information (For Individual 
Commenters) 

Name:  Jim Useldinger  

Organization:  Kansas City Power & Light      

Industry Segment #:  1 

Telephone:   816-654-1212 

E-mail: jim.useldinger@kcpl.com 

STD Commenter Information (For Groups Submitting Group Comments) 

Name of Group:  Group Chair:              Chair Phone:                   
Chair Email:    

List of Group Participants that Support These Comments: 

Name Company Industry Segment # 

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

 

Key to Industry Segment #’s: 

1 – Trans. Owners 
2 – RTO’s, ISO’s, RRC’s 
3 – LSE’s 
4 – TDU’s 
5 - Generators 
6 - Brokers, Aggregators, and Marketers 
7 - Large Electricity End Users 
8 - Small Electricity Users 
9 - Federal, State, and Provincial 

Regulatory or other Govt. Entities 



Comment Form for Version 2 of “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR (2nd Posting) 
 

 Page 3 of 5 April 1, 2004 

Please Review Version 2 of the SAR and Answer the Following Questions 
Insert a “check’ mark in the appropriate boxes by double-clicking the gray areas. 

1. Some members of the SAR drafting team believe that certain Category C events, as defined in 
Table 1 of existing Planning Standard I.A, are much less likely to occur than other events in 
Category C.  It is felt that certain specific Cat. C events could be re-classified as Cat. D upon 
showing a low probability of occurrence (and low consequence) of these events. 
 
(a).  Do you believe that the events in Categories B, C & D are classified correctly? 

 Yes  

 No  

 Comments: 

 
 

(b).  If your answer to (a) is No, how would you re-classify the events?  If you have data to support 
your answer, please provide contact information for the individual responsible for the data. 
 
 
 
(c)  Which of the following approaches do you favor regarding Table 1 of existing Planning 
Standard I.A?: 
 

   Keep the same categories as now exist and re-classify the low probability (and low 
consequence) events as Category D events. 
 
Please explain your choice: 
 
 

 Create a new category between C and D with performance characteristics between that of the 
present Categories C and D. 

Please explain your choice 

 

 Keep the same categories as now exist, but allow for “good cause exceptions” upon a showing 
of low probability of occurrence (and low consequence) of specific Category C events. 

Please explain your choice:  KCP&L supports the recommendation that the Standard should allow 
for the development and use of probabilistic planning methods in reliability assessment. 

 

   Comments:  KCP&L does not support any reclassification of the existing Category’s.  The 
probability of occurrence of some contingencies may, in actuality, be very low.  However, this 
should not diminish the importance of their assessment in the Category that they are currently 
found. 
 

2. Do you believe the standard should include requirements for reporting on the progress or status of 
implementing the plans developed in accordance with this standard? 

 Yes  

 No  
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 Comments:  

KCP&L supports a requirement for reporting the status of implementing the mitigation plans.  On a 
regional basis, mitigation plans should be reported by the Transmission Planner, as a minimum, 
on an annual basis through the regional model building process and assessed through the 
regional assessment studies performed by the Regional Reliability Coordinator.   
 

3. If your answer to question 2 is Yes, given that transmission plans change over time as modeling 
assumptions, systems and plans change, how would you propose accounting for changes in a 
Transmission Plan? 

 
Any out-of-cycle changes to the mitigation plan should be reported to the Reliability Coordinator 
and re-evaluated on an as-needed basis.  Coordinated planning between other regions and 
entities will be critical. 
 
 

4. Existing Planning Standard I.A requires:  “The systems must be capable of meeting Category C 
requirements while accommodating the planned (including maintenance) outage of any bulk 
electric equipment (including protection systems or their components) at those demand levels for 
which planned (including maintenance) outages are performed”. 
 
The SAR drafting team believes that it is impractical to exhaustively test for every contingency 
described in each category plus every conceivable planned outage.  Should the requirement to 
consider planned outages in addition to each Category A through D contingency remain part of 
this planning standard? 

 Yes (consider planned outages in all Categories A through D). 

 Yes (consider planned outages in some Categories only). 

Please specify which Categories: 

 No  

 Comments: 

Planned outages are typically short-term (less than 1 year) and should be considered in the 
operating horizon.  A planned outage is typically allowed during system load conditions when they 
will have minimal impact on the system.   

KCP&L would prefer to clarify the existing Category B contingency that states “Loss of an element 
without a fault” be listed as the B5 contingency on the Table.  Then, in Category C under 
Contingency 3, the revised wording should read “3.  Category B (B1, B2, B3, B4, or B5) 
contingency, manual system adjustments, followed by another Category B (B1, B2, B3, B4, or B5) 
contingency.  This will allow for the first contingency to include a planned outage (B5 without a 
fault) as well as a contingency with one of the fault conditions described in B1, B2, B3, and B4. 

 

5. Are you aware of any Regional or Interconnection differences in the requirements for assessing 
and planning transmission systems in North America?  If so, please list and explain. 

 Comments: 

KCP&L is aware of neighboring regional council differences in classification of Category B and C 
contingencies between SPP and MAPP. 

 
6. Do you have any other comments on the SAR? 
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 Comments: 

 

In regards to developing accurate regional models, all known firm transmission service including 
rollover provisions for all firm transmission service should be included in the base case models. 
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Background: 
Version 1 of the “Assess Transmission Future Needs and Develop Transmission Plans” SAR was 
posted for a 30-day public comment period between April 2 and May 3, 2002.  This first version was an 
abbreviated SAR, which included an “Industry Need” statement and a brief description of the proposed 
standard, but did not include a detailed description.  The purpose of this first posting was to collect 
feedback from the industry on the following questions: 
 
• Is there a reliability-related need for an Organization Standard to be developed on this topic? 
 
If there is such a need, how should the scope of the SAR be changed? 
• The scope of the SAR is fine as is 
• The scope of the SAR should be expanded to include….. 
• The scope of the SAR should be reduced to eliminate…… 
 
In January 2004, the Standards Authorization Committee (SAC) appointed a Drafting Team (DT) to 
address industry answers and comments to the questions posed.  The DT was also charged with refining 
the SAR and drafting a detailed description of the proposed standard in preparation for the 2nd posting of 
the SAR. 
 
Most of the industry respondents indicated that there is indeed a reliability-related need to develop a 
standard to address transmission assessment and planning issues.  Comments were received from many 
different sources, including individuals, small and large utilities, groups of utilities, and Regional Councils.  
The SAR DT considered the comments submitted by each industry participant, and revised the SAR to 
conform to the changes that were technically sound and appeared to represent a consensus of 
participants. 
 
The revised SAR (Version 2) is posted on the NERC web site given in the blue box at the top of this form.  
Also posted is a Consideration of Comments document, in which the DT has responded to the original 
industry comments from 2002.  You can find Version 1 of the SAR and industry comments on this version 
at the same web location. 
 
Please review Version 2 of the SAR and complete this Comment Form to let the SAR DT know if 
you agree or disagree with the SAR DT’s assessment that this SAR is ready to be developed into a 
Standard. 
 

Note – This form is to comment on Version 2 of the “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR. 
 
The latest version of this SAR (TRNS_NDS_&_PLNS_01_02) is posted on the Standards web site at:  
http://www.nerc.com/~filez/standards/Assess-Transmission-Future-Needs.html           
 
E-mail this form between May 5 and June 5, 2004 to: sarcomm@nerc.com with “Comments” in the 
subject line.  

If you have any questions about this Standards Draft Comment Form, please contact the Director of 
Standards – Gerry Cauley at 609-452-8060. 
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 Commenter Information (For Individual 
Commenters) 

Name: Donald D. Taylor, PE, NSPE  

Organization: Westar Energy, Inc.     

Industry Segment #: 1 

Telephone: 785-575-6430 

E-mail: Don_Taylor@wr.com 

STD Commenter Information (For Groups Submitting Group Comments) 

Name of Group:  Group Chair:              Chair Phone:                   
Chair Email:    

List of Group Participants that Support These Comments: 

Name Company Industry Segment # 

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

 

Key to Industry Segment #’s: 

1 – Trans. Owners 
2 – RTO’s, ISO’s, RRC’s 
3 – LSE’s 
4 – TDU’s 
5 - Generators 
6 - Brokers, Aggregators, and Marketers 
7 - Large Electricity End Users 
8 - Small Electricity Users 
9 - Federal, State, and Provincial 

Regulatory or other Govt. Entities 
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Please Review Version 2 of the SAR and Answer the Following Questions 
Insert a “check’ mark in the appropriate boxes by double-clicking the gray areas. 

1. Some members of the SAR drafting team believe that certain Category C events, as defined in 
Table 1 of existing Planning Standard I.A, are much less likely to occur than other events in 
Category C.  It is felt that certain specific Cat. C events could be re-classified as Cat. D upon 
showing a low probability of occurrence (and low consequence) of these events. 
 
(a).  Do you believe that the events in Categories B, C & D are classified correctly? 

 Yes  

 No  

 Comments: “Loss of single component without a fault” should become Category B5 and be 
included in the listing of items in category C3. 
 

(b).  If your answer to (a) is No, how would you re-classify the events?  If you have data to support 
your answer, please provide contact information for the individual responsible for the data. 
 
 
 
(c)  Which of the following approaches do you favor regarding Table 1 of existing Planning 
Standard I.A?: 
 

   Keep the same categories as now exist and re-classify the low probability (and low 
consequence) events as Category D events. 
 
Please explain your choice: 
 
 

 Create a new category between C and D with performance characteristics between that of the 
present Categories C and D. 

Please explain your choice 

 

 Keep the same categories as now exist, but allow for “good cause exceptions” upon a showing 
of low probability of occurrence (and low consequence) of specific Category C events. 

Please explain your choice: Once an analysis has been performed, a subsequent “assessment” 
can easily dismiss low consequence events.  However, low probability with high consequence 
should not be granted an exception.  The initial premise of the Planning Standards did not 
contemplate probabilistic or Monte Carlo analysis. 

   Comments: “Good Cause Exception” must be carefully defined before entities are allowed to 
shield high consequence events regardless of probability of occurence. 
 

2. Do you believe the standard should include requirements for reporting on the progress or status of 
implementing the plans developed in accordance with this standard? 

 Yes  

 No  
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 Comments: Having a “plan” that is not implemented is of no value. 
 

3. If your answer to question 2 is Yes, given that transmission plans change over time as modeling 
assumptions, systems and plans change, how would you propose accounting for changes in a 
Transmission Plan? 
 
In the annual process to update power flow models, there are necessarily changes to the load 
forecast, use of the interconnected network, and financial constraints which must be taken into 
account.  Reporting to the Regional Reliability Organization should include a discussion of 
substantive changes and reasons behind them.  There should not be a judgment made by the 
RRO that the explanation is “adequate” so long as the explanation is made.  The changes are 
critical information that must be taken into account when evaluating transmission service requests.  
Reporting should not be more frequent than the model-building cycle. 
 
 
Existing Planning Standard I.A requires:  “The systems must be capable of meeting Category C 
requirements while accommodating the planned (including maintenance) outage of any bulk 
electric equipment (including protection systems or their components) at those demand levels for 
which planned (including maintenance) outages are performed”. 
 
The SAR drafting team believes that it is impractical to exhaustively test for every contingency 
described in each category plus every conceivable planned outage.  Should the requirement to 
consider planned outages in addition to each Category A through D contingency remain part of 
this planning standard? 

 Yes (consider planned outages in all Categories A through D). 

 Yes (consider planned outages in some Categories only). 

Please specify which Categories: Categories A through C. 

 No  

 Comments: The notion of including maintenance outages is to ensure that system restorations 
correctly evaluate single elements that would be removed in groups under a breaker-to-breaker 
outage analysis.  The intent should not be to have any single element out for maintenance AND 
withstand the next contingency and should be stated as such. 

 

4. Are you aware of any Regional or Interconnection differences in the requirements for assessing 
and planning transmission systems in North America?  If so, please list and explain. 

 Comments: Yes.  MAPP categorizes some contingencies differently. 

 
5. Do you have any other comments on the SAR? 

 Comments: How will this SAR integrate with the Version 0 Standards? 
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Background: 
Version 1 of the “Assess Transmission Future Needs and Develop Transmission Plans” SAR was 
posted for a 30-day public comment period between April 2 and May 3, 2002.  This first version was an 
abbreviated SAR, which included an “Industry Need” statement and a brief description of the proposed 
standard, but did not include a detailed description.  The purpose of this first posting was to collect 
feedback from the industry on the following questions: 
 
• Is there a reliability-related need for an Organization Standard to be developed on this topic? 
 
If there is such a need, how should the scope of the SAR be changed? 
• The scope of the SAR is fine as is 
• The scope of the SAR should be expanded to include….. 
• The scope of the SAR should be reduced to eliminate…… 
 
In January 2004, the Standards Authorization Committee (SAC) appointed a Drafting Team (DT) to 
address industry answers and comments to the questions posed.  The DT was also charged with refining 
the SAR and drafting a detailed description of the proposed standard in preparation for the 2nd posting of 
the SAR. 
 
Most of the industry respondents indicated that there is indeed a reliability-related need to develop a 
standard to address transmission assessment and planning issues.  Comments were received from many 
different sources, including individuals, small and large utilities, groups of utilities, and Regional Councils.  
The SAR DT considered the comments submitted by each industry participant, and revised the SAR to 
conform to the changes that were technically sound and appeared to represent a consensus of 
participants. 
 
The revised SAR (Version 2) is posted on the NERC web site given in the blue box at the top of this form.  
Also posted is a Consideration of Comments document, in which the DT has responded to the original 
industry comments from 2002.  You can find Version 1 of the SAR and industry comments on this version 
at the same web location. 
 
Please review Version 2 of the SAR and complete this Comment Form to let the SAR DT know if 
you agree or disagree with the SAR DT’s assessment that this SAR is ready to be developed into a 
Standard. 
 

Note – This form is to comment on Version 2 of the “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR. 
 
The latest version of this SAR (TRNS_NDS_&_PLNS_01_02) is posted on the Standards web site at:  
http://www.nerc.com/~filez/standards/Assess-Transmission-Future-Needs.html           
 
E-mail this form between May 5 and June 5, 2004 to: sarcomm@nerc.com with “Comments” in the 
subject line.  

If you have any questions about this Standards Draft Comment Form, please contact the Director of 
Standards – Gerry Cauley at 609-452-8060. 
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 Commenter Information (For Individual 
Commenters) 

Name: Ed Davis 

Organization:     Entergy Services, Inc 

Industry Segment #:  1 – Trans. Owner 

Telephone:   504-310-5884 

E-mail:    edavis@entergy.com 

STD Commenter Information (For Groups Submitting Group Comments) 

Name of Group:  Group Chair:              Chair Phone:                   
Chair Email:    

List of Group Participants that Support These Comments: 

Name Company Industry Segment # 

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

 

Key to Industry Segment #’s: 

1 – Trans. Owners 
2 – RTO’s, ISO’s, RRC’s 
3 – LSE’s 
4 – TDU’s 
5 - Generators 
6 - Brokers, Aggregators, and Marketers 
7 - Large Electricity End Users 
8 - Small Electricity Users 
9 - Federal, State, and Provincial 

Regulatory or other Govt. Entities 
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Please Review Version 2 of the SAR and Answer the Following Questions 
Insert a “check’ mark in the appropriate boxes by double-clicking the gray areas. 

1. Some members of the SAR drafting team believe that certain Category C events, as defined in 
Table 1 of existing Planning Standard I.A, are much less likely to occur than other events in 
Category C.  It is felt that certain specific Cat. C events could be re-classified as Cat. D upon 
showing a low probability of occurrence (and low consequence) of these events. 
 
(a).  Do you believe that the events in Categories B, C & D are classified correctly? 

 Yes  

 No  

 Comments: 

 

- Entergy believes that Category C events are more likely to occur than Category 
D events and should require higher performance expectations. 
 

 
 

(b).  If your answer to (a) is No, how would you re-classify the events?  If you have data to support 
your answer, please provide contact information for the individual responsible for the data. 
 
 
 
 
(c)  Which of the following approaches do you favor regarding Table 1 of existing Planning 
Standard I.A?: 
 

   Keep the same categories as now exist and re-classify the low probability (and low 
consequence) events as Category D events. 
 
Please explain your choice: 
 
 

 Create a new category between C and D with performance characteristics between that of the 
present Categories C and D. 

Please explain your choice 

 

 Keep the same categories as now exist, but allow for “good cause exceptions” upon a showing 
of low probability of occurrence (and low consequence) of specific Category C events. 

Please explain your choice: 

 

   Comments: 

 

- Entergy agrees that low consequence Category C events should be 
considered compliant. However, as we interpret Table I, a Category C 
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event that results in low consequences (e.g. no cascading) is already 
considered compliant since entities can drop load or curtail firm transfers 
to return to applicable thermal or voltage ratings. 
 

 

 

 
 

2. Do you believe the standard should include requirements for reporting on the progress or status of 
implementing the plans developed in accordance with this standard? 

 Yes  

 No  

 Comments:  
 

3. If your answer to question 2 is Yes, given that transmission plans change over time as modeling 
assumptions, systems and plans change, how would you propose accounting for changes in a 
Transmission Plan? 
 

 
 
 
 
 
 
 
 

4. Existing Planning Standard I.A requires:  “The systems must be capable of meeting Category C 
requirements while accommodating the planned (including maintenance) outage of any bulk 
electric equipment (including protection systems or their components) at those demand levels for 
which planned (including maintenance) outages are performed”. 
 
The SAR drafting team believes that it is impractical to exhaustively test for every contingency 
described in each category plus every conceivable planned outage.  Should the requirement to 
consider planned outages in addition to each Category A through D contingency remain part of 
this planning standard? 

 Yes (consider planned outages in all Categories A through D). 

 Yes (consider planned outages in some Categories only). 

Please specify which Categories: 

 No  

 Comments:  

 

- It is not necessary to include planned maintenance outages in addition to 
Category A (no contingencies) because Category A plus planned outages equals 
Category B (single contingency). Therefore inclusion of maintenance outages in 
Category A is superfluous. The current standards do not require planned outages 
with Category A for that very reason. 
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Maintenance outages should be considered for only Category B and C 
contingencies. 

Category D recognizes that cascading will occur in conjunction with the 
contingencies, so adding on more planned outages seems unnecessary, 
especially since Category D outages are very low probability events. 

 

 
 

5. Are you aware of any Regional or Interconnection differences in the requirements for assessing 
and planning transmission systems in North America?  If so, please list and explain. 

 Comments: 

 
6. Do you have any other comments on the SAR? 

 Comments: 

 

- Entergy agrees the standard should not address resource planning. However, 
the standard should include requirements for the LSEs to provide forecast 
resource data required to develop power flow models. Accordingly, this standard 
should also apply to LSEs. 

 

- In addition, the standard should require the Transmission Planner to document 
and describe the methodology used to plan the transmission system around the 
generation dispatch assumptions used by the Transmission Planner to meet the 
LSE load when and if the LSE provided resources do not equal the LSE provided 
load. 
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Background: 
Version 1 of the “Assess Transmission Future Needs and Develop Transmission Plans” SAR was 
posted for a 30-day public comment period between April 2 and May 3, 2002.  This first version was an 
abbreviated SAR, which included an “Industry Need” statement and a brief description of the proposed 
standard, but did not include a detailed description.  The purpose of this first posting was to collect 
feedback from the industry on the following questions: 
 
• Is there a reliability-related need for an Organization Standard to be developed on this topic? 
 
If there is such a need, how should the scope of the SAR be changed? 
• The scope of the SAR is fine as is 
• The scope of the SAR should be expanded to include….. 
• The scope of the SAR should be reduced to eliminate…… 
 
In January 2004, the Standards Authorization Committee (SAC) appointed a Drafting Team (DT) to 
address industry answers and comments to the questions posed.  The DT was also charged with refining 
the SAR and drafting a detailed description of the proposed standard in preparation for the 2nd posting of 
the SAR. 
 
Most of the industry respondents indicated that there is indeed a reliability-related need to develop a 
standard to address transmission assessment and planning issues.  Comments were received from many 
different sources, including individuals, small and large utilities, groups of utilities, and Regional Councils.  
The SAR DT considered the comments submitted by each industry participant, and revised the SAR to 
conform to the changes that were technically sound and appeared to represent a consensus of 
participants. 
 
The revised SAR (Version 2) is posted on the NERC web site given in the blue box at the top of this form.  
Also posted is a Consideration of Comments document, in which the DT has responded to the original 
industry comments from 2002.  You can find Version 1 of the SAR and industry comments on this version 
at the same web location. 
 
Please review Version 2 of the SAR and complete this Comment Form to let the SAR DT know if 
you agree or disagree with the SAR DT’s assessment that this SAR is ready to be developed into a 
Standard. 
 

Note – This form is to comment on Version 2 of the “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR. 
 
The latest version of this SAR (TRNS_NDS_&_PLNS_01_02) is posted on the Standards web site at:  
http://www.nerc.com/~filez/standards/Assess-Transmission-Future-Needs.html           
 
E-mail this form between May 5 and June 5, 2004 to: sarcomm@nerc.com with “Comments” in the 
subject line.  

If you have any questions about this Standards Draft Comment Form, please contact the Director of 
Standards – Gerry Cauley at 609-452-8060. 
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 Commenter Information (For Individual 
Commenters) 

Name: K. Bachor, Dir. of Transmission Services 

            S. Wallace, Dir. of System Operations 

Organization: Seminole Electric Cooperative 

Industry Segment #: 4 

Telephone: (813) 963-0994 

E-mail:  

STD Commenter Information (For Groups Submitting Group Comments) 

Name of Group:  Group Chair:              Chair Phone:                   
Chair Email:    

List of Group Participants that Support These Comments: 

Name Company Industry Segment # 
   

   

   

   

   

   

   

   

   

   

   

   

   

   

   
   

   

 

Key to Industry Segment #’s: 

1 – Trans. Owners 
2 – RTO’s, ISO’s, RRC’s 
3 – LSE’s 
4 – TDU’s 
5 - Generators 
6 - Brokers, Aggregators, and Marketers 
7 - Large Electricity End Users 
8 - Small Electricity Users 
9 - Federal, State, and Provincial 

Regulatory or other Govt. Entities 
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Please Review Version 2 of the SAR and Answer the Following Questions 
Insert a “check’ mark in the appropriate boxes by double-clicking the gray areas. 

1. Some members of the SAR drafting team believe that certain Category C events, as defined in 
Table 1 of existing Planning Standard I.A, are much less likely to occur than other events in 
Category C.  It is felt that certain specific Cat. C events could be re-classified as Cat. D upon 
showing a low probability of occurrence (and low consequence) of these events. 
 
(a).  Do you believe that the events in Categories B, C & D are classified correctly? 

 Yes  

 No  

 Comments: 
 

(b).  If your answer to (a) is No, how would you re-classify the events?  If you have data to support 
your answer, please provide contact information for the individual responsible for the data. 
 
 
 
 
(c)  Which of the following approaches do you favor regarding Table 1 of existing Planning 
Standard I.A?: 
 

   Keep the same categories as now exist and re-classify the low probability (and low 
consequence) events as Category D events. 
 
Please explain your choice: 
 
 

 Create a new category between C and D with performance characteristics between that of the 
present Categories C and D. 

Please explain your choice 

 

 Keep the same categories as now exist, but allow for “good cause exceptions” upon a showing 
of low probability of occurrence (and low consequence) of specific Category C events. 

Please explain your choice: 

 

   Comments: 
 

2. Do you believe the standard should include requirements for reporting on the progress or status of 
implementing the plans developed in accordance with this standard? 

 Yes  

 No  

 Comments:  
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3. If your answer to question 2 is Yes, given that transmission plans change over time as modeling 
assumptions, systems and plans change, how would you propose accounting for changes in a 
Transmission Plan? 
 

 
 
 
 
 
 
 
 

4. Existing Planning Standard I.A requires:  “The systems must be capable of meeting Category C 
requirements while accommodating the planned (including maintenance) outage of any bulk 
electric equipment (including protection systems or their components) at those demand levels for 
which planned (including maintenance) outages are performed”. 
 
The SAR drafting team believes that it is impractical to exhaustively test for every contingency 
described in each category plus every conceivable planned outage.  Should the requirement to 
consider planned outages in addition to each Category A through D contingency remain part of 
this planning standard? 

 Yes (consider planned outages in all Categories A through D). 

 Yes (consider planned outages in some Categories only). 

Please specify which Categories: 

 No  

 Comments:  
 

5. Are you aware of any Regional or Interconnection differences in the requirements for assessing 
and planning transmission systems in North America?  If so, please list and explain. 

X Comments:  

In Florida, with the state requirements for the siting of facilities, the planning horizon should be 
adjusted from 5 YRS to 8 YRS. The 5 YR horizon is too short for some major transmission line 
projects and/or studies of transmission interconnections/upgrades for base load central station 
generating facilities. 
 

6. Do you have any other comments on the SAR? 

X Comments: 
 

• SAR Paragraph 6: “ … the Standard shall require that system models be developed, 
maintained …” 
it is recommended that these models be “region-wide” system models that are developed 
utilizing a documented, consistent, region-wide criteria 

• SAR Paragraph 10: “ … a representative sample covering critical operating conditions …" 
It is recommended that this standard include specific requirements; such as, at what load 
levels and how many different load levels is intended by this part of the SAR. A 
suggestion would be 100% and 80%, and perhaps the 60% load level. 

• SAR Paragraph 11 Bullet 4: Many grid operations difficulties occur when a line is 
scheduled out for maintenance.  If this SAR is going to address required N-2 planning 
assessments, then it must be clear and specific regarding the conditions when N-2 
assessments are appropriate and the specific criteria for N-2 assessments. 
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Additional Comments: 

• The SAR should define specific planning voltage criteria for consistency between 
transmission owners/providers. Voltage Criteria should be specifically defined for normal 
condition and N-1 conditions and can be specified differently for: 

o Bulk power - non-load serving buses 
o Meshed/Looped - load serving buses 
o Radial - load serving buses 

• The SAR should require joint transmission planning - at a minimum, joint transmission 
planning should be required between transmission service providers and their network service 
customers. 
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Background: 
Version 1 of the “Assess Transmission Future Needs and Develop Transmission Plans” SAR was 
posted for a 30-day public comment period between April 2 and May 3, 2002.  This first version was an 
abbreviated SAR, which included an “Industry Need” statement and a brief description of the proposed 
standard, but did not include a detailed description.  The purpose of this first posting was to collect 
feedback from the industry on the following questions: 
 
• Is there a reliability-related need for an Organization Standard to be developed on this topic? 
 
If there is such a need, how should the scope of the SAR be changed? 
• The scope of the SAR is fine as is 
• The scope of the SAR should be expanded to include….. 
• The scope of the SAR should be reduced to eliminate…… 
 
In January 2004, the Standards Authorization Committee (SAC) appointed a Drafting Team (DT) to 
address industry answers and comments to the questions posed.  The DT was also charged with refining 
the SAR and drafting a detailed description of the proposed standard in preparation for the 2nd posting of 
the SAR. 
 
Most of the industry respondents indicated that there is indeed a reliability-related need to develop a 
standard to address transmission assessment and planning issues.  Comments were received from many 
different sources, including individuals, small and large utilities, groups of utilities, and Regional Councils.  
The SAR DT considered the comments submitted by each industry participant, and revised the SAR to 
conform to the changes that were technically sound and appeared to represent a consensus of 
participants. 
 
The revised SAR (Version 2) is posted on the NERC web site given in the blue box at the top of this form.  
Also posted is a Consideration of Comments document, in which the DT has responded to the original 
industry comments from 2002.  You can find Version 1 of the SAR and industry comments on this version 
at the same web location. 
 
Please review Version 2 of the SAR and complete this Comment Form to let the SAR DT know if 
you agree or disagree with the SAR DT’s assessment that this SAR is ready to be developed into a 
Standard. 
 

Note – This form is to comment on Version 2 of the “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR. 
 
The latest version of this SAR (TRNS_NDS_&_PLNS_01_02) is posted on the Standards web site at:  
http://www.nerc.com/~filez/standards/Assess-Transmission-Future-Needs.html           
 
E-mail this form between May 1 and May 31, 2004 to: sarcomm@nerc.com with “Comments” in the 
subject line.  

If you have any questions about this Standards Draft Comment Form, please contact the Director of 
Standards – Gerry Cauley at 609-452-8060. 
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 Commenter Information (For Individual 
Commenters) 

Name: Alan Adamson  

Organization: New York State Reliability 
Council     

Industry Segment # 2 

Telephone: (518) 355-1937 

E-mail: aadamson@nycap.rr.com 

STD Commenter Information (For Groups Submitting Group Comments) 

Name of Group:  Group Chair:              Chair Phone:                   
Chair Email:    

List of Group Participants that Support These Comments: 

Name Company Industry Segment # 

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

 

Key to Industry Segment #’s: 

1 – Trans. Owners 
2 – RTO’s, ISO’s, RRC’s 
3 – LSE’s 
4 – TDU’s 
5 - Generators 
6 - Brokers, Aggregators, and Marketers 
7 - Large Electricity End Users 
8 - Small Electricity Users 
9 - Federal, State, and Provincial 

Regulatory or other Govt. Entities 
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Please Review Version 2 of the SAR and Answer the Following Questions 
 

General Comment: It is the New York State Reliability Council’s (NYSRC) position that 
NERC should not weaken existing criteria, including the NERC Planning Standards 
listed in the SAR as the starting point to be used in drafting a new standard. Therefore, 
with the advent of the Version 0 standards, we believe that there is no longer a need 
for this SAR. The comments in the “Consideration of Industry Comments” paper 
indicate that comments received in 2002 on SAR Version 1 were in favor of a standard 
on transmission assessment and planning, which was the SAR DT’s reason for 
preparing this SAR. However, the Version 0 standards development process will now 
provide a transmission planning standard, without requiring the preparation of this 
new SAR. The comments below support our position that the existing Planning 
Standards should not be weakened. 
Insert a “check’ mark in the appropriate boxes by double-clicking the gray areas. 

1. Some members of the SAR drafting team believe that certain Category C events, as defined in 
Table 1 of existing Planning Standard I.A, are much less likely to occur than other events in 
Category C.  It is felt that certain specific Cat. C events could be re-classified as Cat. D upon 
showing a low probability of occurrence (and low consequence) of these events. 
 
(a).  Do you believe that the events in Categories B, C & D are classified correctly? 

 Yes  

 No  

 Comments: 
 

(b).   If your answer to (a) is No, how would you re-classify the events?  If you have data to 
support your answer, please provide contact information for the individual responsible for the data. 
 
 
(c)  Which of the following approaches do you favor regarding Table 1 of existing Planning 
Standard I.A?: 
 

   Keep the same categories as now exist and re-classify the low probability (and low 
consequence) events as Category D events. 
 
Please explain your choice: 
 
 

 Create a new category between C and D with performance characteristics between that of the 
present Categories C and D. 

Please explain your choice 

 

 Keep the same categories as now exist, but allow for “good cause exceptions” upon a showing 
of low probability of occurrence (and low consequence) of specific Category C events. 

NYSRC Comment: In accordance with the NERC process for developing reliability standards, an 
entity may include a Regional Difference as part of the NERC standard if there is such a condition. 
Therefore, there is no need for the standard to include “good cause exceptions”. 
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Please explain your choice: 

   NYSRC Comments: Any of the above three choices would weaken the present NERC 
standards. Therefore, as answered in (a) above, there should be no changes to Categories B, C, and 
D as they now exist in the present Planning Standards.  
 

2. Do you believe the standard should include requirements for reporting on the progress or status of 
implementing the plans developed in accordance with this standard? 

 Yes  

 No  

 Comments:  
 

3. If your answer to question 2 is Yes, given that transmission plans change over time as modeling 
assumptions, systems and plans change, how would you propose accounting for changes in a 
Transmission Plan? 
 

       NYSRC Response: Updated transmission plans should be reported along with compliance  
       assessments as required. 

4. Existing Planning Standard I.A requires:  “The systems must be capable of meeting Category C 
requirements while accommodating the planned (including maintenance) outage of any bulk 
electric equipment (including protection systems or their components) at those demand levels for 
which planned (including maintenance) outages are performed”. 
 
The SAR drafting team believes that it is impractical to exhaustively test for every contingency 
described in each category plus every conceivable planned outage.  Should the requirement to 
consider planned outages in addition to each Category A through D contingency remain part of 
this planning standard? 

 Yes (consider planned outages in all Categories A through D). 

 Yes (consider planned outages in some Categories only). 

Please specify which Categories: 

 No  

 NYSRC Comment: Again, the existing standards should not be weakened. 
 

5. Are you aware of any Regional or Interconnection differences in the requirements for assessing 
and planning transmission systems in North America?  If so, please list and explain. 

 NYSRC Comments: It is the NYSRC’s position that (1) NERC specifies minimum standards, 
(2) a Region may establish more stringent standards for its members separate from the NERC 
standards, and (3) it is unnecessary to include these more stringent standards within the 
framework of the NERC standards. 

 
6. Do you have any other comments on the SAR? 

 NYSRC Comments: As stated above, it is the NYSRC’s position that there is no need to 
develop this SAR. However, despite this position, if the DT has sufficient support to go forward 
with a new standard, we have the following additional comments: 
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1. SAR-4: Third paragraph – insert “and plans” after “Assessments”. The last sentence is not 
needed. A Region or other entity may have more stringent requirements than NERC – 
therefore, such a statement is not needed. 

2. Fifth paragraph – define “applicable portion”. List the specific standards and measurements 
that are intended to be used as the starting point.  

3. Bottom of page - We agree that a transmission planning standard should not include 
Resource Planning requirements. However, the NYSRC strongly believes that NERC should 
develop a separate Resource Planning Standard.  

4. SAR-5: first bullet – replace “provide” with “consider”. 

5. Third bullet – Is the probabilistic method referred to here considered a replacement for the 
NERC Criteria or a supplement to NERC Criteria? NERC should not allow such a method as a 
substitute for NERC criteria. I am not aware that NERC has completed an analysis to evaluate 
and compare the level of reliability of probabilistic criteria with NERC criteria. Such an 
evaluation would be needed.  

6. Fifth bullet – This should be removed. This would be a weakening of the criteria. 

7. The relationship with the Version 0 standards should recognized in the SAR, including the 
mechanism of how this “Version 1” standard would replace Version 0. 
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Background: 
Version 1 of the “Assess Transmission Future Needs and Develop Transmission Plans” SAR was 
posted for a 30-day public comment period between April 2 and May 3, 2002.  This first version was an 
abbreviated SAR, which included an “Industry Need” statement and a brief description of the proposed 
standard, but did not include a detailed description.  The purpose of this first posting was to collect 
feedback from the industry on the following questions: 
 
• Is there a reliability-related need for an Organization Standard to be developed on this topic? 
 
If there is such a need, how should the scope of the SAR be changed? 
• The scope of the SAR is fine as is 
• The scope of the SAR should be expanded to include….. 
• The scope of the SAR should be reduced to eliminate…… 
 
In January 2004, the Standards Authorization Committee (SAC) appointed a Drafting Team (DT) to 
address industry answers and comments to the questions posed.  The DT was also charged with refining 
the SAR and drafting a detailed description of the proposed standard in preparation for the 2nd posting of 
the SAR. 
 
Most of the industry respondents indicated that there is indeed a reliability-related need to develop a 
standard to address transmission assessment and planning issues.  Comments were received from many 
different sources, including individuals, small and large utilities, groups of utilities, and Regional Councils.  
The SAR DT considered the comments submitted by each industry participant, and revised the SAR to 
conform to the changes that were technically sound and appeared to represent a consensus of 
participants. 
 
The revised SAR (Version 2) is posted on the NERC web site given in the blue box at the top of this form.  
Also posted is a Consideration of Comments document, in which the DT has responded to the original 
industry comments from 2002.  You can find Version 1 of the SAR and industry comments on this version 
at the same web location. 
 
Please review Version 2 of the SAR and complete this Comment Form to let the SAR DT know if 
you agree or disagree with the SAR DT’s assessment that this SAR is ready to be developed into a 
Standard. 
 

Note – This form is to comment on Version 2 of the “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR. 
 
The latest version of this SAR (TRNS_NDS_&_PLNS_01_02) is posted on the Standards web site at:  
http://www.nerc.com/~filez/standards/Assess-Transmission-Future-Needs.html           
 
E-mail this form between May 5 and June 5, 2004 to: sarcomm@nerc.com with “Comments” in the 
subject line.  

If you have any questions about this Standards Draft Comment Form, please contact the Director of 
Standards – Gerry Cauley at 609-452-8060. 
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 Commenter Information (For Individual 
Commenters) 

Name:  

Organization:      

Industry Segment #: 

Telephone:  

E-mail:  

Key to Industry Segment #’s: 

1 – Trans. Owners 
2 – RTO’s, ISO’s, RRC’s 
3 – LSE’s 
4 – TDU’s 
5 - Generators 
6 - Brokers, Aggregators, and Marketers 
7 - Large Electricity End Users 
8 - Small Electricity Users 
9 - Federal, State, and Provincial 

Regulatory or other Govt. Entities 
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STD Commenter Information (For Groups Submitting Group Comments) 

Name of Group:   NPCC,  
CP9 Reliability Standards Working 
Group 

Group Chair: Guy Zito 
Chair Phone:212-840-1047                                
Chair Email:  gzito@npcc.org  

List of Group Participants that Support These Comments: 

Name Company Industry Segment # 

Roger Champagne TransEnergie (Quebec) 1 

Ralph Rufrano New York Power Authority 1 

David Kiguel Hydro One Netwoks (Ontario) 1 

David Little Nova Scotia Power 1 

Kathleen Goodman ISO New England 2 

Dan Stosick ISO New England 2 

Peter Lebro  US National Grid 1 

James Pratico New York ISO 2 

Larry Eng Niagara Mohawk 1 

Khaqan Khan  The Independent Electricity 
Market Operator IMO, Ontario 

2 

Alan Adamson New York State Reliability 
Council 

2 

Guy Zito, John Mosier, Brian 
Hogue (Staff) 

Northeast Power 
Coordinating Council 

2 

   

   

   

   

   

 
Please Review Version 2 of the SAR and Answer the Following Questions 
Insert a “check’ mark in the appropriate boxes by double-clicking the gray areas. 

General Comment: It is the opinion of the Northeast Power Coordinating Council’s 
CP9 working group participating members that the existing NERC criteria should not 
be weakened, including the NERC Planning Standards listed in the SAR as the starting 
point to be used in drafting a new standard. The comments below support our position 
that the existing Planning Standards should not be weakened. 

1. Some members of the SAR drafting team believe that certain Category C events, as defined in 
Table 1 of existing Planning Standard I.A, are much less likely to occur than other events in 
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Category C.  It is felt that certain specific Cat. C events could be re-classified as Cat. D upon 
showing a low probability of occurrence (and low consequence) of these events. 

 
 
(a).  Do you believe that the events in Categories B, C & D are classified correctly? 

 Yes  

 No  

 Comments: 
 

(b).  If your answer to (a) is No, how would you re-classify the events?  If you have data to support 
your answer, please provide contact information for the individual responsible for the data. 
 
 
 
 
(c)  Which of the following approaches do you favor regarding Table 1 of existing Planning 
Standard I.A?: 
 

   Keep the same categories as now exist and re-classify the low probability (and low 
consequence) events as Category D events. 
 
Please explain your choice: 
 
 

 Create a new category between C and D with performance characteristics between that of the 
present Categories C and D. 

Please explain your choice 

 

 Keep the same categories as now exist, but allow for “good cause exceptions” upon a showing 
of low probability of occurrence (and low consequence) of specific Category C events. 

Please explain your choice: 

 

   Comments: 

NPCC believes that the relationship between the concept of the Version 0 Standards and all the 
developing Version 1 Standards needs to be consistent.  The reliability attributes of the Version 0 
standards must be “carried through and into” the Version 1 Standards and there needs to be 
coordination to ensure this occurs. 
 

NPCC suggests leaving the categories as listed.  Choice of any of the above would result in a 
weakened standard.  We suggest no changes be made to Categories B, C, and D as they presently 
exist in the Planning Standards 

 

2. Do you believe the standard should include requirements for reporting on the progress or status of 
implementing the plans developed in accordance with this standard? 

 Yes  
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 No  

 Comments:  
 

3. If your answer to question 2 is Yes, given that transmission plans change over time as modeling 
assumptions, systems and plans change, how would you propose accounting for changes in a 
Transmission Plan? 

 

In the northeast, the NPCC Annual Transmission Reviews address this and in addition NPCC keeps a 
“Major Projects List” to “track” BPS additions and modifications and includes transmission, generation 
and other major equipment identified as a BPS element. 

 
NPCC suggests that the resultant NERC standard not be overly prescriptive in requirements for 
reporting progress/status on the standard and flexibility be afforded to allow various documentation 
and processes already in place to achieve compliance, and also we suggest it be done annually.  
 
 
 
 

4. Existing Planning Standard I.A requires:  “The systems must be capable of meeting Category C 
requirements while accommodating the planned (including maintenance) outage of any bulk 
electric equipment (including protection systems or their components) at those demand levels for 
which planned (including maintenance) outages are performed”. 
 
The SAR drafting team believes that it is impractical to exhaustively test for every contingency 
described in each category plus every conceivable planned outage.  Should the requirement to 
consider planned outages in addition to each Category A through D contingency remain part of 
this planning standard? 

 Yes (consider planned outages in all Categories A through D). 

 Yes (consider planned outages in some Categories only). 

Please specify which Categories: 

 No  

 Comments:   We reiterate that the existing standards should not be weakened and request that 
the SAR be clarified to remove ambiguity regarding what is meant by “considering” a planned 
outage.  Planned outages at present are considered however this is deemed an Operational 
Planning issue and is conducted so as to set Operational Limits for those conditions on a pre-
contingency basis to allow for N-1 conditions.  

This particular SAR will ultimately result in a “planning” Reliability Standard.  The wording, as it 
has been phrased, infers that the system must be planned, designed and built to N-2 standards 
(i.e. a line out for maintenance on top of a circuit element outage).  Treatment of planned outages 
should be considered to some extent and NPCC suggests the drafting team receive direction from 
the SAC regarding planned outages.  NPCC suggests that planned outages should be considered 
only in categories in A through C. 
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5. Are you aware of any Regional or Interconnection differences in the requirements for assessing 
and planning transmission systems in North America?  If so, please list and explain. 

 Comments: 

 
6. Do you have any other comments on the SAR? 

 Comments: 

NPCC also would like to submit its definition of Bulk Power System, as follows, and would like it to 
be considered as a “building block” for the NERC BES definition. 

− Bulk Power System-BPS-(or BES in NERC documents) — The interconnected electrical 
systems within northeastern North America comprising generation and transmission 
facilities on which faults or disturbances can have a significant adverse impact outside of 
the local area.  In this context, local areas are determined by the Council members. 

− NPCC suggests that any discussion and resultant determination of a definition for Cascading 
Outage be fully coordinated with the STDs 200 and 600.  NPCC had submitted a suggested 
definition for the last posting of STD 200; 

Cascading Outage- “The uncontrolled successive loss of Bulk Electric System 
elements that propagate beyond a defined area (Balancing Area’s) boundaries.” 

 
Also NPCC recognizes that Resource Planning is not covered in the proposed Standard because it is 
considered as being handled by market mechanisms that are/will be in place or perhaps addressed in 
a separate standard. Therefore, NPCC assumes that the generation and load information required to 
perform the planning studies are provided as described in section II.A of the existing Planning 
Standards. If not, sections II.B, II.E and III of the existing Planning Standards should also be used as 
the starting point in drafting of the reliability requirements. 

− NPCC is not in favor of removing references to “Applicable Ratings” as is suggested on SAR-5 
fifth bullet. Despite the fact that the performance requirement would be “No Cascading Outages 
are Allowed”, the “Applicable Ratings” should always be respected.   
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Background: 
Version 1 of the “Assess Transmission Future Needs and Develop Transmission Plans” SAR was 
posted for a 30-day public comment period between April 2 and May 3, 2002.  This first version was an 
abbreviated SAR, which included an “Industry Need” statement and a brief description of the proposed 
standard, but did not include a detailed description.  The purpose of this first posting was to collect 
feedback from the industry on the following questions: 
 
• Is there a reliability-related need for an Organization Standard to be developed on this topic? 
 
If there is such a need, how should the scope of the SAR be changed? 
• The scope of the SAR is fine as is 
• The scope of the SAR should be expanded to include….. 
• The scope of the SAR should be reduced to eliminate…… 
 
In January 2004, the Standards Authorization Committee (SAC) appointed a Drafting Team (DT) to 
address industry answers and comments to the questions posed.  The DT was also charged with refining 
the SAR and drafting a detailed description of the proposed standard in preparation for the 2nd posting of 
the SAR. 
 
Most of the industry respondents indicated that there is indeed a reliability-related need to develop a 
standard to address transmission assessment and planning issues.  Comments were received from many 
different sources, including individuals, small and large utilities, groups of utilities, and Regional Councils.  
The SAR DT considered the comments submitted by each industry participant, and revised the SAR to 
conform to the changes that were technically sound and appeared to represent a consensus of 
participants. 
 
The revised SAR (Version 2) is posted on the NERC web site given in the blue box at the top of this form.  
Also posted is a Consideration of Comments document, in which the DT has responded to the original 
industry comments from 2002.  You can find Version 1 of the SAR and industry comments on this version 
at the same web location. 
 
Please review Version 2 of the SAR and complete this Comment Form to let the SAR DT know if 
you agree or disagree with the SAR DT’s assessment that this SAR is ready to be developed into a 
Standard. 
 

Note – This form is to comment on Version 2 of the “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR. 
 
The latest version of this SAR (TRNS_NDS_&_PLNS_01_02) is posted on the Standards web site at:  
http://www.nerc.com/~filez/standards/Assess-Transmission-Future-Needs.html           
 
E-mail this form between May 5 and June 5, 2004 to: sarcomm@nerc.com with “Comments” in the 
subject line.  

If you have any questions about this Standards Draft Comment Form, please contact the Director of 
Standards – Gerry Cauley at 609-452-8060. 
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 Commenter Information (For Individual 
Commenters) 

Name: Ken Githens  

Organization: Allegheny Energy Supply     

Industry Segment #: 5 

Telephone: 412-858-1635  

E-mail: kgithen@alleghenyenergy.com 

STD Commenter Information (For Groups Submitting Group Comments) 

Name of Group:  Group Chair:              Chair Phone:                   
Chair Email:    

List of Group Participants that Support These Comments: 

Name Company Industry Segment # 

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

   

 

Key to Industry Segment #’s: 

1 – Trans. Owners 
2 – RTO’s, ISO’s, RRC’s 
3 – LSE’s 
4 – TDU’s 
5 - Generators 
6 - Brokers, Aggregators, and Marketers 
7 - Large Electricity End Users 
8 - Small Electricity Users 
9 - Federal, State, and Provincial 

Regulatory or other Govt. Entities 
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Please Review Version 2 of the SAR and Answer the Following Questions 
Insert a “check’ mark in the appropriate boxes by double-clicking the gray areas. 

1. Some members of the SAR drafting team believe that certain Category C events, as defined in 
Table 1 of existing Planning Standard I.A, are much less likely to occur than other events in 
Category C.  It is felt that certain specific Cat. C events could be re-classified as Cat. D upon 
showing a low probability of occurrence (and low consequence) of these events. 
 
(a).  Do you believe that the events in Categories B, C & D are classified correctly? 

 Yes  

 No  

 Comments: 
 

(b).  If your answer to (a) is No, how would you re-classify the events?  If you have data to support 
your answer, please provide contact information for the individual responsible for the data. 
 
 
 
 
(c)  Which of the following approaches do you favor regarding Table 1 of existing Planning 
Standard I.A?: 
 

   Keep the same categories as now exist and re-classify the low probability (and low 
consequence) events as Category D events. 
 
Please explain your choice: 
 
 

 Create a new category between C and D with performance characteristics between that of the 
present Categories C and D. 

Please explain your choice 

 

 Keep the same categories as now exist, but allow for “good cause exceptions” upon a showing 
of low probability of occurrence (and low consequence) of specific Category C events. 

Please explain your choice: 

 

   Comments: 
 

2. Do you believe the standard should include requirements for reporting on the progress or status of 
implementing the plans developed in accordance with this standard? 

 Yes  

 No  

 Comments: However, major facility additions, delayed additions, or deletions that effect the 
reliability of the system could be included as part of the regional form 715 base case yearly filings and 
listed as changes from last year’s cases.  This would allow older cases to easily be updated and used.   
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3. If your answer to question 2 is Yes, given that transmission plans change over time as modeling 
assumptions, systems and plans change, how would you propose accounting for changes in a 
Transmission Plan? 
 

 
 
 
 
 
 
 
 

4. Existing Planning Standard I.A requires:  “The systems must be capable of meeting Category C 
requirements while accommodating the planned (including maintenance) outage of any bulk 
electric equipment (including protection systems or their components) at those demand levels for 
which planned (including maintenance) outages are performed”. 
 
The SAR drafting team believes that it is impractical to exhaustively test for every contingency 
described in each category plus every conceivable planned outage.  Should the requirement to 
consider planned outages in addition to each Category A through D contingency remain part of 
this planning standard? 

 Yes (consider planned outages in all Categories A through D). 

 Yes (consider planned outages in some Categories only). 

Please specify which Categories: 

 No  

 Comments: I would modify C-3 since it has the same effect as or similar to a C-3 event to 
include (line out followed by a category B event).  

 

5. Are you aware of any Regional or Interconnection differences in the requirements for assessing 
and planning transmission systems in North America?  If so, please list and explain. 

 Comments: 

 
6. Do you have any other comments on the SAR? 

 Comments: 





Comment Form for Version 2 of “Assess Transmission Future Needs and Develop 
Transmission Plans” SAR (2nd Posting) 
 

 Page 3 of 4 April 1, 2004 

Please Review Version 2 of the SAR and Answer the Following Questions 
Insert a “check’ mark in the appropriate boxes by double-clicking the gray areas. 

1. Some members of the SAR drafting team believe that certain Category C events, as defined in 
Table 1 of existing Planning Standard I.A, are much less likely to occur than other events in 
Category C.  It is felt that certain specific Cat. C events could be re-classified as Cat. D upon 
showing a low probability of occurrence (and low consequence) of these events. 
 
(a).  Do you believe that the events in Categories B, C & D are classified correctly? 

 Yes  

 No  

 Comments: 
 

(b).  If your answer to (a) is No, how would you re-classify the events?  If you have data to support 
your answer, please provide contact information for the individual responsible for the data. 
 
 
 
 
(c)  Which of the following approaches do you favor regarding Table 1 of existing Planning 
Standard I.A?: 
 

   Keep the same categories as now exist and re-classify the low probability (and low 
consequence) events as Category D events. 
 
Please explain your choice: 
 
 

 Create a new category between C and D with performance characteristics between that of the 
present Categories C and D. 

Please explain your choice 

 

 Keep the same categories as now exist, but allow for “good cause exceptions” upon a showing 
of low probability of occurrence (and low consequence) of specific Category C events. 

Please explain your choice: 

 

This approach allows documentation of an assessment of low consequence to substitute for the 
expenditure of an unwarranted solution, but maintains the integrity of the event probability 
assessment.  Since others may have different ideas of what is low probability, this approach would 
be best with sufficient justification of low probability. 

 

   Comments: 
 

2. Do you believe the standard should include requirements for reporting on the progress or status of 
implementing the plans developed in accordance with this standard? 

 Yes  
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 No  

 Comments:  

 

This reporting would constitute a logistical burden counterproductive to the total planning effort. 
 

3. If your answer to question 2 is Yes, given that transmission plans change over time as modeling 
assumptions, systems and plans change, how would you propose accounting for changes in a 
Transmission Plan? 
 

 
 
 
 
 
 
 
 

4. Existing Planning Standard I.A requires:  “The systems must be capable of meeting Category C 
requirements while accommodating the planned (including maintenance) outage of any bulk 
electric equipment (including protection systems or their components) at those demand levels for 
which planned (including maintenance) outages are performed”. 
 
The SAR drafting team believes that it is impractical to exhaustively test for every contingency 
described in each category plus every conceivable planned outage.  Should the requirement to 
consider planned outages in addition to each Category A through D contingency remain part of 
this planning standard? 

 Yes (consider planned outages in all Categories A through D). 

 Yes (consider planned outages in some Categories only). 

Please specify which Categories: 

 No  

 Comments: Everyone in the group agreed that planned outages should be considered, but the 
group didn’t agree on which categories to apply.  About half believed they should be applied to all 
categories while the other half believed only A and B categories should have planned outages 
studied for the one year and beyond horizon. 

 

5. Are you aware of any Regional or Interconnection differences in the requirements for assessing 
and planning transmission systems in North America?  If so, please list and explain. 

 Comments: 

 
6. Do you have any other comments on the SAR? 

 Comments: 
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