NEIRC

B
NORTH AMERICAN ELECTRIC
RELIABILITY CORPORATION

November 13, 2009

Ms. Kimberly Bose

Secretary

Federal Energy Regulatory Commission
888 First Street, N.E.

Washington, D.C. 20426

Re:  NERC Notice of Penalty regarding Poudre Valley Rural Electric Association, Inc.,
FERC Docket No. NP10-_-000

Dear Ms. Bose:

The North American Electric Reliability Corporation (NERC) hereby provides this Notice of
Penalty’ regarding Poudre Valley Rural Electric Association, Inc. (PVEA), NERC Registry 1D
NCR05519,% in accordance with the Federal Energy Regulatory Commission’s (Commission or
FERC) rules, regulations and orders, as well as NERC Rules of Procedure including Appendix
4C (NERC Compliance Monitoring and Enforcement Program (CMEP)).?

On March 19, 2008 Western Electricity Coordinating Council (WECC) performed an off-site
Compliance Audit of PVEA and identified possible violations of PRC-005-1 Requirement (R) 1
and R2 for PVEA'’s failure to provide evidence of having and implementing a Protection System
maintenance and testing program. This Notice of Penalty is being filed with the Commission
because, based on information from WECC, WECC and PVEA have entered into a Settlement
Agreement to resolve all outstanding issues arising from a preliminary and non-public
assessment resulting in WECC’s determination and findings of the enforceable alleged violations
of PRC-005-1 R1 and R2. Pursuant to the Settlement Agreement, PVEA neither admits nor
denies the alleged violations of PRC-005-1 R1 and R2, but has agreed to the proposed penalty of
twenty-five thousand dollars ($25,000) to be assessed to PVEA, in addition to other remedies
and mitigation actions to mitigate the instant alleged violations and ensure future compliance
under the terms and conditions of the Settlement Agreement. Accordingly, the alleged violations
identified as NERC Violation Tracking Identification Numbers WECC200800760 and
WECC200800761 are being filed in accordance with the NERC Rules of Procedure and the
CMEP.

! Rules Concerning Certification of the Electric Reliability Organization; and Procedures for the Establishment,
Approval, and Enforcement of Electric Reliability Standards (Order No. 672), 111 FERC Stats. & Regs. 1 31,204
(2006); Notice of New Docket Prefix ““NP”” for Notices of Penalty Filed by the North American Electric Reliability
Corporation, Docket No. RM05-30-000 (February 7, 2008). See also 18 C.F.R. Part 39 (2008). Mandatory
Reliability Standards for the Bulk-Power System, FERC Stats. & Regs. 1 31,242 (2007) (Order No. 693), reh’g
denied, 120 FERC 1 61,053 (2007) (Order No. 693-A). See 18 C.F.R § 39.7(c)(2).

% Western Electricity Coordinating Council confirmed that PVEA was included on the NERC Compliance Registry
as a Distribution Provider (DP) on August 10, 2007. As a DP, that owns a transmission Protection System, PVEA is
subject to the requirements of NERC Reliability Standard PRC-005-1.

. ¥ See 18 C.F.R § 39.7(c)(2).
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Statement of Findings Underlying the Alleged Violations

This Notice of Penalty incorporates the findings and justifications set forth in the Settlement
Agreement executed on June 30, 2009 by and between WECC and PVEA, which is included as
Attachment b. The details of the findings and basis for the penalty are set forth in the Settlement
Agreement and herein. This Notice of Penalty filing contains the basis for approval of the
Settlement Agreement by the NERC Board of Trustees Compliance Committee (NERC
BOTCC). In accordance with Section 39.7 of the Commission’s regulations, 18 C.F.R. § 39.7
(2007), NERC provides the following summary table identifying each Reliability Standard at
issue in this Notice of Penalty.

Total
NERC Violation | Reliability | Req. Penalty
Region | Registered Entity | NOC ID ID Std. (R) | VRF $

Poudre Valley
WECC Rural Electric NOC-218 | WECC200800760 | PRC-005-1 1 High*
Association 25,000
Poudre Valley
WECC Rural Electric NOC-218 | WECC200800761 | PRC-005-1 2 High®
Association

The purpose of Reliability Standard PRC-005-1 is to ensure all transmission and generation
Protection Systems® affecting the reliability of the Bulk Electric System (BES) are maintained
and tested.

PRC-005-1 R1 requires a Distribution Provider, such as PVEA, that owns a
transmission Protection System to have a Protection System maintenance and
testing program for Protection Systems that affect the reliability of the BES.
Specifically, PRC-005-1 R1.1 requires the program to include maintenance and
testing intervals and their basis and PRC-005-1 R1.2 requires the program to
include a summary of maintenance and testing procedures. PRC-005-1 R1, R1.1
and R1.2 all have “High” Violation Risk Factors (VRF).

*When NERC filed Violation Risk Factors (VRF) it originally assigned PRC-005-1 R1 a Medium VRF. The
Commission approved the VRF as filed; however, it directed NERC to submit modifications. NERC submitted the
modified High VRF and on August 6, 2007, the Commission approved the modified High VRF. Therefore, the
Medium VRF for PRC-005-1 R1 was in effect from June 18, 2007 until August 6, 2007 when the High VRF became
effective.

® PRC-005-1 R2 has a “Lower” VRF; R2.1 and R2.2 have “High” VRFs. Because PVEA did not meet the
requirement or the sub-requirements, a “High” VRF was applied in this case. During a final review of the standards
subsequent to the March 23, 2007 filing of the Version 1 VRFs, NERC identified that some standards requirements
were missing VRFs; one of these include PRC-005-1 R2.1. On May 4, 2007, NERC assigned PRC-005 R2.1 a
“High” VRF. In the Commission’s June 26, 2007 Order on Violation Risk Factors, the Commission approved the
PRC-005-1 R2.1 “High” VRF as filed. Therefore, the “High” VRF was in effect from June 26, 2007.

® The NERC Glossary of Terms Used in Reliability Standards, updated April 20, 2009, defines Protection System as
“Protective relays, associated communication systems, voltage and current sensing devices, station batteries and DC

. control circuitry.”
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PRC-005-1 R2 requires a Distribution Provider, such as PVEA, that owns a
transmission Protection System to provide documentation of its Protection System
maintenance and testing program and the implementation of that program to its
Regional Entity on request (within 30 calendar days). Specifically, PRC-005-1
R2.1 requires the documentation of the program implementation to include
evidence that Protection System devices were maintained and tested within the
defined intervals, and PRC-005-1 R2.2 requires the documentation of the program
implementation to include the date each Protection System device was last
tested/maintained. PRC-005-1 R2 has a “Lower” VRF; however PRC-005-1 R2.1
and R2.2 have “High” VRFs.

WECC identified possible violations of PRC-005-1 R1 and R2 during an off-site Compliance
Audit of PVEA on March 19, 2008. PVEA failed to provide documentation to the WECC Audit
Team of its Protection System maintenance and testing program. Instead, PVEA provided the
Audit Team with a copy of an operational agreement it had with Western Area Power
Administration (WAPA). WECC reviewed this agreement and found that it was not a delegation
agreement, it only contained commercial terms that gave WAPA maintenance and testing control
of PVEA’s relays, but did not address intervals and their basis, did not provide a summary of its
procedures, and did not document implementation of the maintenance/testing of each defined
interval with the date.

PVEA later provided an e-mail dated August 19, 2008 demonstrating WAPA’s recent
maintenance/testing activity; however, the content was deemed insufficient to demonstrate
compliance with PRC-005-1. Another document titled WAPA Protection System Maintenance
and Testing Program was provided to WECC on September 12, 2008, but it was deemed
insufficient because the content did not specifically refer to PVEA facilities and also was sent
outside the 30-day request period specified in R2.

WECC Enforcement Staff reviewed the Audit Team’s findings and determined that PVEA failed
to provide evidence of having a Protection System maintenance and testing program for all types
of Protection Systems, including all those included in the definition of Protection System in the
NERC Glossary as required by PRC-005-1 R1. Similarly, PVEA was missing records of
Protection System maintenance and testing, including records for all types of Protection Systems
defined by the NERC Glossary as required by PRC-005-1 R2. PVEA provided evidence that
WAPA was doing some maintenance and testing; however, this evidence was not sufficient to
demonstrate compliance for any relays because it failed to delineate PVEA’s relays, what
maintenance activities were performed, and dates last tested for the Protection System.” WECC
Enforcement Staff concluded that the duration of both alleged violations was from August 10,
2007, when PVEA was included on the NERC Compliance Registry, through October 29, 2008,
when PVEA completed its Mitigation Plan.

" PVEA did not believe it had any Protection Systems that were subject to the Reliability Standard. As a result,
PVEA did not have, and could not provide evidence of, a testing program or any testing records related to relays at
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According to the Settlement Agreement, WECC determined an aggregated penalty of twenty-
five thousand dollars ($25,000) was appropriate for the referenced alleged violations. In
reaching this determination, WECC considered the following factors: (1) this was PVEA’s first
assessed non-compliance with PRC-005-1; (2) PVEA was cooperative throughout WECC’s audit
and investigation; (3) both violations were mitigated; and (4) there was no evidence of any
attempt to conceal a violation nor evidence of intent.

Status of Mitigation Plan®

PVEA’s original Mitigation Plan to address the alleged violations of PRC-005-1 R1 and R2 was
submitted to WECC on May 15, 2008 with an expected completion date of September 15, 2008.
The plan was accepted by WECC on July 31, 2008 and approved by NERC on September 17,
2008. The Mitigation Plan for these alleged violations is designated as MIT-08-0866 and was
submitted as non-public information to FERC on September 17, 2008 in accordance with FERC
orders.

PVEA’s Mitigation Plan included the following actions to mitigate the alleged violations of
PRC-005-1 R1 and R2: (1) PVEA secured a copy of WAPA'’s relay maintenance/testing plan; (2)
WAPA and PVEA identified an electronic notification address that WAPA will use to notify
PVEA of any relay maintenance/testing or misoperations to fulfill PVEA’s recordkeeping and
documentation requirements; (3) PVEA obtained relay and battery test dates from WAPA; and
(4) PVEA has entered into a long-term agreement with Tri-State Generation and Transmission,
Inc. (TSGT), a wholesale power supplier to whom it assigned its Transmission Owner and
Transmission Operator requirements and obligations and supplied a copy of the proposed
agreement to WECC.

On September 12, 2008, PVEA submitted a document to WECC, which WECC considered a
revised Mitigation Plan, in which PVEA stated that it expected to execute the proposed
delegation agreement with TSGT by December 12, 2008.°

On December 15, 2008,"° PVEA certified that it completed its Mitigation Plan on October 29,
2008. To demonstrate compliance of its Mitigation Plan, PVEA submitted, among other things
as noted above, to WECC a copy of the Agreement for Delegation of Responsibility for
Complying with Reliability Standards, signed between PVEA and TSGT.

On December 19, 2008, WECC verified that the Mitigation Plan was completed on October 29,
2008 and determined that PVEA was fully compliant with PRC-005-1 R1 and R2. On February
19, 2009, WECC notified PVEA of its compliance with PRC-005-1 R1 and R2.

8 See 18 C.F.R § 39.7(d)(7).

° On September 12, PVEA submitted a milestone update changing the completion date from September 15 to
December 12; WECC did not notice that PVEA changed the completion date. After the fact, WECC decided to use
the milestone update form as a revised Mitigation Plan.

0 pVEA’s Certification of Completion was submitted on revised Mitigation Plan form and had an incorrect

. submittal date of September 10, 2008 instead of the signature date of December 15, 2008.
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Statement Describing the Proposed Penalty, Sanction or Enforcement Action Imposed™

Basis for Determination

Taking into consideration the Commission’s direction in Order No. 693, the NERC Sanction
Guidelines and the Commission’s July 3, 2008 Guidance Order,*? the NERC BOTCC reviewed
the Settlement Agreement and supporting documentation on October 12, 2009. The NERC
BOTCC approved the Settlement Agreement, including WECC’s imposition of a financial
penalty of twenty-five thousand dollars ($25,000) against PVEA, based upon WECC'’s findings
and determinations, the NERC BOTCC’s review of the applicable requirements of the
Commission-approved Reliability Standards and the underlying facts and circumstances of the
violations at issue.

In reaching this determination, the NERC BOTCC considered the following factors:
(1) the referenced violations are the first violations for PVEA of NERC Reliability
Standards;
(2) PVEA was cooperative throughout the audit and investigation; and
(3) there was no evidence of any attempt to conceal a violation nor evidence of intent to do
SO.

For the foregoing reasons, the NERC BOTCC approves the Settlement Agreement and believes
that the proposed twenty-five thousand dollar ($25,000) penalty is appropriate for the violation
and circumstances in question, and consistent with NERC’s goal to promote and ensure
reliability of the bulk power system.

Pursuant to Order No. 693, the penalty will be effective upon expiration of the 30 day period
following the filing of this Notice of Penalty with FERC, or, if FERC decides to review the
penalty, upon final determination by FERC.

1 See 18 C.F.R § 39.7(d)(4)
12 North American Electric Reliability Corporation, “Guidance Order on Reliability Notices of Penalty,” 124 FERC

. 161,015 (2008).
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Attachments to be included as Part of this Notice of Penalty

The attachments to be included as part of this Notice of Penalty are the following documents and
material:

a) WECC'’s screenshots of the Audit determination, included as Attachment a;

b) Settlement Agreement by and between PVEA and WECC executed June 30, 2009, included
as Attachment b;

c) PVEA'’s Mitigation Plan designated as MIT-08-0866 dated May 15, 2008, included as
Attachment c;

d) PVEA'’s Revised Mitigation Plan dated September 12, 2008, included as Attachment d;

e) PVEA'’s Certification of its Completion dated December 15, 2008, included as Attachment e;
and

f) WECC’s Verification of Completion of the Mitigation Plan, letter dated February 19, 20009,
included as Attachment f.

A Form of Notice Suitable for Publication®®

A copy of a notice suitable for publication is included in Attachment g.

I 3 See 18 C.F.R §39.7(d)(6).
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Notices and Communications

-y

Notices and communications with respect to this filing may be addressed to the following:

Rick Sergel

President and Chief Executive Officer

David N. Cook*

Vice President and General Counsel

North American Electric Reliability Corporation
116-390 Village Boulevard

Princeton, New Jersey 08540-5721
(609)452-8060

(609) 452-9550 — facsimile
david.cook@nerc.net

Christopher Luras*

Manager of Compliance Enforcement
Western Electricity Coordinating Council
615 Arapeen Drive, Suite 210

Salt Lake City, UT 84108-1262

(801) 883-6887

(801) 883-6894 — facsimile
CLuras@wecc.biz

Robert Gaskill*

Chief Executive Officer

Poudre Valley Rural Electric Assoc., Inc.
PO Box 272550

Fort Collins, CO 80527-2250

(970) 282-6400

(970) 226-2123 — facsimile
bgaskill@pvrea.com

E. James Byrne, P.E.*
Compliance Contact

Manager Engineering Services
PO Box 272550

Fort Collins, CO 80527-2550
(970)262-6430
jbyrne@pvrea.com

*Persons to be included on the Commission’s
service list are indicated with an asterisk. NERC
requests waiver of the Commission’s rules and
regulations to permit the inclusion of more than

Rebecca J. Michael*
Assistant General Counsel
Holly A. Hawkins*

Attorney

North American Electric Reliability Corporation
1120 G Street, N.W.

Suite 990

Washington, D.C. 20005-3801
(202) 393-3998

(202) 393-3955 — facsimile
rebecca.michael@nerc.net
holly.hawkins@nerc.net

Louise McCarren*

Chief Executive Officer

Western Electricity Coordinating Council
615 Arapeen Drive, Suite 210

Salt Lake City, UT 84108-1262

(801) 883-6868

(801) 582-3918 — facsimile
Louise@wecc.biz

Steven Goodwill*

Associate General Counsel

Western Electricity Coordinating Council
615 Arapeen Drive, Suite 210

Salt Lake City, UT 84108-1262

(801) 883-6857

(801) 883-6894 — facsimile
SGoodwill@wecc.biz

Constance White*

Vice President of Compliance

Western Electricity Coordinating Council
615 Arapeen Drive, Suite 210

Salt Lake City, UT 84108-1262

(801) 883-6885

(801) 883-6894 — facsimile
CWhite@wecc.biz

I two people on the service list.
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Conclusion

NERC respectfully requests that the Commission accept this Notice of Penalty as compliant with

its rules, regulations and orders.

Rick Sergel

President and Chief Executive Officer

David N. Cook

Vice President and General Counsel

North American Electric Reliability Corporation
116-390 Village Boulevard

Princeton, NJ 08540-5721

(609) 452-8060

(609) 452-9550 — facsimile
david.cook@nerc.net

cc: Poudre Valley Rural Electric Association, Inc.
Western Electricity Coordinating Council

Attachments

'V

Respectfully submitted,

/sl Rebecca J. Michael
Rebecca J. Michael

Assistant General Counsel
Holly A. Hawkins

Attorney

North American Electric Reliability Corporation
1120 G Street, N.W.

Suite 990

Washington, D.C. 20005-3801
(202) 393-3998

(202) 393-3955 — facsimile
rebecca.michael@nerc.net
holly.hawkins@nerc.net




NERC

NORTH AMERICAN ELECTRIC
RELIABILITY CORPORATION

Attachment a

WECC’s screenshots of the Audit determination



WECC Compliance Database

Compliance and Registration Database
Western Electricity Coordimating Council Post Violations Tracking and Reporting

Violation Date: KIREDEONETR WECC 1D: F’VEA_WECCZUUS?BE]l
ErPoudre Valley Rural Electric Assoc_. v| NERC viotation ID: SR

BIELGETGHFRC-005-1 -v,||TranamissiDn and Generation Protection System Maintenance and Testing |

Disposition Final Record | MitigationPlan | RAD and RAD Appeal | InternalNotes |  Pre-June 18
Initial Notice | NAVAPS | Proposed Sanction Penalty | Contested Hearing

Requirement: Repeat Alleged Violation? [H} Applicable Functions: [B[g
Initial Determination by Region: 2M189/2008

Regional Determination of Impact to BPS:
GEW i L vl Compliance Audit e
On Site Audit JEB Off Site Audit Detailed Description of Potential Impact to BP5:

Moderate Impact - This is a 115kY system with possible moderate impact on
Deemed Date: Jely kil the BES if the transmission protection system failed to operate correctly.

: = Unlikely to cause or contribute to cascading outages or cause instahility.
Violation Level: [l N--1 R REV
Violation Risk Factor: [glietg]

ID sent to Entity: | EEFIEE
Alleged Violation Time: || | S/1er200e

Alleged Violation End Date: [ Additional Comments

Violation Description:
Mo evidence that PYEA has atesting and maintenance program of its
Transmissicn Protection System as required

Regional Contact Person: sl IR




Ed wecc compliance Database o e

Compliance and Registration Database
Western Electricity Coordimating Council Post Violations Tracking and Reporting

H I Violation Date: KIREDEONETR WECC 1D: F’VEA_WECCZUUSBUUl
ErPoudre Valley Rural Electric Assoc_. v| NERC viotation ID: [[ESS- I ERER

BIELGETGHFRC-005-1 -v,||TranamissiDn and Generation Protection System Maintenance and Testing |

Disposition Final Record | Mitigation Plan | RADand RAD Appeal | InternalNotes | Pre-June 18
Initial Notice | NAVAPS | Proposed Sanction Penalty | Contested Hearing

Requirement: Repeat Alleged Violation? [H} Applicable Functions: [B[g
Initial Determination by Region: 2M189/2008

Regional Determination of Impact to BPS:
GEW i L vl Compliance Audit e
On Site Audit JEB Off Site Audit Detailed Description of Potential Impact to BP5:

Moderate Impact - This is a 115kY system with possible moderate impact on
Deemed Date: Jely kil the BES if the transmission protection system failed to operate correctly.

: = Unlikely to cause or contribute to cascading outages or cause instahility.
Violation Level: [l N--1 R REV
Violation Risk Factor: [ReJUlSs]

ID sent to Entity: _5!1 512008
Alleged Violation Time: ||
Alleged Violation End Date: [ s

Violation Description:
Mo evidence that PYEA is following a testing and maintenance program of its
Transmissicn Protection System as required.

Regional Contact Person: sl IR
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Settlement Agreement by and between PVEA and
WECC executed June 30, 2009



SETTLEMENT AGREEMENT
OF
WESTERN ELECTRICITY COORDINATING COUNCIL
AND
POUDRE VALLEY RURAL ELECTRIC ASSOCIATION, INC.

Western Electricity Coordinating Council (“WECC”) and Poudre Valley Rural Electric
Association, Inc. (“PVEA”) (collectively he “Parties”) hereby enter into this Settlement
Agreement (“Agreement”) on this Bot= day of denNE , 2009.

RECITALS

A. The Parties desire to enter into this Agreement to resolve all outstanding issues
between them arising from a non-public assessment of PVEA by WECC that resulted in certain
WECC determinations and findings regarding two alleged PVEA violations of the following
North American Electric Reliability Corporation (“NERC”) Reliability Standards (“Reliability
Standards™):

PRC-005-1 R.1: Transmission and Generation Protection System Maintenance and Testing
PRC-005-1 R.2: Transmission and Generation Protection System Maintenance and Testing
B. PVEA is a member owned distribution cooperative founded in 1939 by its

member-owners. PVEA covers 5760 square miles of service territory in Larimer, Weld, and
Boulder counties of Colorado, with over 3600 miles of overhead, underground and transmission
line combined. PVEA is registered on the NERC Compliance Registry as a Distribution Provider
(CCDPSS)‘

C. WECC was formed on April 18, 2002 by the merger of the Western Systems
Coordinating Council, Southwest Regional Transmission Association and Western Regional
Transmission Association. WECC is one of eight Regional Entities in the United States
responsible for coordinating and promoting electric system reliability and enforcing the
mandatory Reliability Standards created by NERC under the authority granted in Section 215 of
the Federal Power Act. In addition, WECC supports efficient competitive power markets, assures
open and non-discriminatory transmission access among members, provides a forum for
resolving transmission access disputes, and provides an environment for coordinating the
operating and planning activities of its members. WECC’s region encompasses a vast area of
nearly 1.8 million square miles extending from Canada to Mexico and including 14 western
states. It is the largest and most diverse of the eight Regional Entities in the United States.

D. The Parties are entering into this Agreement to settle the disputed matters between
them. It is in the Parties’ and the public’s best interests to resolve this matter efficiently without
the delay and burden associated with a contested proceeding. Nothing contained in this
Agreement shall be construed as an admission or waiver of either party’s rights. Except,
however, nothing in this Agreement shall limit or prevent WECC from evaluating PVEA for
subsequent violations of the same Reliability Standards addressed herein and taking enforcement

1




action, if necessary. Such enforcement action can include assessing penalties against PVEA for
subsequent violations of the Reliability Standards addressed herein in accordance with NERC
Rules of Procedure.

NOW, THEREFORE, in consideration of the terms set forth herein, including in the
Recitals, WECC and PVEA hereby agree and stipulate to the following:

I. Representations of the Parties

PVEA neither admits nor denies the Alleged Violations, but, in order to settle this matter,
stipulates to the facts and agrees to the penalties contained herein. WECC has established
sufficient facts, as set forth herein, to support its determination that PVEA has Confirmed
Violations, as this term is defined in the WECC Compliance and Monitoring Enforcement
Program (“CMEP”), of the Reliability Standards described below in detail.

1I. Confirmed Violations

1. NERC Reliability Standard PRC-005-1, Requirement 1

PRC-005-1 R1: Each Transmission Owner and any Distribution Provider that owns a
transmission Protection System and each Generator Owner that owns a generation Protection
System shall have a Protection System maintenance and testing program for Protection Systems
that affect the reliability of the BES. The program shall include:

R1.1: Maintenance and testing intervals and their basis
R1.2: Summary of maintenance and testing procedures

PVEA is subject to NERC Reliability Standard PRC-005-1 R1 because it was registered
as a Distribution Provider (“DP”’) on NERC’s Compliance Registry on August 10, 2007.

WECC performed an Off-Site Compliance Audit (“Audit”) of PVEA on March 19, 2008.
The Audit Team found that PVEA had a possible violation of this Standard because PVEA did
not provide evidence of a protection system maintenance and testing program (“Protection
Program”) during the Audit. ‘

PVEA provided the Audit Team with a copy of an agreement between Western Area
Power Administration (“WAPA”) and PVEA; however, it contained only commercial terms for
maintenance and did not address maintenance and testing intervals and their basis, nor did it
feature a summary of maintenance and testing procedures.

The WECC Enforcement Department (“Enforcement”) reviewed the Audit
documentation and the WECC subject matter experts (“SME”) findings, and determined that
PVEA violated this Standard because PVEA did not present evidence of a Protection System
maintenance and testing program and their bases nor did they provide a summary of maintenance
and testing procedures.

PVEA submitted a mitigation plan for this violation on May 15, 2008. This mitigation
plan included a copy of WAPA’s Protection System maintenance and testing program
(“Protection Program”). In addition, the mitigation plan stated that PVEA would pursue a long-
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