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February 12, 2010 
 
Ms. Kimberly Bose 
Secretary 
Federal Energy Regulatory Commission 
888 First Street, N.E. 
Washington, D.C.  20426 
 
Re: NERC Notice of Penalty regarding Henderson Municipal Power & Light, FERC 

Docket No. NP10-_-000 
 
Dear Ms. Bose: 
 
The North American Electric Reliability Corporation (NERC) hereby provides this Notice of 
Penalty1 regarding Henderson Municipal Power & Light (HMPL), NERC Registry ID: 
NCR01254,2 in accordance with the Federal Energy Regulatory Commission’s (Commission or 
FERC) rules, regulations and orders, as well as NERC Rules of Procedure including Appendix 
4C of NERC’s Compliance Monitoring and Enforcement Program (CMEP).3   
 
On September 10, 2008, after receiving notification of a pending SERC Reliability Corporation 
(SERC) audit, HMPL self-reported a possible violation of PRC-005-1 Requirements (R)1 and R2 
for its failure to document and implement its generation Protection System maintenance and 
testing program for its generation Protection System for its Station 2 Units 1 and 2, as required.   
 
On September 12, 2008, HMPL submitted another self report of a possible violation of PRC-
005-1 R2 for failure to properly implement its maintenance and testing program for its 
transmission Protection Systems stating that it had not performed testing on current transformers, 
DC trip circuits or batteries and had not adhered to its testing and maintenance schedule for its 
transmission protective relays.   
 

 
1 Rules Concerning Certification of the Electric Reliability Organization; and Procedures for the Establishment, 
Approval, and Enforcement of Electric Reliability Standards (Order No. 672), III FERC Stats. & Regs. ¶ 31,204 
(2006); Notice of New Docket Prefix “NP” for Notices of Penalty Filed by the North American Electric Reliability 
Corporation, Docket No. RM05-30-000 (February 7, 2008).  See also 18 C.F.R. Part 39 (2008).  Mandatory 
Reliability Standards for the Bulk-Power System, FERC Stats. & Regs. ¶ 31,242 (2007) (Order No. 693), reh’g 
denied, 120 FERC ¶ 61,053 (2007) (Order No. 693-A). 
2 SERC Reliability Corporation confirmed the HMPL was included on the NERC Compliance Registry as a 
Distribution Provider, Generator Owner, Load Serving Entity and Transmission Owner as of May 31, 2007; and as a 
Transmission Owner and Generator Owner is subject to the requirements of NERC Reliability Standards FAC-008-1 
and PRC-005-1 and as a Load Serving Entity is subject to the requirements of the NERC Reliability Standard CIP-
001-1.  While HMPL previously self-certified it was compliant with CIP-001-1, FAC-008-1 and PRC-005-1, HMPL 
later realized that it was not compliant and reported the violations in advance of the audit.  
3See 18 C.F.R § 39.7(c)(2). 
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Also on September 12, 2008, HMPL self-reported a possible violation of CIP-001-1 R1, for its 
failure to train its operating personnel on sabotage recognition.  At SERC’s request, on 
September 17, 2008 HMPL revised its September 12, 2008 self-reported possible violation of 
CIP-001-1 R1 to be a possible violation of CIP-001-1 R3 (discussed below).   
 
On November 13, 2008, during the SERC audit, the scope for HMPL’s self-reported possible 
violations of PRC-005-1 R1 and R2 was expanded to include findings by the SERC audit team of 
additional deficiencies in HMPL’s Protection System maintenance and testing program and gaps 
in maintenance and testing of Protection System devices in addition to what had been identified 
by HMPL in its self-reports, and to reflect that the possible violations of PRC-005-1 R1 and R2 
involved HMPL’s transmission Protection Systems as well as HMPL’s generation Protection 
Systems.4   
 
The SERC audit team also identified two additional possible violations: (1) CIP-001-1 R1 for 
HMPL’s failure to include language in its procedure for the recognition of and for making 
HMPL’s operating personnel aware of sabotage events on its facilities and multi-site sabotage 
affecting larger portions of the Interconnection, and (2) FAC-008-1 R1, because although HMPL 
had rated its equipment, HMPL did not have evidence of a documented Facility Ratings 
Methodology for its generation or transmission facilities during the entire compliance monitoring 
period (beginning June 18, 2007) and did not have evidence of a documented Facility Ratings 
Methodology that included all items identified in FAC-008-1 R1.1 through R1.3.5. 
 
This Notice of Penalty is being filed with the Commission because, based on information from 
SERC, HMPL and SERC entered into a Settlement Agreement in which HMPL has agreed to the 
proposed penalty of thirty-five thousand dollars ($35,000) to be assessed to HMPL, in addition to 
other remedies and mitigation actions to mitigate the instant alleged violations and actions to 
prevent recurrence under the terms and conditions of the Settlement Agreement.  According to 
the Settlement Agreement, HMPL neither admits nor denies the alleged violations of CIP-001-1 
R1 and R3, FAC-008-1 R1 and PRC-005-1 R1 and R2.  Accordingly, the alleged violations 
identified as NERC Violation Tracking Identification Numbers SERC200800233, 
SERC200800193, SERC200800234, SERC200800191 and SERC200800192 are being filed in 
accordance with the NERC Rules of Procedure and the CMEP.   
 
Statement of Findings Underlying the Violations 
 
This Notice of Penalty incorporates the findings and justifications set forth in the Settlement 
Agreement executed on May 21, 2009 by and between SERC and HMPL, which is included as 
Attachment e.  The details of the findings and basis for the penalty are set forth in the Settlement 
Agreement and herein.  This Notice of Penalty filing contains the basis for approval of the 
Settlement Agreement by the NERC Board of Trustees Compliance Committee (NERC 
BOTCC).  In accordance with Section 39.7 of the Commission’s regulations, 18 C.F.R. § 39.7 

 
4 HMPL’s September 10, 2008 self-report of possible violations of PRC-005-1 R1 and R2 addressed only HMPL’s 
generation Protection Systems and HMPL’s September 12, 2008 self-report addressed a possible violation of R2 
associated with HMPL’s transmission Protection Systems, but did not identify any possible violation of R1 for 
HMPL’s transmission Protection System.  
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(2007), NERC provides the following summary table identifying each alleged violation of a 
Reliability Standard resolved by the Settlement Agreement, as discussed in greater detail below. 
 

Region 
Registered 

Entity 
NOC 

ID 
NERC 

Violation ID 
Reliability 
Standard 

Req. 
(R) VRF 

Total 
($) 

Penalty 
SERC200800233 CIP-001-1 1 Medium 

SERC200800193 CIP-001-1 3 Medium 
SERC200800234 FAC-008-1 1 Medium 
SERC200800191 PRC-005-1 1 High5 

SERC 

Henderson 
Municipal 
Power & 
Light 

NOC-210 

SERC200800192 PRC-005-1 2 High6 

35,000 

 
CIP-001-1 
The purpose of Reliability Standard CIP-001-1 is to ensure that disturbances or unusual 
occurrences, suspected or determined to be caused by sabotage, shall be reported to the 
appropriate systems, governmental agencies, and regulatory bodies.   

 
CIP-001-1 R1 requires each Load Serving Entity, such as HMPL, to have procedures for 
the recognition of and for making their operating personnel aware of sabotage events on 
its facilities and multi-site sabotage affecting larger portions of the Interconnection. 
 
CIP-001-1 R3 requires each Load Serving Entity, such as HMPL, to provide its operating 
personnel with sabotage response guidelines, including personnel to contact, for reporting 
disturbances due to sabotage events. 
 
CIP-001-1 R1 and R3 each have “Medium” Violation Risk Factors (VRF). 
 

CIP-001-1 R1 
During the Compliance Audit on November 13, 2008, SERC auditors discovered a gap in 
HMPL’s documentation for compliance with NERC Reliability Standard CIP-001-1 R1.  HMPL 
presented Version 2 of its sabotage procedure, approved July 23, 2008, to prove compliance with 
the standard.  When reviewing an earlier version (effective May 1, 2007 through July 23, 2008), 
SERC auditors found that, prior to the adoption of Version 2, HMPL, as a Load Serving Entity, 
failed to have language in its procedure for the recognition of and for making HMPL’s operating 
                                                 
5 When NERC filed VRFs for PRC-005, NERC originally assigned a “Medium” VRF to PRC-005-1 Requirement 
R1.  In the Commission’s May 18, 2007 Order on Violation Risk Factors, the Commission approved the VRF as 
filed but directed modifications.  On June 1, 2007, NERC filed the modified “High” VRF for PRC-005 Requirement 
R1 for approval.  On August 6, 2007, the Commission issued an Order approving the modified VRF.  Therefore, the 
“Medium” VRF was in effect from June 18, 2007 until August 6, 2007 and the “High” VRF has been in effect since 
August 6, 2007. 
6 PRC-005-1 R2 has a “Lower” VRF; R2.1 and R2.2 have “High” VRFs.  Additionally, during a final review of the 
standards subsequent to the March 23, 2007 filing of the Version 1 VRFs, NERC identified that some standards 
requirements were missing VRFs; one of these include PRC-005-1 R2.1.  On May 4, 2007, NERC assigned PRC-
005 R2.1 a “High” VRF.  In the Commission’s June 26, 2007 Order on Violation Risk Factors, the Commission 
approved the PRC-005-1 R2.1 “High” VRF as filed.  Therefore, the “High” VRF was in effect from June 26, 2007. 
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personnel aware of sabotage events on its facilities and multi-site sabotage affecting larger 
portions of the Interconnection.   
 
SERC Enforcement Staff (SERC Staff) confirmed that the auditors’ findings supported an 
alleged violation of CIP-001-1 R1 as HMPL did not have written procedural content in its pre-
July 23, 2008 procedure that described how to recognize a sabotage event and at what stage in 
the process operating personnel would be made aware of an event.    
 
SERC Staff further concluded that there was no serious or substantial impact on the bulk power 
system because HMPL, which is relatively small in size and has limited facilities, had a sabotage 
policy in place although it did not conform to the specific requirements of this Reliability 
Standard.   
 
The duration of this alleged violation is from June 18, 2007, the effective date of the standard, 
until July 23, 2008, the date the alleged violation was completely mitigated.7 
 
CIP-001-1 R3  
On September 12, 2008, HMPL submitted a self-report of CIP-001-1 R1 stating that, while it has 
a sabotage policy in place that addresses all other requirements of CIP-001-1, it had not 
performed training on sabotage recognition for its operating personnel.  HMPL further states that 
while field personnel may not be aware of what constitutes sabotage, any incident that is not 
considered an ordinary event is passed to a supervisor who is aware of what constitutes sabotage 
and the reporting requirements associated with it.   
 
However, upon its initial review of HMPL’s self-report, SERC noted that a lack of sabotage 
recognition training represented an alleged violation of CIP-001-1 R3 rather than CIP-001-1 R1.  
SERC notified HMPL of the incorrectly cited requirement and HMPL submitted a revised self-
report on September 17, 2008 to address the change in the Requirement of the alleged violation 
to R3.  On September 18, 2008, SERC Staff issued to HMPL a Compliance Assessment Notice 
advising HMPL of the initiation of a formal assessment to determine, in part, its compliance 
relative to CIP-001-1 R3 and directing HMPL to preserve all relevant records and information.  
At that time, SERC requested HMPL to provide documentation of its sabotage response 
guidelines, records that personnel had been trained on those sabotage guidelines, and HMPL’s 
policy on training personnel on the recognition of sabotage events.   
 
SERC Staff concluded that there was no serious or substantial risk to the bulk power system due 
to HMPL having a policy and procedures in place for sabotage related events.  Under that policy, 
HMPL personnel were required to pass any incident that is not considered an ordinary event 
along to a supervisor who was aware of what constitutes sabotage and the reporting requirements 
associated with it.  In addition, because of HMPL’s minimal size and limited facilities, a 
sabotage event on HMPL facilities or a failure by HMPL to report to other entities a sabotage 
event on HMPL’s facilities would have a minimal impact on the reliability of the bulk power 
system.     
 
                                                 
7 The Mitigation Plan incorrectly states that the procedure was modified on January 19, 2009. 
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The duration of this alleged violation is from June 18, 2007, the effective date of the standard, 
until September 29, 2008, the date the alleged violation was completely mitigated. 
 
FAC-008-1 R1 
The purpose of Reliability Standard FAC-008-1 is to ensure that Facility Ratings used in the 
reliable planning and operation of the Bulk Power System (BPS) are determined based on an 
established methodology or methodologies. 
 

FAC-008-1 R1 requires each Transmission Owner and Generator Owner, such as HMPL, 
to document its current methodology used for developing Facility Ratings (Facility 
Ratings Methodology) of its solely and jointly owned Facilities.  The methodology shall 
include all of the following: 

R1.1 A statement that a Facility Rating shall equal the most limiting applicable 
Equipment Rating of the individual equipment that comprises that Facility.   

R1.2. The method by which the Rating (of major BPS equipment that comprises a 
Facility) is determined. 
R1.2.1. The scope of equipment addressed shall include, but not be limited 

to, generators, transmission conductors, transformers, relay protective 
devices, terminal equipment, and series and shunt compensation 
devices. 

R1.2.2. The scope of Ratings addressed shall include, as a minimum, both 
Normal and Emergency Ratings. 

R1.3. Consideration of the following: 
R1.3.1. Ratings provided by equipment manufacturers. 
R1.3.2. Design criteria (e.g., including applicable references to industry 

Rating practices such as manufacturer’s warranty, IEEE, ANSI or 
other standards). 

R1.3.3. Ambient conditions. 
R1.3.4. Operating limitations. 
R1.3.5. Other assumptions. 

 
FAC-008-1 R1, R1.3 and R1.3.5 each have a “Lower” VRF; R1.1, R1.2, R1.2.1, R1.2.2, 
and R1.3.1-1.3.4 each have a “Medium” VRF.8 
 

During the Compliance Audit on November 13, 2008, SERC’s audit team reviewed HMPL’s 
September 2, 2008 Facility Ratings Methodology and found it to be compliant with the 
requirements of FAC-008-1 R1.  However the SERC audit team found that HMPL did not 
present sufficient evidence of a documented Facility Ratings Methodology for its generation or 
transmission facilities and did not have evidence of a documented Facility Ratings Methodology 
that included all items identified in FAC-008-1 R1.1 through R1.3.5 (outlined above) prior to the 
                                                 
8 When NERC filed VRFs for FAC-008, NERC originally assigned a “Lower” VRF to FAC-008-1 Requirement 
R1.1, R1.2, R1.2.1 and R1.2.2.  In the Commission’s November 16, 2007 Order on Violation Risk Factors, the 
Commission directed modifications.  On December 19, 2007, NERC filed the modified “Medium” VRFs for FAC-
008-1 Requirement R1.1, R1.2, R1.2.1 and R1.2.2 for approval.  On February 6, 2008, the Commission issued an 
Order approving the modified VRFs.  Therefore, the “Lower” VRFs were in effect from June 18, 2007 until 
February 6, 2008 and the “Medium” VRFs have been in effect since February 6, 2008. 
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September 2, 2008 effective date of its conforming Facility Ratings Methodology document.  
Therefore, the SERC audit team reported a possible violation of FAC-008-1 R1 for HMPL’s gap 
in compliance during the compliance monitoring period beginning on June 18, 2007 until 
September 2, 2008. 
 
On November 20, 2008, SERC Staff issued to HMPL a Compliance Assessment Notice advising 
HMPL of the initiation of a formal assessment to determine, in part, its compliance relative to 
FAC-008-1 R1, and directing HMPL to preserve all relevant records and information.  At that 
time, SERC Staff requested HMPL provide detailed information on the elements and equipment 
included in its Facility Ratings Methodology.  For the period prior to its September 2, 2008 
Facility Ratings Methodology document, HMPL had only general standard operating procedures 
for calculating ratings on a equipment by equipment basis and did not include ratings 
methodology for the entire facility.  The documents provided by HMPL did not include the 
content or detail required by the standard.  As a result, SERC Staff concluded that the facts and 
evidence supported a finding that HMPL violated FAC-008-1 R1, because the evidence reviewed 
showed that although HMPL had rated its equipment, it did not have evidence of a documented 
Facility Ratings Methodology meeting the requirements of the standard. 
 
SERC Staff concluded that there was no serious or substantial risk to the bulk power system, 
because, while HMPL had failed to document its ratings methodology, it had rated each piece of 
equipment separately, based on IEEE standards.9 
 
The duration of this alleged violation is from June 18, 2007, the effective date of the standard, 
until September 2, 2008, the date the alleged violation was completely mitigated. 
 
PRC-005-1 R1 and R2 
The purpose of Reliability Standard PRC-005-1 is to ensure all transmission and generation 
Protection Systems10 affecting the reliability of the BPS are maintained and tested.  
 

PRC-005-1 R1 requires each Transmission Owner that owns a transmission Protection 
System and each Generator Owner that owns a generation Protection System, such as 
HMPL, to have a Protection System maintenance and testing program for Protection 
Systems that affect the reliability of the BPS.  PRC-005-1 R1.1 requires the program to 
include maintenance and testing intervals and their basis and PRC-005-1 R1.2 requires 
the program to include a summary of maintenance and testing procedures.  PRC-005-1 
R1, R1.1 and R1.2 all have “High” VRFs. 
 
PRC-005-1 R2 requires each Transmission Owner that owns a transmission Protection 
System and each Generator Owner that owns a generation Protection System, such as 

                                                 
9 HMPL had a single document that referenced certain IEEE standards such as IEEE Standard 738-1993, IEEE 
Standard C37.32, IEEE Standard C57.12.00, IEEE Standard 605, C37.6 and C57.13.  This separate document was 
not incorporated or documented in conjunction with the many other considerations of the standard for a complete 
methodology. 
10 The NERC Glossary of Terms Used in Reliability Standards, updated April 20, 2009, defines Protection System 
as “Protective relays, associated communication systems, voltage and current sensing devices, station batteries and 
DC control circuitry.” 
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HMPL, to provide documentation of its Protection System maintenance and testing 
program and the implementation of that program to its Regional Entity on request (within 
30 calendar days).  PRC-005-1 R2.1 requires the documentation of the program 
implementation to include evidence that Protection System devices were maintained and 
tested within the defined intervals.  PRC-005-1 R2.2 requires that the documentation of 
the program implementation to include the date each Protection System device was last 
tested/maintained.  PRC-005-1 R2 has a “Lower” VRF; R2.1 and 2.2 each have a “High” 
VRF.  

 
On September 10, 2008, HMPL submitted a self-report to SERC stating that as a Generator 
Owner, HMPL did not have documented evidence or records of its generation Protection System 
maintenance and testing program for its single, 2-unit generating facility (Station 2 Unit 1 and 
Unit 2), as required by PRC-005-1, Requirement 1.  HMPL also reported that it was unable to 
verify the historical records and current status to show the generation Protection System 
components had been maintained, in accordance with PRC-005-1, Requirement 2.  HMPL 
discovered the gap in its records during an internal assessment prior to the audit.  HMPL had 
originally contracted the operations and maintenance of its generating facilities to a third-party, 
but during its internal assessment, HMPL found it could not validate records from its contractor.   
 
On September 12, 2008, HMPL submitted an additional self report to SERC stating that as a 
Transmission Owner, HMPL had not performed maintenance and testing on certain components 
of its Transmission Protection System, in accordance with PRC-005-1, Requirement 2.  
Specifically, HMPL reported that it had not performed testing on current transformers, DC trip 
circuits or batteries.  Further, HMPL reported that it had not adhered to its testing and 
maintenance schedule and was behind in testing its protective relays.  This gap was also 
discovered by HMPL during its internal assessment prior to the audit. 
 
On September 18, 2008, SERC Staff issued to HMPL a Compliance Assessment Notice advising 
HMPL of the initiation of a formal assessment to determine, in part, its compliance relative to 
PRC-005-1 R1 and R2 and directing HMPL to preserve all relevant records and information.  At 
that time, SERC Staff requested HMPL verify the scope of its Protection System components 
and a list of the specific generating facilities and transmission substations impacted. 
 
During a compliance audit on November 13, 2008, SERC auditors found that HMPL’s possible 
violation of PRC-005-1 R1, previously self-reported on September 10, 2008 also extended to 
HMPL as a Transmission Owner for its transmission Protection Systems.  SERC auditors found 
that HMPL did not have a maintenance and testing plan that identified intervals and basis and 
summary of testing procedures for transmission Protection System devices. 
 
During the compliance audit, SERC auditors also found evidence that HMPL, as a Transmission 
Owner, had not performed testing on its Associated Communications systems (power line carrier 
and pilot wire equipment) as required by the standard, thereby increasing the scope of 
components in HMPL’s existing possible violation of PRC-005-1, Requirement 2, previously 
self-reported on September 12, 2008. 
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Based on the findings during the compliance audit, on November 20, 2008, SERC Staff issued an 
additional Compliance Assessment Notice to HMPL requesting detail on its Associated 
Communication systems and DC Circuitry.  In response to the second Compliance Assessment 
Notice, HMPL stated that it has been testing its pilot wire equipment on an annual basis and its 
power line carrier equipment on a monthly basis albeit without a formal testing procedure, 
however the procedure for performing the testing and the test results were not available.  HMPL 
also asserted that, while HMPL’s transmission protective relay testing schedule was behind by 
one year, the relays had been tested in the past and no misoperations had occurred. 
 
SERC Staff concluded that the facts and evidence supported a finding that HMPL violated 
NERC Reliability Standard PRC-005-1, R1 and R2, because the evidence reviewed showed that 
HMPL did not have sufficient evidence of a Protection System maintenance and testing program 
for its transmission and generation Protection Systems and lacked documentation of the 
implementation of that program. 
 
SERC Staff concluded that there was no serious or substantial risk to the bulk power system 
from the alleged violations of PRC-005-1 R1 and R2 because while HMPL did not have a 
procedure for maintenance and testing of its generation and transmission Protection Systems, its 
generation protective relays were being maintained by another Generator Owner, along with that 
owner’s other generating facilities, under contract to HMPL.  As for HMPL’s transmission 
Protection System, HMPL had been testing its pilot wire equipment on an annual basis and its 
power line carrier equipment on a monthly basis without a formal testing procedure and, 
although HMPL’s transmission protective relay testing was approximately one year behind 
schedule, the relays had been tested in the past.11  Additionally, HMPL has back-up instrument 
transformers available to replace current and voltage sensing devices should one fail, and back-
up protection exists for major protective systems in case of failed DC circuitry. 
 
The duration of HMPL’s alleged violation of PRC-005-1 R1 is from June 18, 2007, the effective 
date of the standard, until April 8, 2009, the date the alleged violation was completely mitigated. 
 
The duration of HMPL’s alleged violation of PRC-005-1 R2 is from June 18, 2007, the effective 
date of the standard, until April 8, 2009, the date the alleged violation was completely mitigated. 
 
According to the Settlement Agreement, SERC considered the following factors to determine the 
aggregate penalty amount:  

1. HMPL has no prior violation history for any Reliability Standards;  

2. HMPL self-reported three of the alleged violations;   

3. HMPL was cooperative by providing responses to all of SERC Staff’s data requests 
and cooperated openly with SERC Staff during meetings between the Parties to 
discuss these events.  HMPL assisted in SERC Staff’s review of the facts and 

 
11 HMPL was unable to verify the historical records and current status.  However, to mitigate, the scope of work 
included inspection and testing of 52 Protective Relays at HMPL Substation 4, 17 Protective Relays at Reid 
Substation and 132 current transformers, 6 Capacitive Coupled Voltage Transformers and 6 161 kV Potential 
Transformers at both Substations, as discussed below. 
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circumstances during the investigation.  HMPL’s comprehensive response to SERC 
Staff’s questions enabled SERC Staff to conduct a thorough investigation in an 
efficient manner;  

4. HMPL agreed to resolve this issue via settlement and initiated various mitigation 
actions  and preventative measures (discussed below) before receiving a Notice of 
Alleged Violation from SERC; and 

5. HMPL implemented a wide-range of measures in its Mitigation Plans, as set forth 
herein, to protect against future violations of the same or similar requirements. 

 
SERC Staff considered the specific facts and circumstances of the alleged violations and 
HMPL’s actions in response to the alleged violations in determining a proposed penalty that 
meets the requirement in Section 215 of the Federal Power Act that “[a]ny penalty imposed 
under this section shall bear a reasonable relation to the seriousness of the violation and shall 
take into consideration the efforts of [HMPL] to remedy the violation in a timely manner”12 and 
determined that the assessed penalty of thirty-five thousand dollars ($35,000) was appropriate for 
the instant alleged violations. 
 
Status of Mitigation Plans 
 
CIP-001-1 R1 
HMPL’s Mitigation Plan to address its alleged violation of CIP-001-1 R1, was dated and 
submitted to SERC on November 13, 2008, accepted by SERC on February 19, 2009 and 
approved by NERC on March 9, 2009.  The Mitigation Plan for this alleged violation is 
designated as MIT-08-1443 and was submitted as non-public information to FERC on March 10, 
2009 in accordance with FERC orders.   
 
MIT-08-1443 required HMPL to:  

1. Revise its Sabotage Reporting policy to incorporate language for recognition of, and 
personnel notification of, Sabotage events;   

2. Introduce, orient, and train operating personnel on proper sabotage response 
guidelines per HMPL’s procedures; 

3. Review and modify its policy annually as appropriate and conduct annual training in 
September of every year with all operating personnel required to attend.  New 
operating personnel will be trained on the sabotage reporting policy upon hiring.  A 
test for comprehension will be administered and remedial training will be provided to 
employees who do not sufficiently comprehend the Sabotage program; and 

4. Retain the services of a consultant to help manage their compliance program by 
developing the program and applicable procedures. 

 

                                                 
12 16 U.S.C. § 824o(e)(6). 
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On November 13, 2008 HMPL certified to SERC that MIT-08-1443 was completed on July 23, 
200813 and submitted the evidence discussed below to support its certification.    
 
SERC reviewed HMPL’s sabotage procedure, “HMPL Policy TD-609” Rev2 and validated that 
the proper language for recognition of and personnel notification of sabotage events was 
incorporated.  After its review on November 23, 2008, SERC verified that MIT-08-1443 was 
completed on July 23, 2008 and found HMPL to be in compliance with CIP-00-1 R1. 
 
CIP-001-1 R3  
HMPL’s Mitigation Plan to address its alleged violation of CIP-001-1 R3 was dated and 
submitted to SERC on September 19, 2008, accepted by SERC on November 20, 2008 and 
approved by NERC on December 18, 2008.  The Mitigation Plan for this alleged violation is 
designated as MIT-07-1229 and was submitted as non-public information to FERC on December 
18, 2008 in accordance with FERC orders.   
 
MIT-07-1229 required HMPL to:  

1. On September 22, 2008, September 26, 2008 and September 29, 2008 introduce, 
orient, and train operating personnel on proper sabotage response guidelines per 
HMPL’s procedures after revising its Sabotage Reporting policy to incorporate 
language for recognition of and personnel notification of Sabotage events; 

2. Review and modify its policy annually as appropriate.  HMPL must conduct annual 
training in September of every year and all operating personnel will be required to 
attend.  New operations employees will be trained in the sabotage reporting policy 
upon hiring.  A test for comprehension will be administered and remedial training 
will be provided to employees who do not sufficiently comprehend the Sabotage 
program; and 

3. Retain the services of a consultant to help manage their compliance program. 

 
HMPL certified on September 30, 2008 to SERC that MIT-07-1229 was completed on 
September 29, 2008 and submitted the evidence discussed below in support of its certification.    
 
SERC reviewed HMPL sabotage procedure, “HMPL Policy TD-609” Rev2 and validated that 
the proper content for sabotage elements existed.  SERC also validated that HMPL performed 
orientation and training of its personnel on sabotage response guidelines as required by its 
procedure.  SERC reviewed HMPL’s training roster and signup sheet dated September 22, 2008, 
September 26, 2008 and September 29, 2008 (TRAINING ROSTER Sept 2008, Training Signup 
Sheet Sept 2008, and TD-609 Test Sampling Sept 2008), and a representative sample of tests 
taken by HMPL employees to show comprehension of HMPL’s sabotage procedure. 
 
After review, on January 6, 2009, SERC verified that MIT-07-1229 was completed on 
September 29, 2008, and that HMPL was in compliance with PRC-005-1 R2. 
 

                                                 
13 The Mitigation Plan incorrectly states that the procedure was modified on January 19, 2009. 
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FAC-008-1 R1 
HMPL’s Mitigation Plan to address its alleged violation of FAC-008-1 R1 was dated and 
submitted to SERC on November 13, 2008, accepted by SERC on February 19, 2009 and 
approved by NERC on March 9, 2009.  The Mitigation Plan for this alleged violation is 
designated as MIT-08-1444 and was submitted as non-public information to FERC on March 10, 
2009 in accordance with FERC orders.   
 
HMPL’s MIT-08-1444 stated that, by September 2, 2008, HMPL had formally documented its 
current Facility Ratings Methodology used for developing Facility Ratings and put future 
procedures in place as follows: 

1.   Will revise HMPL’s Policy Guideline and Procedure (“PGP”) “FAC008 – Facility 
Ratings Methodology” to address R1 and the sub-requirements of FAC-008-1.  This 
procedure addresses the methodology utilized by HMPL to rate their transmission and 
generation facilities in accordance with FAC-008-1; 

2.   HMPL’s PGP “FAC008 – Facility Ratings Methodology” procedure is to be 
reviewed annually and revised as necessary.  HMPL’s existing lines are rated 
according to this methodology and new lines will be rated accordingly; 

3.   HMPL will maintain documentation sheets of all BPS equipment with ratings, both 
summer and winter, and unique identifiers; 

4.   All HMPL design personnel review the methodology and will employ it in the future 
design of the BPS elements. HMPL is utilizing the methodology currently used by 
HMPL’s Transmission Operator, Big Rivers Electric Corporation.  This will provide 
for future uniform ratings across the western Kentucky region; and 

5.   HMPL has retained the services of a consultant to help manage their compliance with 
the NERC Reliability Standards. 

 
HMPL certified on November 13, 2008 to SERC that MIT-08-1444 was completed on 
September 2, 200814 and submitted the evidence discussed below in support of its certification of 
completion.    
 
SERC reviewed HMPL’s Policy Guideline and Procedure (PGP) “FAC008 – Facility Ratings 
Methodology” and determined that HMPL’s aforementioned document clearly identifies its 
Facility Ratings Methodology and meets the requirements of FAC-008-1 R1. 
 
After review, on January 22, 2009, SERC verified that MIT-08-1444 was completed on 
September 2, 2008 and that HMPL was in compliance with FAC-008-1 R1. 
 
PRC-005-1 R1 and R2 
HMPL’s Mitigation Plan to address its alleged violations of PRC-005-1 R1 and R2 was dated 
and submitted to SERC on January 14, 2009, accepted by SERC on February 19, 2009 and 
approved by NERC on March 9, 2009.  The Mitigation Plan for these alleged violations is 

                                                 
14 The Settlement Agreement incorrectly states that the Mitigation Plan was completed on September 2, 2009. 
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designated as MIT-07-1436 and was submitted as non-public information to FERC on March 10, 
2009 in accordance with FERC orders.   
 
For the alleged violation of PRC-005-1 R1, MIT-07-1436 required HMPL to: 

1. Develop maintenance and testing procedures, intervals and bases for HMPL’s 
generation and transmission Protection Systems.  Revise the HMPL Policy, 
Guideline, and Procedure (PGP) PRC005 (PGP PRC005) to incorporate the new 
procedures; 

2. Implement the revised HMPL PGP PRC005; 

3. Develop testing procedure for communication elements of HMPL’s generation and 
transmission Protection Systems; and 

4. Modify HMPL PGP PRC005 to incorporate test procedures for communications 
elements of protective systems. 

 
For the alleged violation of PRC-005-1 R2, MIT-07-1436 required HMPL to: 

1. Modify HMPL PGP PRC005 to address previous gaps in HMPL’s compliance and 
set specific periods for testing and maintenance of instrument transformers and DC 
circuitry.  

2. Schedule outages for HMPL Station 2 Units 1 & 2 to test instrument transformers in 
accordance with HMPL PGP PRC005. 

3. Identify instrument transformers for testing and test instrument transformers per 
HMPL PGP PRC005.  Record and report test results. 

4. Contract testing of protective relays, current transformers, potential transformers, and 
DC circuitry and have testing performed in accordance with HMPL PGP PRC005, 
transmission and generation Protection System Maintenance and Testing.  The scope 
of work includes inspection and test of 52 Protective Relays at HMPL Substation 4, 
17 Protective Relays at Reid Substation; and 132 current transformers, 6 Capacitive 
Coupled Voltage Transformers and 6 161 kV Potential Transformers at both 
Substations.  Record and report test results. 

 
HMPL states that the actions required in MIT-07-1436 will prevent further violation of the same 
or similar reliability standards requirements in the future, because the modification of HMPL 
PGP PRC005 covers previous gaps in compliance and sets specific periods for testing and 
maintenance of instrument transformers and DC circuitry.  In addition, testing calendars have 
been setup in Microsoft Outlook which alerts compliance personnel of upcoming testing and 
maintenance.  However, to further prevent any future non-compliance, HMPL has retained the 
services of a consultant to help manage its compliance program. 
 
HMPL certified on April 22, 2009 to SERC that MIT-07-1436 was completed on April 8, 2009 
and submitted the evidence discussed below in support of its certification of completion.    
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SERC reviewed HMPL PGP PRC005, V3 and all HMPL’s “Contractor Equipment Testing 
Identification Sheets” for HMPL’s Station 2, Units 1 and 2 (including sheets for current 
transformer and potential transformer testing, pilot relay test sheets, and remaining Protection 
System components).   
 
After review, on April 24, 2009, SERC verified that MIT-07-1436 was completed on April 8, 
2009 and that HMPL was in compliance with PRC-005-1 R1 and R2. 
 
Statement Describing the Proposed Penalty, Sanction or Enforcement Action Imposed 
 

Basis for Determination 
 
Taking into consideration the Commission’s directions in Order No. 693, the NERC Sanction 
Guidelines, and the Commission’s July 3, 2008 Guidance Order,15 the NERC BOTCC reviewed 
the Settlement Agreement and supporting documentation on August 3, 2009.  The NERC 
BOTCC approved the Settlement Agreement, including SERC’s imposition of a financial penalty 
of thirty-five thousand dollars ($35,000) against HMPL based upon SERC’s findings and 
determinations, the NERC BOTCC’s review of the applicable requirements of the Commission-
approved Reliability Standards and the underlying facts and circumstances of the alleged 
violations at issue. 
 
In reaching this determination, the NERC BOTCC considered the following factors: 

1. HMPL has no prior violation of these standards or any closely-related standards 
during the mandatory reliability period;  

2. SERC reported that HMPL cooperated with SERC Staff; 

3. HMPL self-reported three of the alleged violations; and 

4. As described above, HMPL has implemented a wide-range of measures to address the 
alleged violations and to protect against future violations of the same or similar 
requirements.  

 
For the foregoing reasons, the NERC BOTCC approves the Settlement Agreement and finds that 
the proposed thirty-five thousand dollar ($35,000) financial penalty is appropriate for the alleged 
violations and circumstances in question, and is consistent with NERC’s goal to promote and 
ensure reliability of the bulk power system. 
 
Pursuant to Order No. 693, the penalty will be effective upon expiration of the 30 day period 
following the filing of this Notice of Penalty with FERC, or, if FERC decides to review the 
penalty, upon final determination by FERC. 
 
 
 

 
15 North American Electric Reliability Corporation, “Guidance Order on Reliability Notices of Penalty,” 124 FERC 
¶ 61,015 (2008). 
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Attachments to be Included as Part of the Notice of Penalty 
 
The attachments to be included as part of this Notice of Penalty are the following documents and 
material:   

a) HMPL’s self-report dated September 10, 2008 for PRC-005-1 R1 and R2 applicable to 
generation Protection Systems, included as Attachment a; 

b) HMPL’s self-report dated September 12, 2008 for PRC-005-1 R1 applicable to transmission 
Protection Systems, included as Attachment b; 

c) HMPL’s self-report dated September 17, 2008 for CIP-001-1 R3, revising September 12, 
2008 self-report with incorrect requirement cited, included as Attachment c; 

d) SERC Audit Screening Worksheet, dated November 13, 2008, included as Attachment d; 

e) Settlement Agreement by and between HMPL and SERC, dated May 21, 2009, included as 
Attachment e; 

i. Mitigation Plan designated as MIT-08-1443 for HMPL’s alleged violation of CIP-001-1 
R1, dated November 13, 2008, included in the Settlement Agreement as Appendix A-1; 

ii. HMPL’s Certification of Completion for Mitigation Plan designated as MIT-08-1443 for 
HMPL’s alleged violation of CIP-001-1 R1, dated November 13, 2008, included in the 
Settlement Agreement as Appendix A-2; 

iii. SERC’s Verification of Completion for Mitigation Plan designated as MIT-08-1443 for 
HMPL’s alleged violation of CIP-001-1 R1, dated November 23, 2008, included in the 
Settlement Agreement as Appendix A-3; 

iv. Mitigation Plan designated as MIT-07-1229 for HMPL’s alleged violation of CIP-001-1 
R3, dated September 19, 2008, included in the Settlement Agreement as Appendix A-4; 

v. HMPL’s Certification of Completion for Mitigation Plan designated as MIT-07-1229 for 
HMPL’s alleged violation of CIP-001-1 R3, dated September 29, 2008, included in the 
Settlement Agreement as Appendix A-5; 

vi. SERC’s Verification of Completion for Mitigation Plan designated as MIT-07-1229 for 
HMPL’s alleged violation of CIP-001-1 R3, dated January 6, 2009, included in the 
Settlement Agreement as Appendix A-6; 

vii. Mitigation Plan designated as MIT-08-1444 for HMPL’s alleged violation of FAC-008-1 
R1 dated November 13, 2008, included in the Settlement Agreement as Appendix A-7; 

viii. HMPL’s Certification of Completion for Mitigation Plan designated as MIT-08-
1444 for HMPL’s alleged violation of FAC-008-1 R1, dated November 13, 2008, 
included in the Settlement Agreement as Appendix A-8; 

ix. SERC’s Verification of Completion for Mitigation Plan designated as MIT-08-1444 for 
HMPL’s alleged violation of FAC-008-1 R1, dated January 22, 2009, included in the 
Settlement Agreement as Appendix A-9;  
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x. Mitigation Plan designated as MIT-07-1436 for HMPL’s alleged violations of PRC-005-1 
R1 and R2, dated January 14, 2009, included in the Settlement Agreement as Appendix 
A-10; 

xi. HMPL’s Certification of Completion for Mitigation Plan designated as MIT-07-1436 for 
HMPL’s alleged violations of PRC-005-1 R1 and R2, dated April 22, 2009, included in 
the Settlement Agreement as Appendix A-11; and 

xii. SERC’s Verification of Completion for Mitigation Plan designated as MIT-07-1436 for 
HMPL’s alleged violations of PRC-005-1 R1 and R2, dated April 24, 2009, included in 
the Settlement Agreement as Appendix A-12; 

 
A Form of Notice Suitable for Publication 
 
A copy of a notice suitable for publication is included in Attachment f. 
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Notices and Communications 
 
Notices and communications with respect to this filing may be addressed to the following: 

Gerald W. Cauley* 
President and Chief Executive Officer 
David N. Cook*  
Vice President and General Counsel 
North American Electric Reliability Corporation  
116-390 Village Boulevard 
Princeton, NJ 08540-5721 
(609) 452-8060 
(609) 452-9550 – facsimile 
gerry.cauley@nerc.net 
david.cook@nerc.net 
 
For HMPL : 
100 Fifth Street 
Henderson, KY  42420 
 
Gary Quick* 
General Manager 
(270) 826-2726 
(270) 826-9650 facsimile 
gquick@hmpl.net 
 
Steve Smith* 
Reliability Compliance Coordinator 
(270) 826-2726 
(270) 826-9650 facsimile 
ssmith@hmpl.net 
 
Tammy Konsler* 
Reliability Compliance Records Manager 
(270) 826-2726 
(270) 826-9650 facsimile 
tkonsler@hmpl.net 
 
*Persons to be included on the Commission’s 
service list are indicated with an asterisk.  NERC 
requests waiver of the Commission’s rules and 
regulations to permit the inclusion of more than 
two people on the service list. 
 

Rebecca J. Michael* 
Assistant General Counsel 
Holly A. Hawkins* 
Attorney 
North American Electric Reliability      

Corporation 
1120 G Street, N.W. 
Suite 990 
Washington, D.C. 20005-3801 
(202) 393-3998 
(202) 393-3955 – facsimile 
rebecca.michael@nerc.net 
holly.hawkins@nerc.net 
 
For SERC: 
 
SERC Reliability Corporation 
2815 Coliseum Centre Drive 
Charlotte, NC 28217 
 
Thomas J. Galloway 
Interim President and Chief Executive 
Officer 
(704) 940-8205 
(704) 357-7914 – facsimile 
tgalloway@serc1.org 
 
Marisa A. Sifontes * 
Interim Compliance Director and 
Compliance Legal Counsel 
(704) 494-7775  
msifontes@serc1.org 
 
Kenneth B. Keels, Jr.* 
Manager of Compliance Enforcement 
(704) 940-8214 
(704) 357-7914 – facsimile 
kkeels@serc1.org 
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Conclusion 
 
NERC respectfully requests that the Commission accept this Notice of Penalty as compliant with 
its rules, regulations and orders.   

 
Respectfully submitted, 
 

 
Gerald W. Cauley 
President and Chief Executive Officer 
David N. Cook 
Vice President and General Counsel 
North American Electric Reliability Corporation  
116-390 Village Boulevard 
Princeton, NJ 08540-5721 
(609) 452-8060 
(609) 452-9550 – facsimile 
gerry.cauley@nerc.net 
david.cook@nerc.net 

/s/ Rebecca J. Michael 
Rebecca J. Michael 
Assistant General Counsel 
Holly A. Hawkins 
Attorney 
North American Electric Reliability      

Corporation 
1120 G Street, N.W. 
Suite 990 
Washington, D.C. 20005-3801 
(202) 393-3998 
(202) 393-3955 – facsimile 
rebecca.michael@nerc.net 
holly.hawkins@nerc.net 
 

 
cc: Henderson Municipal Power & Light 

SERC Reliability Corporation 
 
Attachments 
 



 

  

 
 
 

Attachment a 
 

HMPL’s self-report dated September 10, 2008 for 
PRC-005-1 R1 and R2 applicable to generation 

Protection Systems 
 





 

  

 
 
 

Attachment b 
 

HMPL’s self-report dated September 12, 2008 for 
PRC-005-1 applicable to transmission 

Protection Systems 

 





 

  

 
 
 

Attachment c 
 

HMPL’s self-report dated September 17, 2008 for 
CIP-001-1 R3, revising September 12, 2008 self-

report with incorrect requirement cited 





 

  

 
 
 

Attachment d 
 

SERC Audit Screening Worksheet, dated 
November 13, 2008 

 



Screening Worksheet 
 

Tracking Number            

               
              

Entity Name   Is Entity Registered? 

Henderson Municipal Power and Light   Yes  
Unregistered Entity      

              
              

Entity Contact  Entity Telephone Number 

Steve Smith  270 826 2726 
Enter Unlisted Contact Name Here      

Enter Unlisted Contact E-Mail and/or Telephone Here      
              

Standard Requirement  Is Issue Still Occurring?  Remedial Action Directive? 

CIP-001  R1  No  No 
              

Date Issue Occurred  Date Issue/Event Reported  Method of Discovery 

 06/18/07  11/13/08   Audit  
              

NERC 48-Hour Reportable?       Threat to BES? 

 No        No 
              

Alleged Violation Applies to: 

BA DP GO GOP LSE PA PSE RC RP RSG TO TOP TP TSP 

        Yes                   
              

Brief Description 

Entity did not have a procedure for the notification of operating personnel of sabotage events or 
multi-site sabotage events until a recent procedure revision. 

              
Detailed Description 

HMPL was found by the audit team in Possible Violation of this requirement. The 
evidence presented was deficient in the following items: A gap in the compliance of HMPL 
between June 18, 2007 and July 23, 2008. For the following reasons; no specific 
language was in an effective procedure for the communication of sabotage events to 
operating personnel nor language addressing multi site sabotage.  Procedure was 
revised and the possible violation addressed appropriately in a revision dated 07/23/08.  
 
 
              

Prepared By Date         
Sam Stryker 11/13/08         
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Tracking Number            

               
              

Entity Name   Is Entity Registered? 

Henderson Municipal Power and Light   Yes  
Unregistered Entity      

              
              

Entity Contact  Entity Telephone Number 

Steve Smith  270 826 2726 
Enter Unlisted Contact Name Here      

Enter Unlisted Contact E-Mail and/or Telephone Here      
              

Standard Requirement  Is Issue Still Occurring?  Remedial Action Directive? 

FAC-008 R1  No  No 
              

Date Issue Occurred  Date Issue/Event Reported  Method of Discovery 

 06/18/07  11/13/08   Audit  
              

NERC 48-Hour Reportable?       Threat to BES? 

 No        No 
              

Alleged Violation Applies to: 

BA DP GO GOP LSE PA PSE RC RP RSG TO TOP TP TSP 

    Yes                Yes       
              

Brief Description 

Entity did not have a procedure for the ratings of generation or transmission facilities that met the 
requirement until a recent revision of HMPL Procedures. 

              
Detailed Description 

HMPL was found by the audit team in Possible Violation of this requirement. The 
evidence presented was deficient in the following items: A gap in compliance existed for 
HMPL  from 6/18/07 to 9/12/08.  Ratings for all facilities had been determined using 
documented acceptable methodologies, but these were not fully compliant with the 
requirement as written.  Procedure was revised and the possible violation addressed 
appropriately in a revision dated 09/12/08.  
 
 
              

Prepared By Date         
Sam Stryker 11/13/08         

 



Screening Worksheet 
 

Tracking Number            

               
              

Entity Name   Is Entity Registered? 

Henderson Municipal Power and Light   Yes  
Unregistered Entity      

              
              

Entity Contact  Entity Telephone Number 

Steve Smith  270 826 2726 
Enter Unlisted Contact Name Here      

Enter Unlisted Contact E-Mail and/or Telephone Here      
              

Standard Requirement  Is Issue Still Occurring?  Remedial Action Directive? 

PRC-005  R1  No  No 
              

Date Issue Occurred  Date Issue/Event Reported  Method of Discovery 

 06/18/07  11/13/08   Audit  
              

NERC 48-Hour Reportable?       Threat to BES? 

 No        No 
              

Alleged Violation Applies to: 

BA DP GO GOP LSE PA PSE RC RP RSG TO TOP TP TSP 

                    Yes       
              

Brief Description 

Entity did not have a maintenance and testing plan that identified intervals and basis for 
transmission system voltage and current sensing devices, associated communication systems and 
DC control circuitry nor was there any basis for the relay or battery interval until a recent procedure 

revision. 

              
Detailed Description 

 HMPL earlier self-reported a violation of R1 as a generator owner, and R2 as both a GO 
and a TO.  The documentation for the transmission system protective systems did not 
address intervals, bases, and M&T summaries for CT’s & PTs, Associated 
Communication Systems, and DC Control Circuitry.  In addition there was no basis for the 
intervals for batteries and relays.  A current procedure being finalized to mitigate the 
earlier self-report contains the necessary intervals, bases, and summaries for both the 
generation and transmission protective systems. 
 
 
 
              

Prepared By Date         
Sam Stryker 11/13/08         

 



 

  

 
 
 

Attachment e 
 

Settlement Agreement by and between HMPL and 
SERC, dated May 21, 2009 
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SETTLEMENT AGREEMENT 
 

OF 
 

SERC RELIABILITY CORPORATION 
 

AND 
 

HENDERSON MUNICIPAL POWER & LIGHT 
 

I.     INTRODUCTION 
 

1. SERC Reliability Corporation (“SERC”) and Henderson Municipal Power & Light 
(“HMPL”) enter int o this S ettlement A greement ( “Settlement A greement”) to 
resolve all outstanding issues arising from a preliminary and non-public assessment 
resulting i n S ERC’s de termination a nd findings, pur suant t o t he N orth American 
Electric R eliability C orporation (“NERC”) R ules of  P rocedure, of fi ve alleged 
violations b y HMPL of NERC R eliability S tandards CIP-001-1, R equirements 1 
and 3 ( SERC T racking N o. 08-109, N ERC V iolation ID N o. SERC200800193; 
SERC Tracking No. 8-154, NERC Violation ID No. SERC200800233), FAC-008-
1, R equirement 1 ( SERC T racking N o. 08-155, NERC Vi olation ID No.  
SERC200800234), and PRC-005-1, Requirements 1 and 2 (SERC Tracking No. 08-
107, N ERC V iolation ID N o. SERC200800191; SERC T racking N o. 08-108, 
NERC Violation ID No.  SERC200800192). 

 
II.   STIPULATION 
 

2. The f acts s tipulated he rein a re s tipulated s olely for t he pur pose of  resolving, 
between HMPL and S ERC, t he m atters di scussed he rein and do not  c onstitute 
stipulations or  a dmissions f or a ny ot her pur pose.  HMPL and SERC he reby 
stipulate and agree to the following: 

 
Background 
 
3. Henderson Municipal Power & Light is a municipal electric utility in the 

Commonwealth of Kentucky established under KRS Chapter 96.  HMPL is governed 
by a five member citizen Utility Commission appointed by the Henderson City 
Commission.  Each member is appointed for a specific three-year period of time and 
the Utility Commission is responsible for all matters related to the daily operation of 
HMPL.  HMPL has approximately 12,500 customers, most of which are located 
within the city limits of Henderson, Kentucky.  The HMPL customer breakdown is 
approximately 80% residential and 20% commercial/industrial.   
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4. HMPL owns two generating facilities, Station 1 and Station 2, which are located 

within the footprint of Big Rivers Electric Corporation (“BREC”), HMPL’s 
Balancing Authority.  HMPL’s Station 1 is a 31 MW 13.8-69kV generation plant 
which was de-commissioned as of September 1, 2008.  Station 2 is an 18-161kV 
generating station with two generators.  Each generator is capable of 178 MW for a 
total of 356 MW.  Both units are operated by Western Kentucky Energy Corporation 
(“WKEC”), which is registered as the registered Generator Operator.  HMPL also 
has four 69kV and two 161kV tie lines with Big Rivers Electric Corporation.  HMPL 
has 34.86 pole miles of 69kV and 22 pole miles of 161kV transmission line.  HMPL 
operates 7 substations to service its customers in the City of Henderson, Kentucky 
and surrounding area. HMPL has both Generation and Transmission Protection 
System elements that impact the Bulk Electric System (BES) and therefore, is subject 
to maintenance and testing program requirements. 

 
5. HMPL, as a Load Serving Entity supplies internal load greater than 100MWs for the 

commercial/industrial and residential customers within its service territory. 
 
6. HMPL is currently listed on the NERC Compliance Registry as a Generator Owner, 

Transmission Owner, Distribution Provider and Load Serving Entity (NCR 01254). 
 

Alleged Violations 
 
Alleged Violation of NERC Reliability Standard PRC-005-1, Requirements 1 and 2 

 
7. NERC Reliability Standard PRC-005-1, Requirement 1 r equires that a Transmission 

Owner or Generator Owner that owns a Protection System “shall have a Protection 
System ma intenance a nd testing program f or Protection Systems th at a ffect t he 
reliability of the Bulk Electric System.”1

    
  

8. NERC Reliability Standard PRC-005-1, Requirement 2 requires that each Transmission 
Owner or Generator Owner that owns a Protection System “provide documentation of its 
Protection S ystem maintenance a nd t esting p rogram,” as w ell as  evidence that i ts 
Protection System devices were maintained and tested within the defined intervals and 
the date each Protection System was last maintained and tested.2
 

 

9. On September 1 0, 2008,  HMPL submitted a s elf-report t o S ERC s tating t hat as a 
Generator Own er, HMPL did not  ha ve doc umented e vidence or  records of  its 
Protection System maintenance program, as required by PRC-005-1, Requirement 1.  

                                              
1 NERC Standard PRC-005-1 – Transmission and Generation Protection System Maintenance and Testing, 

approved by NERC Board of Trustees on May 2, 2006, approved by FERC effective June 18, 2007. 
2Id. 
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HMPL a lso r eported t hat it w as una ble t o ve rify the historical r ecords and c urrent 
status to show the Generation Protection System components had been maintained, 
in accordance w ith PRC-005-1, R equirement 2 . HMPL di scovered t he ga p in its 
records during a n i nternal a ssessment pr ior t o t he a udit. HMPL h ad or iginally 
contracted the operations and maintenance of its facilities to a third-party, but during 
its internal assessment, HMPL found it could not validate records from its contractor. 

 
10. On September 12, 2008 , HMPL submitted an additional self report to SERC stating 

that as a Transmission Owner, HMPL had not performed maintenance and testing on 
certain components of its Transmission Protection System, in accordance with PRC-
005-1, Requirement 2.  Specifically, HMPL reported that it had not performed testing 
on current transformers, DC trip circuits or batteries.  Further, HMPL reported that it 
had not adhered to its testing and maintenance schedule and was behind in testing its 
protective relays.  This gap was discovered by HMPL during its internal assessment 
prior to the audit. 

 
11. After c onfirming HMPL’s N ERC re gistration status, SERC Staff c ommenced its 

detailed c ompliance assessment.  O n S eptember 18, 2008, S ERC S taff i ssued t o 
HMPL a Compliance Assessment Notice advising HMPL of the initiation of a formal 
assessment to determine, in part, its compliance relative to Reliability Standard PRC-
005-1, R equirements 1 a nd 2 a nd di recting H MPL t o pr eserve a ll r elevant r ecords 
and i nformation. At thi s time , SERC S taff pr ovided HMPL w ith a s et o f de tailed 
questions, a s pa rt of  its a ssessment, t o w hich H MPL pr omptly r esponded.  
Specifically, SERC Staff r equested that H MPL verify t he s cope of  i ts Protection 
System c omponents and a  lis t of  the  s pecific generating facilities and s ubstations 
impacted.  SERC S taff pr omptly e stablished direct c ontact w ith representatives of  
HMPL t o begin t he pr ocess of  gathering i nformation a nd doc umentation f or t he 
detailed compliance assessment.  SERC Staff also reported the possible violations to 
NERC, w hich, i n t urn, r eported t he pos sible vi olations t o the F ederal E nergy 
Regulatory C ommission (“Commission”) i n accordance w ith the C ompliance 
Monitoring Enforcement Program (“CMEP”) of the NERC Rules of Procedure.  
 

 
12. During the previously scheduled Compliance Audit on N ovember 13, 20 08, SERC 

auditors found that HMPL also had a possible violation of PRC-005-1, Requirement 
1, a s a T ransmission O wner.  SERC a uditors f ound t hat HMPL di d n ot ha ve a 
maintenance and t esting pl an t hat i dentified i ntervals a nd ba sis and s ummary of  
testing procedures for transmission Protection System devices. 

 
13. During the Compliance Audit, SERC auditors also found evidence that HMPL, as a 

Transmission Owner, had not  performed testing on its Associated Communications 
systems as required by the standard, thereby increasing the scope of components in 
HMPL’s existing alleged violation of PRC-005-1, Requirement 2.  
 



 
Settlement Agreement of Henderson Municipal Power & Light and  
SERC Reliability Corporation  
 

 
Page 4 of 17 

14. On N ovember 20, 2008, S ERC S taff i ssued a n additional C ompliance Assessment 
Notice to HMPL requesting detail on its Associated Communication systems and DC 
Circuitry. 
 

15. SERC S taff f urther concluded t hat t he f acts and evidence s upported a f inding t hat 
HMPL vi olated NERC R eliability S tandard PRC-005-1, R equirements 1 and 2 , 
because the evidence reviewed showed that HMPL did not have sufficient evidence 
of a Protection System maintenance and testing program and lacked documentation 
of the implementation of  that program. Requirements 1 a nd 2 o f NERC Reliability 
Standard PRC-005-1 are both assigned a “High” VRF consistent with the VRF filed 
by NERC in Docket No. RR07-12-000 and approved by the Commission on June 26, 
2007.  SERC Staff concluded that the actual or  foreseeable risk to the reliability of 
the bulk power system as a result of  this alleged violation was low.  While HMPL 
did not have a procedure for testing its relays and associated equipment, it had been 
testing its  pi lot wire e quipment on a n annual ba sis a nd i ts power l ine c arrier 
equipment on a  m onthly ba sis without a  f ormal testing procedure.  Further, w hile 
HMPL's t ransmission protective r elay t esting w as behind schedule, t he relays ha d 
been tested in the past. 

 Alleged Violation of NERC Reliability Standard CIP-001-1, Requirements 1 and 3 
 

16. NERC R eliability S tandard CIP-001-1, R equirement 1 r equires, i n pa rt, t hat e ach 
Load S erving E ntity have “ procedures f or t he r ecognition of  and f or m aking t heir 
operating personnel aware of sabotage events on its facilities…”3

 
 

17. NERC Reliability Standard CIP-001-1, Requirement 3 requires that each Load Serving 
Entity “provide i ts o perating p ersonnel w ith s abotage r esponse guidelines, i ncluding 
personnel to contact, for reporting disturbances due to sabotage events.”4

 
 

18. On September 1 2, 200 8, H MPL s ubmitted a  self-report s tating t hat i t ha d not  
performed t raining of  i ts ope rating pe rsonnel on s abotage r ecognition, HMPL 
submitted this self-report as a possible violation of NERC Reliability Standard CIP-
001-1, Requirement 1. 

 
19. Since HMPL’s self-report addressed the t raining of  i ts personnel and HMPL stated 

that i t di d ha ve a  s abotage pol icy i n pl ace, S ERC S taff c onsidered t his t o m ore 
properly be  a s elf-report for  C IP-001-1, R equirement 3, a nd requested H MPL t o 
submit a revised self-report, which it did on September 17, 2008. 

 

                                              
3 NERC Standard CIP-001-1 –Sabotage Reporting, approved by NERC Board of Trustees on November 1, 

2006, approved by FERC effective June 18, 2007. 

4 Id. 
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20. After confirming H MPL’s r egistration status, SERC S taff c ommenced its de tailed 
compliance a ssessment.  O n S eptember 18, 2008, S ERC Staff i ssued t o H MPL a  
Compliance A ssessment N otice a dvising H MPL of  the  ini tiation of a  f ormal 
assessment to determine, in part, its compliance relative to Reliability Standard CIP-
001-1, R equirement 3 and directing H MPL t o preserve al l r elevant r ecords and  
information. At thi s ti me, SERC S taff pr ovided H MPL w ith a  s et of de tailed 
questions, as pa rt of  its a ssessment, t o w hich H MPL pr omptly r esponded.  
Specifically, SERC S taff r equested t hat H MPL provide doc umentation of  its 
sabotage r esponse guidelines, r ecords t hat pe rsonnel ha d be en i ntroduced t o those 
sabotage guidelines, and HMPL’s policy on training personnel on the recognition of 
sabotage ev ents.  SERC S taff pr omptly e stablished direct c ontact w ith 
representatives o f H MPL t o b egin t he pr ocess of  gathering i nformation a nd 
documentation for the detailed compliance assessment.  SERC Staff also reported the 
possible violations to NERC, which, in turn, reported the possible violations to the 
Commission in accordance with the CMEP of the NERC Rules of Procedure. 

 
21. During t he C ompliance A udit on N ovember 13, 2008, S ERC auditors a lso 

discovered a gap in HMPL’s documentation for compliance with NERC Reliability 
Standard C IP-001-1, R equirement 1.  HMPL p resented Version 2  of its  s abotage 
procedure, t o p rove compliance w ith t he s tandard.  W hen r eviewing the e arlier 
version, SERC auditors found that HMPL, as a Load Serving Entity, failed to have 
language in its procedure, prior to the adoption of Version 2 on July 23, 2008 for the 
recognition of and for making HMPL’s operating personnel aware of sabotage events 
on its f acilities a nd mul ti-site s abotage a ffecting la rger por tions of  the  
Interconnection. 
 

22. As a  result of  i ts i nvestigation, S ERC S taff c oncluded t hat t he f acts a nd e vidence 
supported a finding that HMPL violated Requirements 1 and 3 of CIP-001-1 because 
the evidence reviewed showed that HMPL did not have written procedural content 
that described how to recognize a  sabotage event, and a t what s tage in t he process 
operating pe rsonnel would be  made aw are of  an event.  F urthermore H MPL’s 
operating pe rsonnel ha d not be en i ntroduced, or iented, a nd t rained on pr oper 
sabotage response guidelines.  Requirements 1 a nd 3 of  NERC Reliability Standard 
CIP-001-1 are both assigned a Violation Risk Factor (“VRF”) of “High,” consistent 
with the V RF f iled b y NERC i n D ocket N o. RR07-12-000 a nd approved b y t he 
Commission on June 26 , 2007.  S ERC S taff f urther c oncluded t hat t he a ctual a nd 
foreseeable impact of the alleged violations was low, as there had been no reported 
sabotage ev ent, and if t here ha d been a s abotage event on H MPL’s s ystem, t he 
impact would have been minimal, due to HMPL’s minimal size and limited facilities. 
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 Alleged Violation of NERC Reliability Standard FAC-008-1, Requirement 1 
 
23. NERC R eliability S tandard FAC-008-1, R equirement 1 r equires t hat e ach 

Transmission Owner an d Generator O wner ha ve a doc umented Facility R atings 
Methodology.5

 
 

24. During the Compliance Audit on November 13, 2008, SERC found that HMPL, as a 
Transmission Owner and Generator Owner, did not present sufficient evidence of a 
documented facility ratings methodology for its generation or transmission facilities 
for t he e ntire c ompliance m onitoring pe riod, and di d not  have evi dence of a 
documented Facility R atings M ethodology tha t inc luded all ite ms ide ntified in 
NERC Reliability Standard FAC-008-1, Requirements 1.1 through 1.3.5. 

 
25. On N ovember 20, 2008, S ERC Staff i ssued t o HMPL a  C ompliance A ssessment 

Notice advising HMPL of the initiation of a formal assessment to determine, in part, 
its c ompliance r elative to NERC R eliability S tandard FAC-008-1, R equirement 1,  
and directing HMPL to preserve all relevant records and information.  A t this time, 
SERC S taff pr ovided H MPL w ith a  s et of  detailed que stions, a s part of  i ts 
assessment, t o w hich HMPL pr omptly r esponded.  S pecifically, S ERC S taff 
requested H MPL pr ovide detailed information on the e lements a nd e quipment 
included in its facility ratings methodology. SERC Staff promptly established direct 
contact with representatives of HMPL to begin the process of gathering information 
and doc umentation for t he de tailed compliance as sessment.  S ERC S taff al so 
reported t he pos sible vi olations t o N ERC, w hich, i n t urn, r eported t he pos sible 
violations to the Commission in accordance with the CMEP of the NERC Rules of 
Procedure.   

  
26. SERC S taff concluded t hat t he f acts a nd e vidence s upported a  f inding t hat H MPL 

violated NERC R eliability S tandard FAC-008-1, R equirement 1, because t he 
evidence r eviewed s howed that HMPL did n ot ha ve evidence of  a  documented 
facility ratings methodology.  NERC Reliability S tandard FAC-008-1 is assigned a 
“Medium” VRF consistent with t he VRF f iled b y NERC in Docket No. RR07-12-
000 a nd approved b y t he C ommission on J une 26, 2007.   S ERC S taff further 
concluded t hat t he actual or  foreseeable impa ct of  the  a lleged vi olations on the 
reliability of the bulk power system was low.  While HMPL had failed to document 
its r atings m ethodology, i t had rated each pi ece of equi pment s eparately, ba sed on 
IEEE standards. 

27. On J anuary 7,  2009, HMPL f ormally requested s ettlement di scussions f or t he 
resolution of the alleged violations. 

 

                                              
5 NERC Standard FAC-008-1, Facility Ratings Methodology, approved by NERC Board of Trustees on 

August 7, 2006, approved by FERC effective June 18, 2007. 
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III.   PARTIES’ SEPARATE REPRESENTATIONS 
 

 Statement of SERC and Summary of Findings 
 

28. SERC f inds t hat beginning on J une 18, 2007  and c ontinuing unt il A pril 8, 2009 , 
HMPL, as a G enerator Owner a nd Transmission Owner, did not have documented 
evidence or records of both Protection System maintenance and testing programs for 
its g eneration and tr ansmission Protection Systems.  T his i s a  vi olation of  NERC 
Reliability S tandard PRC-005-1, R equirement 1  f or failing t o h ave do cumentation 
for bot h t ransmission a nd g eneration P rotection S ystem m aintenance a nd t esting 
programs.   

 
29. SERC f inds t hat beginning on J une 18, 2007  and c ontinuing unt il A pril 8, 2009 , 

HMPL, as a G enerator Owner a nd Transmission O wner, f ailed t o provide 
documented evidence or records that all applicable components have been tested and 
maintained.  T his i s a vi olation of  NERC R eliability S tandard PRC-005-1, 
Requirement 2, f or failing to have evidence of  m aintenance and testing for bot h 
transmission and generation elements of the Protection System.   

 
30. SERC f inds t hat beginning on J une 18, 2007  and c ontinuing unt il J uly 23, 2008 , 

HMPL, as a  Load S erving E ntity, failed have a written procedural content tha t 
described ho w t o r ecognize a  s abotage event, and a t w hat s tage i n t he pr ocess 
operating pe rsonnel a re m ade aw are of  t he ev ent.  T his is  a  v iolation of  NERC 
Reliability S tandard CIP-001-1, R equirement 1, f or failing t o ha ve procedure w ith 
content for recognizing Sabotage events. 

 
31. SERC f inds t hat beginning on J une 18 , 2007  and c ontinuing unt il September 29, 

2008, HMPL, as a Load Serving Entity, failed to introduce, orient, and train HMPL’s 
operating personnel on p roper sabotage response guidelines per Entity's procedures.  
This i s a  vi olation of  NERC R eliability S tandard CIP-001-1, R equirement 3, f or 
failing to have Sabotage response guidelines available to operating personnel. 

 
32. SERC finds that beginning on June 18, 2007 and continuing until September 2, 2008, 

HMPL, as a G enerator Owner and Transmission Owner, failed to provide evidence 
of a  documented F acility R atings M ethodology that inc ludes all of  the ite ms 
identified in NERC R eliability S tandard FAC-008-1 Requirement 1.1 t hrough 
Requirement 1.3.5 .  T his i s a  vi olation of  NERC R eliability S tandard FAC-008-1, 
Requirement 1 because the Transmission Owner and Generator Owner did not have a 
documented Facility Ratings Methodology for use in developing facility ratings. 

 
33. SERC considered a number of  factors in determining the penalty for the violations 

including: 

a. HMPL has no prior violation history for any reliability standards. 
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b. HMPL cooperated in a t imely and satisfactory manner with SERC Staff during 
the inve stigation.6

c. HMPL promptly s elf-reported three of  t he al leged violations.  O nce HMPL 
became aw are of  potential d eficiencies in its c ompliance, it f iled self-reports 
with S ERC on  S eptember 1 0, 2008  and S eptember 1 2, 2008 .  While ot her 
possible violations were discovered during the November 13,  2008 c ompliance 
audit, t here w as no evidence t hat H MPL i ntended t o c onceal t his i nformation.  
SERC c ommends HMPL for self-reporting the  three a lleged violations.  T his 
action is a factor in the reduction of the penalty.

  HMPL provided pr ompt r esponses t o a ll of  SERC S taff’s 
data r equests and  cooperated w ith S ERC S taff during meetings be tween the 
parties t o di scuss t hese e vents.  HMPL proactively ini tiated its ow n internal 
investigation and voluntarily provided supporting information to SERC Staff to 
assist in SERC Staff’s review of the facts and circumstances.  This included the 
submission of  detailed mitigation plans, chronological evidence resulting f rom 
internal a ssessments, a nd c opies of  procedures f or r eview. HMPL’s 
comprehensive r esponse to SERC S taff’s questions enabled S ERC S taff t o 
conduct a thorough investigation in an efficient manner. 

7

d. HMPL agreed to resolve this issue via settlement and promptly initiated various 
mitigation actions and preventative m easures before r eceiving a Notice of  
Alleged Violation from SERC. 

  

e. HMPL implemented a w ide-range of  measures in its mitig ation pl ans, a s set 
forth in Paragraphs 39, 41, 43 a nd 45 to protect against future violations of the 
same or similar requirements.8

34. SERC Staff concluded that the actual or foreseeable impact of the alleged violations 
on the reliability of the bulk power system was low, as discussed above.  

  

 
35. SERC agrees that this Settlement Agreement is in the best interest of the parties and 

in the best interest of bulk power system reliability.   
 
Statement of HMPL  
 
36. HMPL neither admits nor denies that the facts set forth and agreed to by the parties 

for purposes of this Agreement constitute violations of NERC Reliability Standards 
CIP-001-1, Requirements 1 & 3, FAC-008-1, Requirement 1, and P RC-005-1, 
Requirements 1 & 2.  HMPL believes its operation and maintenance of the facilities, 
and its compliance program contribute to the reliability of the bulk electricity system 

                                              
6 Revised Policy Statement on Enforcement, 123 FERC ¶ 61,156, P 65 (May 15, 2008). 
7 Policy Statement on Compliance, 125 FERC ¶ 61,058, P 19 (October 16, 2008). 
8 Policy Statement on Compliance, 125 FERC ¶ 61,058 (October 16, 2008).  
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and H MPL i n no w ay compromised t he s afety and r eliability of  t he bu lk e lectric 
system.   
 

37. HMPL has entered into this settlement agreement to avoid lengthy proceedings and 
expedite the  settlement of alleged violations.   Although HMPL does not  admit to, 
nor doe s i t de ny, t he a lleged vi olations of  NERC R eliability S tandards CIP-001-1, 
Requirements 1 & 3, FAC-008-1, Requirement 1, and PRC-005-1, Requirements 1 & 
2, HMPL has agreed to enter int o this S ettlement A greement w ith SERC to avoid 
extended litigation with r espect to the ma tters described or r eferred to herein, to 
avoid uncertainty, and to effectuate a complete and final resolution of the issues set 
forth herein.  HMPL agrees that this agreement is  in the best interest of  the parties 
and in the best interest of maintaining a reliable electric infrastructure.  

 
IV. MITIGATING ACTIONS, REMEDIES AND SANCTIONS 

 
38. HMPL’s Mitigation Plan MIT-08-1443 for NERC R eliability S tandard CIP-001-1, 

Requirement 1 dated November 13, 2008, was accepted by SERC on  February 19 , 
2009 and submitted t o NERC f or i ts a pproval on February 25, 200 9.9

 

  HMPL’s 
Mitigation Plan was completed on July 23, 2008.  HMPL’s Mitigation Plan MIT-08-
1443 is attached hereto as Appendix A-1. 

39. Actions implemented by HMPL in Mitigation Plan MIT-08-1443 will help to prevent 
a recurrence of any similar violation.  Specifically:  

 
a. HMPL revised i ts S abotage R eporting pol icy t o i ncorporate l anguage f or 

recognition of and personnel notification of Sabotage events.  

b. HMPL introduced, oriented, and trained operating personnel on proper sabotage 
response guidelines per HMPL's procedures.   

c. HMPL w ill r eview a nd m odify i ts pol icy a nnually a s appropriate and will 
conduct annual training in September of every year with all operating personnel 
required to attend.  New operations employees will be trained upon hiring in the 
sabotage reporting pol icy.  A  test for comprehension will also be administered 
and remedial tr aining w ill be  provided t o e mployees w ho do not  s ufficiently 
comprehend the Sabotage program.   

d. HMPL has retained the services of a consultant to help manage their compliance 
program.   

                                              
9 SERC staff requested HMPL to submit a mitigation plan, even though the entity was in compliance at the 

time the possible violation was found, in order to document the corrective actions taken by the entity. 
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40. HMPL’s Mitigation Plan MIT-07-1229 for NERC R eliability S tandard CIP-001-1, 
Requirement 3 dated September 19, 2008, was accepted by SERC on November 20, 
2008 and submitted t o NERC f or i ts a pproval on December 11 , 2008 .  H MPL’s 
Mitigation Plan was c ompleted on September 29 , 200 8.  HM PL’s M itigation Plan 
MIT-07-1229 is attached hereto as Appendix A-4. 

 
41. Actions i mplemented b y H MPL in its M itigation Plan MIT-07-1229 will he lp to 

prevent a recurrence of any similar violation of NERC Reliability Standard CIP-001-
1, Requirement 3.  Specifically:  

 
a. HMPL introduced, oriented, and trained operating personnel on proper sabotage 

response guidelines pe r HMPL's pr ocedures after r evising its S abotage 
Reporting pol icy t o i ncorporate l anguage f or recognition of  a nd pe rsonnel 
notification of Sabotage events.   

b. HMPL w ill r eview a nd modify its  pol icy annually as a ppropriate. HMPL w ill 
conduct annual training in September of every year with all operating personnel 
required t o a ttend.  New ope rations employees will be  t rained in t he s abotage 
reporting policy upon hiring.  A test for comprehension will also be administered 
and remedial tr aining w ill be  provided t o e mployees w ho do not  s ufficiently 
comprehend the Sabotage program.   

c. HMPL has retained the services of a consultant to help manage their compliance 
program.  

42. HMPL’s Mitigation Plan MIT-08-1444 for NERC Reliability Standard FAC-008-1, 
Requirement 1 dated November 13, 2008 , was accepted by SERC on February 19,  
2009 a nd submitted t o NERC f or i ts a pproval on February 2 5, 2009.  H MPL’s 
Mitigation Plan was completed on September 2, 2009.  H MPL’s M itigation Plan 
MIT-08-1444 is attached hereto as Appendix A-7. 

 
43. Actions i mplemented b y H MPL in its M itigation Plan MIT-08-1444 will he lp to 

prevent a recurrence of any similar violation.  Specifically:  
 

a. HMPL formally documented i ts current Facility Ratings Methodology used for 
developing Facility Ratings on September 2, 2008.   

i. HMPL’s Policy Guideline a nd Procedure ( “PGP”) “FAC008 – Facility 
Ratings Methodology” addresses Requirement 1 and the sub-requirements of 
FAC-008-1.  T his procedure addresses the methodology utilized by HMPL 
to rate their transmission and generation facilities in accordance with FAC-
008-1.   

ii. HMPL’s PGP “FAC008 – Facility Ratings Methodology” procedure will be 
reviewed annually and revised as ne cessary.  HMPL’s e xisting line s a re 
rated according to this methodology and new lines will be rated accordingly.   
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iii. HMPL w ill ma intain documentation sheets of a ll B PS e quipment w ith 
ratings, both summer and winter, and unique identifiers.   

iv. All H MPL de sign pe rsonnel ha ve reviewed the m ethodology and will 
employ it in  the future design of the BPS elements.  HMPL is utilizing the 
methodology currently u sed by HMPL's Transmission Operator.  This will 
provide for future uniform ratings across the western Kentucky region.   

v. HMPL ha s retained the s ervices of  a consultant t o he lp manage t heir 
compliance with the NERC Reliability Standards. 

44. HMPL’s Mitigation Plan MIT-07-1436 for NERC R eliability S tandard PRC-005-1 
R1 and R2 dated January 14, 2009, was accepted by SERC on February 19, 2009 and 
submitted to NERC for its approval on February 25, 2009.  HMPL’s Mitigation Plan 
was completed on April 8, 2009.  HMPL’s Mitigation Plan MIT-07-1436 is attached 
hereto as Appendix A-10. 

 
45. Actions implemented by HMPL in its Mitigation Plan (see Appendix A-10) will help 

to prevent a recurrence of any similar violation.  Specifically:  
 

a. For the  Mitigation Plan detail associated with NERC Reliability S tandard PRC-
005-1, Requirement1:   

i. HMPL's Generation and Transmission Protection Systems program section of 
the Mitigation plan consisted of  developing p rocedures, intervals, basis, and 
incorporating into HMPL's PGP PRC005.  

ii. HMPL impl emented the ne w PGP PRC005 and de veloped t he pr ogram t o 
include all elements of the Protection System per NERC Reliability Standard 
PRC-005-1 Requirement 1.  

b. For the  Mitigation Plan detail associated with NERC Reliability S tandard PRC-
005-1, Requirement 2:  

i. HMPL's G eneration a nd T ransmission P rotection S ystems maintenance 
section of the  M itigation Plan c onsisted of  t esting a nd m aintaining t he 
Generation a nd T ransmission P rotection S ystems c omponents as de fined i n 
NERC Reliability Standard PRC-005-1, Requirement 2. 

ii. The M itigation P lan c onsisted of  s cheduling o utages f or H MPL S tation 2 , 
Units 1 &  2 t o t est i nstrument t ransformers i n a ccordance w ith t he ne wly 
implemented program, identifying instrument transformers for testing, testing 
instrument transformers, recording test results and reports.  

iii. HMPL us ed a  c ontractor t o pe rform t esting o f pr otective r elays, current 
transformers, potential transformers, and DC circuitry in accordance with its 
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PGP PR C005, f or bot h T ransmission a nd Generation P rotection S ystem 
Maintenance and Testing.  

iv. Modification of  HMPL’s PGP PRC005 addresses previous gaps in HMPL’s 
compliance and  sets s pecific pe riods f or t esting and maintenance of 
instrument transformers and DC circuitry.  In addition, testing calendars have 
been s etup i n M icrosoft Outlook that w ill a lert compliance pe rsonnel of  
upcoming testing and maintenance intervals.   

v. In addition, HMPL has retained the services of a consultant to help manage its 
program for compliance with the NERC Reliability Standards.  

46. SERC has reviewed the preventative measures described in the Mitigation Plans and 
has de termined that the se me asures w ill a ssist HMPL in improving pr ospective 
compliance with the r equirements of  a ll of  the  R eliability S tandards, inc luding 
NERC R eliability S tandards CIP-001-1, F AC-008-1 a nd P RC-005-1 and w ill 
ultimately e nhance the  r eliability of  th e bul k power s ystem w ithin a n a ppropriate 
time-frame.     
 

47. For NERC Reliability Standard PRC-005-1, Requirements 1 and 2, SERC reviewed 
HMPL's PG P PR C005. SERC al so reviewed all “Contractor E quipment T esting 
Identification Sheets” fo r HMPL’s Station Two, Unit One CT & PT Testing, pilot 
relay test sheets, and remaining Protection System components. 

 
48. For NERC R eliability S tandard FAC-008-1, S ERC r eviewed HMPL’s PGP 

“FAC008 – Facility R atings M ethodology” pol icy a nd de termined t hat H MPL’s 
aforementioned document clearly identifies their Facility Ratings Methodology and 
meets the requirements of FAC-008-1 R1  

 
49. Specifically f or NERC R eliability S tandard CIP-001 R 1 a nd R 3, S ERC r eviewed 

HMPL sabotage pr ocedure, “ HMPL P olicy TD-609” a nd va lidated t hat the pr oper 
content for sabotage elements existed.  S ERC also validated that HMPL performed 
orientation and training of its personnel on sabotage response guidelines as required 
by its procedure.  SERC reviewed the training roster, and a representative sample of 
tests t aken by H MPL employees to s how comprehension of  HMPL’s sa botage 
procedure, HMPL’s t raining r oster a nd s ignup sheet da ted S eptember 22 a nd 29 , 
2008. 

 
50. SERC Staff also considered the specific facts and circumstances of the violation and 

HMPL’s a ctions i n r esponse t o t he a lleged vi olation i n de termining a  pr oposed 
penalty th at me ets th e r equirement i n S ection 2 15 of  t he F ederal P ower A ct t hat 
“[a]ny pe nalty i mposed unde r t his s ection s hall be ar a r easonable r elation t o t he 
seriousness of the violation and shall take into consideration the efforts of [HMPL] to 
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remedy the violation in a timely manner.”10

a. HMPL has no p rior vi olation of  t his Standard or an y closely-related standard 
during the mandatory reliability period. 

  The factors considered by SERC Staff 
in t he de termination of  t he a ppropriate pe nalty for HMPL’s a lleged violations of 
NERC Reliability Standards CIP-001-1, FAC-008-1, and PRC-005-1 pursuant to this 
Settlement Agreement included the following: 

b. HMPL cooperated in both a time ly and satisfactory manner with SERC S taff 
during the i nvestigation.11

c. HMPL promptly s elf-reported three of  the a lleged violations.  HMPL’s 
diligence in self-reporting the events to SERC are commendable and a factor in 
a reduction of the penalty.

  HMPL provided prompt r esponses t o all of  SERC 
Staff’s data requests and cooperated with SERC Staff during meetings between 
the parties to discuss these events.  HMPL proactively initiated its own internal 
investigation and voluntarily provided supporting information to SERC Staff to 
assist in SERC Staff’s review of the facts and circumstances.  This included the 
submission of detailed mitigation plans, chronological evidence resulting from 
internal a ssessments, and c opies o f pr ocedures f or r eview. HMPL’s 
comprehensive r esponse to SERC S taff’s questions enabled SERC S taff t o 
conduct a thorough investigation in an efficient manner. 

12

d. HMPL agreed to resolve this issue via settlement and promptly initiated various 
mitigation a nd pr eventative m easures b efore r eceiving a  N otice of  A lleged 
Violation from SERC. 

 

e. As de scribed above, HMPL has impl emented a w ide-range o f m easures t o 
address t he a lleged vi olations and t o pr otect a gainst f uture vi olations o f t he 
same or similar requirements, as set forth in Paragraphs 39, 41, 43 and 45.       

51. Based on t he above f actors, a s w ell a s t he m itigation a ctions a nd pr eventative 
measures taken, HMPL shall pay $35,000 to SERC as set forth in this Settlement 
Agreement.  HMPL shall remit the payment to SERC via check, or by wire transfer 
to a n a ccount t o be  i dentified b y S ERC ( “SERC A ccount”), w ithin t wenty da ys 
after SERC provides HMPL with a notice of penalty payment due and invoice, to 
be is sued by S ERC a fter thi s S ettlement A greement is  e ither a pproved by the  
Commission or  by operation of  l aw.  S ERC shall not ify NERC, and NERC shall 
notify the Commission, if the payment is not timely received.  If HMPL does not 
remit the  pa yment b y th e r equired date, interest pa yable to SERC w ill begin to 

                                              
10 16 U.S.C. § 824o(e)(6). 
11 Revised Policy Statement on Enforcement, 123 FERC ¶ 61,156, P 65 (May 15, 2008). 
12 Policy Statement on Compliance, 125 FERC ¶ 61,058, P 19 (October 16, 2008). 
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accrue pur suant t o t he Commission’s r egulations a t 18 C .F.R. §35.19a (a)(2)(iii) 
from the date that payment is due, and shall be payable in addition to the payment.  

 
52. Failure to make a timely penalty payment or to comply with any of the terms and 

conditions agreed to herein, or any other conditions of this Settlement Agreement, 
may subject HMPL to new or additional enforcement, penalty or sanction actions in 
accordance w ith t he N ERC R ules of  P rocedure.  HMPL will r etain all rights to 
defend against s uch enforcement actions i n a ccordance w ith t he N ERC R ules of  
Procedure.   

 
V.   ADDITIONAL TERMS 

 
53. The s ignatories to the S ettlement A greement a gree th at the y enter int o t he 

Settlement A greement vol untarily a nd that, other tha n the r ecitations s et f orth 
herein, no t ender, offer or promise of any kind by any member, employee, officer, 
director, agent or  representative of  SERC or HMPL has been made to induce the 
signatories or  a ny ot her pa rty to enter int o the S ettlement A greement.  T he 
signatories a gree t hat t he te rms a nd c onditions of thi s S ettlement A greement a re 
consistent w ith t he C ommission’s r egulations a nd or ders, and N ERC’s Rules of  
Procedure. 

 
54. SERC s hall r eport th e t erms of  all s ettlements of c ompliance ma tters t o NERC.  

NERC will review the settlement for the purpose of evaluating its consistency with 
other s ettlements e ntered into for s imilar vi olations or  unde r ot her, similar 
circumstances.  Based on this review, NERC will either approve the settlement or 
reject the settlement and notify SERC and HMPL of changes to the settlement that 
would r esult i n a pproval.  If N ERC r ejects t he s ettlement, N ERC w ill pr ovide 
specific w ritten r easons f or s uch r ejection a nd S ERC will a ttempt to  ne gotiate a  
revised settlement agreement with HMPL including any changes to the settlement 
specified by N ERC.  If a s ettlement cannot  be  r eached, the enf orcement pr ocess 
shall c ontinue t o c onclusion.  If NERC a pproves t he s ettlement, N ERC w ill ( i) 
report the approved settlement to the Commission for the Commission’s review and 
approval b y order or  o peration of  l aw and ( ii) publicly post thi s S ettlement 
Agreement.  

 
55. This S ettlement A greement s hall be come e ffective upon the C ommission’s 

approval of the Settlement Agreement by order or operation of law as submitted to 
it or as modified in a manner acceptable to the parties.   

 
56. HMPL agrees tha t thi s Settlement Agreement, when approved b y NERC and the 

Commission, shall r epresent a  f inal s ettlement of a ll ma tters s et f orth herein and 
HMPL waives its right to further hearings and appeal, unless and only to the extent 
that HMPL contends t hat a ny N ERC or  C ommission a ction on t he Settlement 
Agreement c ontains on e or  m ore m aterial modifications t o t he S ettlement 
Agreement.  SERC reserves a ll r ights to initiate enforcement, penalty o r sanction 
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actions a gainst HMPL in a ccordance w ith t he N ERC R ules of  P rocedure i n t he 
event that HMPL fails to comply with the mitigation plan and compliance program 
agreed to in this Settlement Agreement.  In the event HMPL fails to comply with 
any of the stipulations, remedies, sanctions or additional terms, as set forth in this 
Settlement Agreement, SERC will initiate enforcement, penalty, or sanction actions 
against HMPL to the maximum extent allowed by the NERC Rules of Procedure, 
up to the m aximum s tatutorily allowed penalty. Except a s ot herwise s pecified in 
this S ettlement A greement, HMPL shall retain all r ights to defend a gainst s uch 
enforcement actions, also according to the NERC Rules of Procedure. 

 
57. Each of the undersigned warrants that he or she is an authorized representative of 

the entity designated, is authorized to bind such entity and accepts the Settlement 
Agreement on the entity’s behalf. 

 
58. The unde rsigned r epresentative of  each party affirms t hat he  or  s he ha s r ead the 

Settlement Agreement, that all of the matters set forth in the Settlement Agreement 
are true and correct to the best of his or her knowledge, information and belief, and 
that he  or  she understands t hat t he S ettlement Agreement i s ent ered into by such 
party in express r eliance on t hose r epresentations, pr ovided, ho wever, t hat s uch 
affirmation b y each p arty’s representative s hall not  a pply t o t he ot her pa rty’s 
statements of position set forth in Section III of this Settlement Agreement. 

 
59. The Settlement Agreement may be signed in counterparts. 

 
60. This S ettlement A greement i s ex ecuted in duplicate, each of which so executed 

shall be deemed to be an original.  
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APPENDIX A 
TO 

SETTLEMENT AGREEMENT 
OF 

SERC RELIABILITY CORPORATION 
AND 

HMPL MUNICIPAL POWER & LIGHT 
 
 
 

(1) HMPL’S Mitigation Plan for CIP-001-1, R1 
 

(2) HMPL’s Certification of Mitigation Plan Completion for CIP-001-1, R1 
 

(3) Statement of SERC Reliability Corporation Compliance Staff Regarding 
Completion of HMPL’s Mitigation Plan for CIP-001-1, R1 

 
(4) HMPL’S Mitigation Plan for CIP-001-1, R3 

 
(5) HMPL’s Certification of Mitigation Plan Completion for CIP-001-1, R3 

 
(6) Statement of SERC Reliability Corporation Compliance Staff Regarding 

Completion of HMPL’s Mitigation Plan for CIP-001-1, R3 
 

(7) HMPL’S Mitigation Plan for FAC-008-1, R1 
 

(8) HMPL’s Certification of Mitigation Plan Completion for FAC-008-1, R1 
 

(9) Statement of SERC Reliability Corporation Compliance Staff Regarding 
Completion of HMPL’s Mitigation Plan for FAC-008-1, R1 

 
(10) HMPL’S Mitigation Plan for PRC-005, R1&R2 

 
(11) HMPL’s Certification of Mitigation Plan Completion for PRC-005, R1&R2 

 
(12) Statement of SERC Reliability Corporation Compliance Staff Regarding 

Completion of HMPL’s Mitigation Plan for PRC-005, R1&R2 
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Mitigation Plan Submittal Form

Date this Mitigation Plan is being submitted: November 13, 2008

If this Mitigation Plan has already been completed:

• Check this box ~ and
• Provide the Date of Completion of the Mitigation Plan: July 23, 2008

Section A: Compliance Notices1

• Section 6.2 of the CMEP' sets forth the information that must be included in a
Mitigation Plan. The Mitigation Plan must include:

(1) The Registered Entity's point of contact for the Mitigation Plan, who shall be a
person (i) responsible for filing the Mitigation Plan, (ii) technically knowledgeable
regarding the Mitigation Plan, and (iii) authorized and competent to respond to
questions regarding the status of the Mitigation Plan. This person may be the
Registered Entity's point of contact described in Section 2.0.

(2) The Alleged or Confirmed Violation(s) of Reliability Standard(s) the Mitigation
Plan will correct.

(3) The cause of the Alleged or Confirmed Violation(s).

(4) The Registered Entity's action plan to correct the Alleged or Confirmed
Violation(s).

(5) The Registered Entity's action plan to prevent recurrence of the Alleged or
Confirmed violation(s).

(6) The anticipated impact of the Mitigation Plan on the bulk power system reliability
and an action plan to mitigate any increased risk to the reliability of the bulk
power-system while the Mitigation Plan is being implemented.

I This document will become part of the public record to be included in the Notice of Penalty filing
to be submitted to the Federal Energy Regulatory Commission (Commission) upon determination
that a confirmed violation has occurred or in the event a settlement agreement is reached
between the Registered Entity and the Regional Entity. The entire document will be submitted as
part of the public record, unless the Registered Entity marks specific information as confidential
Critical Energy Infrastructure Information or Privileged Information in accordance with the NERC
Rules of Procedure Section 1500 and the Commission's regulations, rules and orders. The
Registered Entity must provide adequate justification supporting designation of information that is
submitted to the Commission as Confidential Information. Until such time as this document is
submitted to the Commission, it will remain confidential within NERC and the Regional Entity
compliance organization pursuant to Section 1500 of the Rules of Procedure.

2 "Uniform Compliance Monitoring and Enforcement Program of the North American Electric
Reliability Corporation;" a copy of the current version approved by the Federal Energy Regulatory
Commission is posted on NERC's website.
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(7) A timetable for completion of the Mitigation Plan including the completion date by
which the Mitigation Plan will be fully implemented and the Alleged or Confirmed
Violation(s) corrected.

(8) Implementation milestones no more than three (3) months apart for Mitigation
Plans with expected completion dates more than three (3) months from the date
of submission. Additional violations could be determined for not completing work
associated with accepted milestones.

(9) Any other information deemed necessary or appropriate.

(10) The Mitigation Plan shall be signed by an officer, employee. attorney or other
authorized representative of the Registered Entity, which if applicable, shall be
the person that signed the Self-Certification or Self Reporting submittals.

• This submittal form shall be used to provide a required Mitigation Plan for review and
approval by SERC and NERC.

• The Mitigation Plan shall be submitted to SERC and NERC as confidential
information in accordance with Section 1500 of the NERC Rules of Procedure.

• This Mitigation Plan form may be used to address one or more related violations of
one Reliability Standard. A separate mitigation plan is required to address violations
with respect to each additional Reliability Standard, as applicable.

• If the Mitigation Plan is approved by SERC and NERC, a copy of this Mitigation Plan
will be provided to the Federal Energy Regulatory Commission in accordance with
applicable Commission rules, regulations and orders.

• SERC or NERC may reject Mitigation Plans that they determine to be incomplete or
inadequate.

• Remedial action directives also may be issued as necessary to ensure reliability of
the bulk power system.

Section B: Registered Entity Information

B.1 Identify your organization:

Company Name: Henderson Municipal Power and Light
Company Address: 100 Fifth Street Henderson, KY 42420
NERC Compliance Registry 10 [if known]: NERCOl254

B.2 Identify the individual in your organization who will serve as the Contact
to SERC regarding this Mitigation Plan. This person shall be technically
knowledgeable regarding this Mitigation Plan and authorized to respond
to SERC regarding this Mitigation Plan.

Name: Steve Smith

Derived from NERC Form Version 1.7
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Title:
Email:
Phone:

Transmission And Distribution Manager
SSmith@hmpl.nel
270-827-2726
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Section C: Identity of Reliability Standard Violations
Associated with this Mitigation Plan

This Mitigation Plan is associated with the following violation(s) of the reliability
standard listed below:

C.1 Standard: CIP-OOI-I
{Identify by Standard Acronym (e.g. FAC-001-1)J

C.2 Requirement(s) violated and violation dates:
{Enter information in the fol/owing Table]

NERC Violation 10 # SERC Requirement Violation Daten
[if known] Violation 10 Violated

# (e.g. R3.2)
[if known J

R1 06/18/2007

(0) Note: The Violation Date shall be: (i) the date that the violation occurred; (ii) the date that the
violation was self-reported; or (iii) the date that the violation has been deemed to have occurred
on by SERG. Questions regarding the date to use should be directed to SERC.

C.3 Identify the cause of the violation(s) identified above:

No method was in place for notifying operating personnel in the tield of
sabotage events from June 18, 2007 to September 22, 2008
[Provide your response here; additional detailed information may be provided as an
attachment as necessary]

C.4 [Optional] Provide any relevant additional information regarding the
violations associated with this Mitigation Plan:

This possible violation was identified during a SERe Audit on ovember 12'h
and 13 th

[Provide your response here; additional detailed information may be provided as an
attachment as necessary)
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Section D: Details of Proposed Mitigation Plan

Mitigation Plan Contents

0.1 Identify and describe the action plan, including specific tasks and actions
that your organization is proposing to undertake, or which it undertook if
this Mitigation Plan has been completed, to correct the violations
identified above in Part C.2 of this form:

HMPL revised its Sabotage Reporting policy to incorporate language for
recognition of and personnel notification of Sabotage events. This policy was
modified on January 19,2009. A copy of the program is included for review.
(Provide your response here; additional detailed information may be provided as an
attachment as necessary]

Check this box ~ and proceed to Section E of this form if this Mitigation
Plan, as set forth in Part 0.1, has already been completed; otherwise
respond to Part 0.2, 0.3 and, optionally, Part 0.4, below.

Mitigation Plan Timeline and Milestones

0.2 Provide the timetable for completion of the Mitigation Plan, including the
completion date by which the Mitigation Plan will be fully implemented
and the violations associated with this Mitigation Plan are corrected:

0.3 Enter Milestone Activities, with completion dates, that your organization
is proposing for this Mitigation Plan:

Milestone Activity Proposed Completion Date'
(shall not be more than 3 months apart)

(') Note: Implementation milestones no more than three (3) months apart for Mitigation Plans with
expected completion dates more than three (3) months from the date of submission. Additional
violations could be determined for not completing work associated with accepted milestones.

(Note: Provide your response here; additional detailed information may be provided as an
attachment as necessary)
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HiViP&L
Certification of a Completed Mitigation Plan

SERC Reliability Corporation
Violation Mitigation Plan Closure Form

Name of Registered Entity submitting certification: Henderson Municipal Power and
Light

Date of Certification: November 13, 2008

Name of Standard and the Requirement(s) of mitigated violation(s): FAC-008-1 R1

SERC Tracking Number (contact SERC if not known):

NERC Violation ID Number (if assigned):

Date of completion of the Mitigation Plan: September 2, 2008

Summary of all actions described in Part D of the relevant mitigation plan: HMPL
developed policy PGP FAC008 to formally develop facilities rating methodology
consistent with Requirement 1 and its subparts. Prior to this formalized procedure
HMPL Standard Operating Procedures #1 and #12 were utilized to rate facilities. These
documents did not have origination or revision dates.

Description of the information provided to SERC for their evaluation: A copy of HMPL
PGP FAC008 Revision 2.

I certify that the mitigation plan for the above-named violation has been completed on
the date shown above. In doing so, I certify that all required mitigation plan actions
described in Part D of the relevant mitigation plan have been completed, compliance
has been restored, the above-named entity is currently compliant with all of the
requirements of the referenced standard, and that all information submitted information
is complete and correct to the best of my knowledge.

Name: Steve Smith
Title: T&D Manager
Entity: Henderson Municipal Power and Light
Email: ssmith@hmpl.net
Phone: 270-826-2726 ()

Designated Signature ~. ~d=
- ~

Date /I / J -aP

[NOTE - Closure Form should be signed by same individual that signed Mitigation Plan]

(Form Revised August 13, 2008)

100 FIFTH STREET P.O. BOX 8 HENDERSON, KENTUCKY 42419-0008 (270) 826·2726 FAX (270) 826-9650
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Statement of SERC Reliability Corporation Compliance Staff Regarding 
Completion of Mitigation Plan 

 
Registered Entity:  Henderson Municipal Power & Light (HMPL) 
SERC Tracking ID:  08-155 
NERC Violation No: SERC200800234 
NERC Mitigation Plan ID: MIT-08-1444 
Standard:    FAC-008-1 
Requirements:    R1 
 
 
Violation Summary: 
Entity, as a Generator/Transmission Owner, failed to provide evidence of a documented 
Facility Ratings Methodology that includes all of the items identified in FAC-008-1 
Requirement 1.1 through FAC-008-1 Requirement 1.3.5.  This is a violation of FAC-008-
1, Requirement 1 because the Transmission Owner and Generation Owner did not have 
a documented Facility Ratings Methodology for use in developing facility ratings.  This 
occurrence endured for from June 18, 2007 and was mitigated on September 2, 2008. 
 
Mitigation Plan Summary: 
HMPL’s Mitigation Plan to address the referenced violation was submitted on November 
13, 2008 and was accepted by SERC on February 19, 2009 and approved by NERC on 
March 9, 2009.  The Mitigation Plan is identified as MIT-08-1444 and was submitted as 
non-public information to FERC on March 10, 2009 in accordance with FERC orders. 
  
Entity formally documented its Facility Ratings Methodology used for developing Facility 
Ratings on September 2, 2008.  The documented methodology addresses Requirement 
1 and its sub-requirements of FAC-008-1.  Entity’s methodology will be utilized to rate 
their transmission and generation facilities in accordance with FAC-008-1. 
 
SERC’s Monitoring of Registered Entity’s Mitigation Plan Progress: 
SERC Reliability Corporation Compliance Staff (“SERC Staff”) monitors the Registered 
Entity’s progress towards completion of its Mitigation Plans in accordance with Section 
6.0 of the uniform Compliance Monitoring and Enforcement Program, (“CMEP”).  
Pursuant to the CMEP, Registered Entities are required to establish implementation  
milestones no more than three (3) months apart.  SERC Staff solicits quarterly reports 
from all Registered Entities with open mitigation plans to monitor the progress on 
completion of milestones.  SERC Staff also produces and reviews daily Mitigation Plan 
status reports highlighting Mitigation Plans that are nearing the scheduled completion 
date.  If the Registered Entity fails to complete its Mitigation Plan according to schedule, 
appropriate additional enforcement action is initiated to assure compliance is attained. 
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Mitigation Plan Completion Review Process: 
HMPL certified on November 13, 2008 that the subject Mitigation Plan was completed 
on September 2, 2008.  A SERC compliance staff member reviewed the evidence 
submitted in a manner similar to a compliance audit.  That action was followed by 
another compliance staff member’s peer review of the initial conclusion. 
 
Evidence Reviewed: 
HMPL submitted and SERC Staff reviewed the following evidence in support of its 
certification that its Mitigation Plan was completed in accordance with its terms:  
 
HMPL’s Policy Guideline and Procedure (“PGP”) “FAC008 – Facility Ratings 
Methodology” procedure addresses Requirement 1 and its sub-requirements of FAC-
008-1.  
HMPL’s PGP “FAC008 – Facility Ratings Methodology” will be reviewed annually and 
revised as necessary.  HMPL’s existing lines are rated according to this methodology 
and new lines will be rated accordingly. 
 
Conclusion: 
On January 22, 2009, SERC Reliability Corporation Compliance Staff (“SERC Staff”) 
completed its review of the evidence submitted by HMPL in support of its Certification of 
Completion of the subject Mitigation Plan.  Based on its review of the evidence 
submitted, SERC Staff verifies that, in its professional judgment, all required actions in 
the Mitigation Plan have been completed and HMPL is in compliance with the subject 
Reliability Standard Requirements. 
 
This Statement, along with the subject Mitigation Plan, may become part of a public 
record upon final disposition of the possible violation. 
 
Respectfully Submitted, 
Mickey Bellard 
Mike Vastano 
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Mitigation Plan Submittal Form 
 
Date this Mitigation Plan is being submitted: January 14, 2009 
 
If this Mitigation Plan has already been completed: 

• Check this box  and  

• Provide the Date of Completion of the Mitigation Plan:       

 
Section A:  Compliance Notices1 
 

• Section 6.2 of the CMEP2 sets forth the information that must be included in a 
Mitigation Plan.  The Mitigation Plan must include: 

(1) The Registered Entity’s point of contact for the Mitigation Plan, who shall be a 
person (i) responsible for filing the Mitigation Plan, (ii) technically knowledgeable 
regarding the Mitigation Plan, and (iii) authorized and competent to respond to 
questions regarding the status of the Mitigation Plan. This person may be the 
Registered Entity’s point of contact described in Section 2.0. 

(2) The Alleged or Confirmed Violation(s) of Reliability Standard(s) the Mitigation 
Plan will correct. 

(3) The cause of the Alleged or Confirmed Violation(s). 

(4) The Registered Entity’s action plan to correct the Alleged or Confirmed 
Violation(s). 

(5) The Registered Entity’s action plan to prevent recurrence of the Alleged or 
Confirmed violation(s). 

(6) The anticipated impact of the Mitigation Plan on the bulk power system reliability 
and an action plan to mitigate any increased risk to the reliability of the bulk 
power-system while the Mitigation Plan is being implemented. 

                                                 
1
 This document will become part of the public record to be included in the Notice of Penalty filing 

to be submitted to the Federal Energy Regulatory Commission (Commission) upon determination 
that a confirmed violation has occurred or in the event a settlement agreement is reached 
between the Registered Entity and the Regional Entity.  The entire document will be submitted as 
part of the public record, unless the Registered Entity marks specific information as confidential 
Critical Energy Infrastructure Information or Privileged Information in accordance with the NERC 
Rules of Procedure Section 1500 and the Commission’s regulations, rules and orders.  The 
Registered Entity must provide adequate justification supporting designation of information that is 
submitted to the Commission as Confidential Information.  Until such time as this document is 
submitted to the Commission, it will remain confidential within NERC and the Regional Entity 
compliance organization pursuant to Section 1500 of the Rules of Procedure. 
 
2
 “Uniform Compliance Monitoring and Enforcement Program of the North American Electric 

Reliability Corporation;” a copy of the current version approved by the Federal Energy Regulatory 
Commission is posted on NERC’s website.  

APPENDIX A-10
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(7) A timetable for completion of the Mitigation Plan including the completion date by 
which the Mitigation Plan will be fully implemented and the Alleged or Confirmed 
Violation(s) corrected. 

(8) Implementation milestones no more than three (3) months apart for Mitigation 
Plans with expected completion dates more than three (3) months from the date 
of submission.  Additional violations could be determined for not completing work 
associated with accepted milestones. 

(9) Any other information deemed necessary or appropriate. 

(10) The Mitigation Plan shall be signed by an officer, employee, attorney or other 
authorized representative of the Registered Entity, which if applicable, shall be 
the person that signed the Self-Certification or Self Reporting submittals. 

• This submittal form shall be used to provide a required Mitigation Plan for review and 
approval by SERC and NERC.  

• The Mitigation Plan shall be submitted to SERC and NERC as confidential 
information in accordance with Section 1500 of the NERC Rules of Procedure. 

• This Mitigation Plan form may be used to address one or more related violations of 
one Reliability Standard.  A separate mitigation plan is required to address violations 
with respect to each additional Reliability Standard, as applicable. 

• If the Mitigation Plan is approved by SERC and NERC, a copy of this Mitigation Plan 
will be provided to the Federal Energy Regulatory Commission in accordance with 
applicable Commission rules, regulations and orders.  

• SERC or NERC may reject Mitigation Plans that they determine to be incomplete or 
inadequate.   

• Remedial action directives also may be issued as necessary to ensure reliability of 
the bulk power system. 

 
Section B:  Registered Entity Information 
 
B.1   Identify your organization: 

 
Company Name: Henderson Municipal Power and Light   
Company Address: 100 Fifth Street Henderson, Kentucky 42420   
NERC Compliance Registry ID [if known]: NERC01254  

 
 

B.2   Identify the individual in your organization who will serve as the Contact 
to SERC regarding this Mitigation Plan. This person shall be technically 
knowledgeable regarding this Mitigation Plan and authorized to respond 
to SERC regarding this Mitigation Plan. 

 
Name: Steve Smith   

APPENDIX A-10
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Title:  Transmission And Distribution Manager 
Email:  SSmith@hmpl.net 
Phone: 270-827-2726 
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Section C:  Identity of Reliability Standard Violations 
Associated with this Mitigation Plan 

 
This Mitigation Plan is associated with the following violation(s) of the reliability 
standard listed below: 

 
C.1   Standard:  PRC-005-1 

[Identify by Standard Acronym (e.g. FAC-001-1)] 

 
C.2   Requirement(s) violated and violation dates: 

[Enter information in the following Table] 

 

 

 

 

 

 

 

 
(*) Note: The Violation Date shall be: (i) the date that the violation occurred; (ii) the date that the 
violation was self-reported; or (iii) the date that the violation has been deemed to have occurred 
on by SERC.  Questions regarding the date to use should be directed to SERC.      
 
C.3   Identify the cause of the violation(s) identified above: 
 

Violation 2008-107 R1 was a self report dated September 10, 2008 for 

Generation Protection Systems.  Maintenance and testing procedures for 

instrument transformers had not been developed for HMPL Station 2 Units 1 & 

2.  Subsequently, during the SERC Audit on November 12 &13, 2008, SERC 

Auditors uncovered a potential violation with the Transmission Protection 

System.  HMPL did not have a maintenance and testing procedure for protection 

system communications.  HMPL owns a power line carrier and pilot wire 

protection scheme. 

Violation 2008-108 R2 was a self report on September 10, 2008 for the 

Generation Protection Systems.  The voltage and current sensing devices 

associated with HMPL Station 2 Units 1 & 2 were not tested in accordance with 

the testing and maintenance plan for instrument transformers. On September 12, 

NERC Violation ID #  
[if known] 

SERC 
Violation ID 

# 
[if known ] 

Requirement 
Violated 

(e.g. R3.2) 

Violation Date(*) 

SERCYYYYnnnnn YYYY-nnn Rn.n.n MM/DD/YYYY 
      2008-107 R1 06/18/2007 
      2008-108 R2 06/18/2007 
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2008, HMPL self reported a possible violation with the Transmission Protection 

Systems.  HMPL had not performed testing on current transformers, potential 

transformers, dc trip circuits, or batteries as required in the NERC Standards.  In 

addition, HMPL has not adhered to its testing and maintenance schedule and is 

behind in testing by approximately 1 year on protective relays.   
[Provide your response here; additional detailed information may be provided as an 
attachment as necessary] 
 

C.4   [Optional] Provide any relevant additional information regarding the 
violations associated with this Mitigation Plan: 

 

HMPL has been testing its pilot wire equipment on an annual basis and its 

power line carrier equipment on a monthly basis albeit without a formal testing 

procedure.  The procedure for performing the testing and the test results were 

not available. While HMPL's transmission protective relay testing schedule is 

behind by one year, the relays have been tested in the past and no misoperations 

have occurred. 
[Provide your response here; additional detailed information may be provided as an 
attachment as necessary] 
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Section D:  Details of Proposed Mitigation Plan 
 
Mitigation Plan Contents 
 
D.1   Identify and describe the action plan, including specific tasks and actions 

that your organization is proposing to undertake, or which it undertook if 
this Mitigation Plan has been completed, to correct the violations 
identified above in Part C.2 of this form: 

 
SERC Violation 2008-107  Generation and Transmission Protection Systems 

action plan consists of the following elements: 

>Development of procedure and incorporation into HMPL's HMPL Policy, 

Guideline, and Procedure (PGP) PRC005 

>Implementation of HMPL Policy, Guideline, and Procedure (PGP) PRC005 

>Develop testing procedure for communication elelments of protective systems 

>Modification of PGP PRC005 to incorporate test procedures for 

communications elements of protective systems 

 

SERC Violation 2008-108 Generation and Transmission Protection Systems 

action plan consists of the following elelments: 

>Schedule outages for HMPL Station 2 Units 1 & 2 to test instrument 

transformers in accordance with HMPL PGP PRC005 

>Identify instrument transformers for testing 

>Test instrument transformers per HMPL PGP PRC005 

>Record test results and report 

>Contract testing of protective relays, current transformers, potential 

transformers, and DC circuitry 

>Perform testing in accordance with HMPL Policy, Guideline, and Procedure 

(PGP) PRC-005, Transmission and Generation Protection System Maintenance 

and Testing .  

>The scope of work includes inspection and test of 52 Protective Relays at 

HMPL Substation 4, 17 Protective Relays at Reid Substation; and 132 current 

tansformers, 6 Capacitive Coupled Voltage Transformers and 6 161 kV 

Potential Transformers at both Substations. 

>Record test results and report 

 
[Provide your response here; additional detailed information may be provided as an 
attachment as necessary] 
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Check this box  and proceed to Section E of this form if this Mitigation 
Plan, as set forth in Part D.1, has already been completed; otherwise 
respond to Part D.2, D.3 and, optionally, Part D.4, below.  
 
Mitigation Plan Timeline and Milestones 
 
D.2   Provide the timetable for completion of the Mitigation Plan, including the 

completion date by which the Mitigation Plan will be fully implemented 
and the violations associated with this Mitigation Plan are corrected: 
SERC Violation 2008-107  Generation Protection System development of 

instrument transformer and DC circuitry testing and maintenance procedure 

completion date 11-25-08.  SERC Violation 2008-107 Transmission Protection 

System  development of communication testing and maintenance procedure 

completion date 11-20-08.  SERC Violation 2008-108 Generation Protection 

System testing of HMPL Units 1 & 2 instrument transformer and DC circuitry 

anticipated completion date April 16, 2009.  SERC Violation 2008-108 

Transmission Protection System testing of HMPL relays, instrument 

transformers, and DC circuitry anticipated completion date of January 16, 2009 

(including test report).  It is anticipated the Mitigation Completion Form will be 

submitted by May 22, 2009.  
  
D.3   Enter Milestone Activities, with completion dates, that your organization 

is proposing for this Mitigation Plan:  
 

Milestone Activity Proposed Completion Date* 
(shall not be more than 3 months apart) 

Update HMPL PGP PRC005 to 

incorporate SERC 2008-107 Violations for 

Transmission and Generation Protection 

Systems and signed by General Manager 

December 19, 2008 

Completion of Transmission Relay, 

Instrument Transformers, and DC circuitry 

testing 

December 12, 2008 

Issuance of test report for transmission 

protection system 
January 16, 2009 

Schedule outages on HMPL Station 2 

Units 1 & 2 Generators and test instrument 

transformers and DC circuitry 

April 16, 2009 

 
(*) Note: Implementation milestones no more than three (3) months apart for Mitigation Plans with 
expected completion dates more than three (3) months from the date of submission.  Additional 
violations could be determined for not completing work associated with accepted milestones. 
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[Note: Provide your response here; additional detailed information may be provided as an 
attachment as necessary] 
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Additional Relevant Information (Optional) 
 
D.4   If you have any relevant additional information that you wish to include 

regarding the mitigation plan, milestones, milestones dates and 
completion date proposed above you may include it here: 

 
HMPL Station 2 Unit 1 is on a forced outage and a firm return to service date 

has not been established.  This negatively impacts the ability to schedule unit 2 

outage for testing.  The April 16, 2009 date is HMPL's best estimate as to when 

the testing can be completed.  HMPL will keep our single point of contact, 

Mickey Bellard, informed as to the impact to schedule of HMPL Unit 1 forced 

outage to Unit 2's testing. 
[Provide your response here; additional detailed information may be provided as an 
attachment as necessary] 

 
 

Section E:  Interim and Future Reliability Risk 
 
Check this box  and proceed and respond to Part E.2 and E.3, below, if 
this Mitigation Plan, as set forth in Part D.1, has already been completed. 
 
Abatement of Interim BPS Reliability Risk  
 
E.1   While your organization is implementing the Mitigation Plan proposed in 

Part D of this form, the reliability of the Bulk Power System may remain 
at higher risk or be otherwise negatively impacted until the plan is 
successfully completed. To the extent they are, or may be, known or 
anticipated: (i) identify any such risks or impacts;  and (ii) discuss any 
actions that your organization is planning to take or is proposing as part 
of the Mitigation Plan to mitigate any increased risk to the reliability of 
the bulk power system while the Mitigation Plan is being implemented: 
 
While instrument transformers and DC circuitry have not been tested on 
HMPL's Station 2 Units 1 & 2, no misoperations have occurred.  In 
addition, if a failure of an instrument transformer should occur, HMPL 
has instrument transformers available to replace the units.  Also, back up 
protection exists for major protective systems should a failed instrument 
transformer or bad DC circuitry exist. 
[Provide your response here; additional detailed information may be provided as an 
attachment as necessary] 

 
Prevention of Future BPS Reliability Risk  
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E.2   Describe how successful completion of the Mitigation Plan as laid out in 

Part D of this form will prevent or minimize the probability that your 
organization incurs further violations of the same or similar reliability 
standards requirements in the future: 

 
Modification of HMPL PGP PRC005 covers previous gaps in compliance and 

sets specific periods for testing and maintennace of instrument transformers and 

DC circuitry.  In addition, testing calendars have been setup in Microsoft 

Outlook which alerts compliance personnel of upcoming testing and 

maintenance. 
[Provide your response here; additional detailed information may be provided as an 
attachment as necessary] 

  
E.3   Your organization may be taking or planning other action, beyond that 

listed in the Mitigation Plan, as proposed in Part D.1, to prevent or 
minimize the probability of incurring further violations of the same or 
similar standards requirements listed in Part C.2, or of other reliability 
standards.  If so, identify and describe any such action, including 
milestones and completion dates:   

 
HMPL has retained the services of a consultant to help manage their compliance 

program. 
[Provide your response here; additional detailed information may be provided as an 
attachment as necessary] 

 
 
 

Continued on Next Page 
 

APPENDIX A-10



APPENDIX A-10



 

Derived from NERC Form Version 1.7                                   Form Rev. Date – 10/7/08 

Page 12 of 12 

Section G:  Comments and Additional Information 
 
You may use this area to provide comments or any additional relevant 
information not previously addressed in this form. 
 
 

      
[Provide your response here; additional detailed information may be provided as an 
attachment as necessary] 

 
 

Submittal Instructions: 
 
Please convert the completed and signed document to a text-searchable  
Adobe .pdf document using the following naming convention: 
 
[(MP Entity Name (STD-XXX) MM-DD-YY.pdf)] 
 
Email the pdf file to serccomply@serc1.org. 
 
Please direct any questions regarding completion of this form to:  

 
Ken Keels 
Manager, Compliance Enforcement 
SERC Reliability Corporation 
704-357-7372 
kkeels@serc1.org  
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HiViP&L
Certification of a Completed Mitigation Plan

SERC Reliability Corporation
Violation Mitigation Plan Closure Form

Name of Registered Entity submitting certification: Henderson Municipal Power and
Light

Date of Certification: April 22, 2009

Name of Standard and the Requirement(s) of mitigated violation(s): PRC-005

SERC Tracking Number (contact SERC if not known): 2008-107, 2008-108

NERC Violation 10 Number (if assigned):

Date of completion of the Mitigation Plan: April 8, 2009

Summary of all actions described in Part D of the relevant mitigation plan: Henderson
Municipal Power and Light modified existing Policy, Guideline, and Procedure PRC005
Transmission and Generation Protection System Maintenance and Testing to include
test procedures for communications elements of the protective system. Henderson
Municipal Power and Light contracted with a NETA certified testing firm to perform
maintenance and testing on 52 protective relays at Station #4 and 17 protective relays
at Reid Substation. In addition, 132 current transformers, 6 capacitive coupled voltage
transformers, and 6 161 kV potential transformers were tested between these 2
substations. Trip checking was performed to verify the DC circuitry.

Henderson Municipal Power and Light identified instrument transformers associated
with Henderson Municipal Power and Light Station #2 Units #1 and #2 for testing.
Henderson Municipal Power and Light contracted with a NETA certified testing firm to
perform maintenance and testing on Henderson Municipal Power and Light Station #2
Units #1 and #2. Testing on Henderson Municipal Power and Light Station #2 Unit #1
was completed on March 4, 2009. Testing on Henderson Municipal Power and Light
Station #2 Unit #1 was completed on April 7, 2009.

Description of the information provided to SERC for their evaluation: Henderson
Municipal Power and Light PGP PRC005 V3, test reports from Power and Generation
testing firm for Henderson Municipal Power and Light Station #2 Units #1 and #2.

I certify that the mitigation plan for the above-named violation has been completed on
the date shown above. In doing so, I certify that all required mitigation plan actions
described in Part 0 of the relevant mitigation plan have been completed, compliance
has been restored, the above-named entity is currently compliant with all of the

100 FIFTH STREET P.O. BOX 8 HENDERSON, KENTUCKY 42419-0008 (270) 826-2726 FAX (270) 826-9650
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requirements of the referenced standard, and that all information submitted information
is complete and correct to the best of my knowledge.

Name: Steve Smith
Title: Transmission and Distribution Manager
Entity: Henderson Municipal Power and Light
Email: ssmith@hmpl.net
Phone: 270-826-2726

Designated Signature &~ .L Date t; 'do.;).. '05
I

[NOTE - Closure Form should be signed by same individual that signed Mitigation Plan]

(Form Revised August 13, 2008)
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Statement of SERC Reliability Corporation Compliance Staff Regarding 
Completion of Mitigation Plan 

 
Registered Entity:  Henderson Municipal Power & Light (HMPL) 
SERC Tracking ID:  08-107 and 08-108 
NERC Violation Nos: SERC200800191 and SERC200800192 
NERC Mitigation Plan ID: MIT-07-1436 
Standard:    PRC-005-1 
Requirements:    R1 & R2 
 
 
Violation Summary: 
Entity as a Generator Owner and Transmission Owner was unable to provide 
documented evidence or records of both Protection System maintenance and testing 
programs for its generation and transmission Protection Systems, which is a violation of 
PRC-005-1 R1 (R1.1, R1.2).  Entity was unable to provide documentation of its 
Protection System maintenance and testing program implementation from June 18, 
2007, when the standard became enforceable, until mitigated.  Entity was unable to 
provide evidence that all applicable components had been tested and maintained, which 
is a violation of R2 (R2.1, R2.2) 
 
Mitigation Plan Summary: 
HMPL’s Mitigation Plan to address the referenced violation was submitted on January 
14, 2009 and was accepted by SERC on February 19, 2009 and approved by NERC on 
March 9, 2009.  The Mitigation Plan is identified as MIT-07-1436 and was submitted as 
non-public information to FERC on March 10, 2009 in accordance with FERC orders. 
 
R1: HMPL had no existing program documented according to the standard.  HMPL's 
Generation and Transmission Protection Systems section of the Mitigation plan 
consisted of developing procedures, intervals, basis, and incorporating into HMPL's 
Policy, Guideline, and Procedure (PGP) PRC005. HMPL implemented the new policy 
and developed the program to include all elements of the Protection System. 
 R2: HMPL's Generation and Transmission Protection Systems section of the Mitigation 
plan consisted of testing and maintaining the Generation and Transmission Protection 
Systems components.  The Mitigation Plan consisted of scheduling outages for HMPL 
Station 2 Units 1 & 2 to test instrument transformers in accordance with the newly 
implemented program, identify instrument transformers for testing, test instrument 
transformers, record test results and report. HMPL used a contractor to perform testing 
of protective relays, current transformers, potential transformers, and DC circuitry in 
accordance with newly developed Policy, Guideline, and Procedures, for both 
Transmission and Generation Protection System Maintenance and Testing. 
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SERC’s Monitoring of Registered Entity’s Mitigation Plan Progress: 
SERC Reliability Corporation Compliance Staff (“SERC Staff”) monitors the Registered 
Entity’s progress towards completion of its Mitigation Plans in accordance with Section 
6.0 of the uniform Compliance Monitoring and Enforcement Program, (“CMEP”).  
Pursuant to the CMEP, Registered Entities are required to establish implementation  
 
milestones no more than three (3) months apart.  SERC Staff solicits quarterly reports 
from all Registered Entities with open mitigation plans to monitor the progress on 
completion of milestones.  SERC Staff also produces and reviews daily Mitigation Plan 
status reports highlighting Mitigation Plans that are nearing the scheduled completion 
date.  If the Registered Entity fails to complete its Mitigation Plan according to schedule, 
appropriate additional enforcement action is initiated to assure compliance is attained. 
 
Mitigation Plan Completion Review Process: 
HMPL certified on April 22, 2009 that the subject Mitigation Plan was completed on April 
8, 2009.  A SERC compliance staff member reviewed the evidence submitted in a 
manner similar to a compliance audit.  That action was followed by another compliance 
staff member’s peer review of the initial conclusion. 
 
Evidence Reviewed: 
HMPL submitted and SERC Staff reviewed the following evidence in support of its 
certification that its Mitigation Plan was completed in accordance with its terms:  
 
Henderson Municipal Power and Light (HMPL) Policies, Guidelines, and Procedures 
Transmission and Generation Protection System PRC-005-1 Maintenance and Testing 
Maintenance and Testing procedure. 
Contractor Equipment Testing Identification Sheets 
Station Two, Unit One and Unit Two CT & PT Testing,Pilot relay test sheets, and remaining 
protection System components. 
 
Conclusion: 
On April 24, 2009, SERC Reliability Corporation Compliance Staff (“SERC Staff”) 
completed its review of the evidence submitted by HMPL in support of its Certification of 
Completion of the subject Mitigation Plan.  Based on its review of the evidence 
submitted, SERC Staff verifies that, in its professional judgment, all required actions in 
the Mitigation Plan have been completed and HMPL is in compliance with the subject 
Reliability Standard Requirements. 
 
This Statement, along with the subject Mitigation Plan, may become part of a public 
record upon final disposition of the possible violation. 
 
Respectfully Submitted, 
Mickey Bellard 
Sam Stryker 
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Notice of Filing 



UNITED STATES OF AMERICA 
FEDERAL ENERGY REGULATORY COMMISSION 

 
 
Henderson Municipal Power & Light    Docket No. NP10-___-000 
 
 

NOTICE OF FILING 
February 12, 2010 

 
Take notice that on February 12, 2010, the North American Electric Reliability 

Corporation (NERC) filed a Notice of Penalty regarding Henderson Municipal Power & 
Light in the SERC Reliability Corporation region. 
 

Any person desiring to intervene or to protest this filing must file in accordance 
with Rules 211 and 214 of the Commission’s Rules of Practice and Procedure (18 CFR 
385.211, 385.214).  Protests will be considered by the Commission in determining the 
appropriate action to be taken, but will not serve to make protestants parties to the 
proceeding.  Any person wishing to become a party must file a notice of intervention or 
motion to intervene, as appropriate.  Such notices, motions, or protests must be filed on 
or before the comment date.  On or before the comment date, it is not necessary to serve 
motions to intervene or protests on persons other than the Applicant. 

 
The Commission encourages electronic submission of protests and interventions 

in lieu of paper using the “eFiling” link at http://www.ferc.gov.  Persons unable to file 
electronically should submit an original and 14 copies of the protest or intervention to the 
Federal Energy Regulatory Commission, 888 First Street, N.E., Washington, D.C. 20426. 
 

This filing is accessible on-line at http://www.ferc.gov, using the “eLibrary” link 
and is available for review in the Commission’s Public Reference Room in Washington, 
D.C.  There is an “eSubscription” link on the web site that enables subscribers to receive 
email notification when a document is added to a subscribed docket(s).  For assistance 
with any FERC Online service, please email FERCOnlineSupport@ferc.gov, or call 
(866) 208-3676 (toll free).  For TTY, call (202) 502-8659. 
 
Comment Date: [BLANK] 
 
 

Kimberly D. Bose, 
Secretary 
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