Standard EOP-005-1 — System Restoration Plans

Standard Development Roadmap

This section is maintained by the drafting team during the development of the standard and will be removed when the standard becomes effective.

This proposed standard is a translation of planning measure IV.A.M2 and IV.A.M3, which were not included in the approval Version 0 reliability standards because they required further work.

Development Steps Completed:

1. A SAR was posted from December 2, 2004, through January 7, 2005.

2. The SAC appointed a standard drafting team on January 13, 2005.

3. The drafting team posted its response to SAR comments and all other historical comments on April 19, 2005.

4. The drafting team posted Draft 1 of the standard on April 21, 2005.

Description of Current Draft:

This is a first draft of the standard to be posted for industry comment.

Future Development Plan:

	Anticipated Actions
	Anticipated Date

	1. Close Draft 1 comment period.
	June 6, 2005

	2. Review comments from industry posting and determine if the draft standard is ready for ballot.
	July 15, 2005

	3. Post for 30-day pre-ballot period.
	August 1, 2005

	4. Conduct ballot.
	September 1, 2005

	5. Post for 30-day period prior to Board adoption.
	October 1, 2005

	6. Board adoption and effective date.
	November 1, 2005


Definitions of Terms Used in Standard

This section includes all newly defined or revised terms used in the proposed standard.  Terms already defined in the Reliability Standards Glossary of Terms are not repeated here.  New or revised definitions listed below become approved when the proposed standard is approved.  When the standard becomes effective, these defined terms will be removed from the individual standard and added to the Glossary.

Cranking Path: A portion of the electric system that can be isolated and then energized to deliver electric power from a generation source to enable the startup of one or more other generating units. 
Introduction

1. Title: 

System Restoration Plans



2. Number: 
EOP-005-1
3. Purpose: To ensure plans, procedures, and resources are available to restore the electric system to a normal condition in the event of a partial or total shut down of the system.


4. Applicability

4.1. Transmission Operators.
4.2. Balancing Authorities.
5. Proposed Effective Date: 
November 1, 2005.


A. Requirements

R1. Each Transmission Operator shall have a restoration plan to reestablish its electric system in a stable and orderly manner in the event of a partial or total shutdown of its system, including necessary operating instructions and procedures to cover emergency conditions, and the loss of vital telecommunications channels. Each Transmission Operator shall include the applicable elements listed in EOP-005 in developing a restoration plan.

R2. Each Transmission Operator shall review and update its restoration plan at least annually and whenever it makes changes in the power system network, and shall correct deficiencies found during the simulated restoration exercises. 

R3. Each Transmission Operator shall develop restoration plans with a priority of restoring the integrity of the Interconnection. 

R4. Each Transmission Operator shall coordinate its restoration plans with Balancing Authorities within its area, its Reliability Coordinator, and neighboring Transmission Operators and Balancing Authorities.

R5. Each Transmission Operator and Balancing Authority shall periodically test its telecommunication facilities needed to implement the restoration plan.

R6. Each Transmission Operator and Balancing Authority shall train its operating personnel in the implementation of the restoration plan. Such training shall include simulated exercises, if practicable.

R7. Each Transmission Operator and Balancing Authority shall verify the restoration procedure by actual testing or by simulation.

R8. Each Transmission Operator shall verify that the number, size, and location of system blackstart generating units are sufficient to meet Regional Reliability Organization restoration plan requirements.

R9. The Transmission Operator shall demonstrate, through simulation or testing, that its blackstart generating unit(s) can perform the startup functions as stated in the Transmission Operator’s restoration plan.  The Transmission Operator shall perform such simulation or testing at least every five years, and shall provide documentation to the Regional Reliability Organization on request.

R10. The Transmission Operator shall document the cranking paths or maintain cranking path diagrams, including initial switching requirements, associated between each blackstart generating unit and the unit(s) to be cranked and shall provide documentation to the Regional Reliability Organization upon request.

R11. Following a disturbance in which one or more areas of the Bulk Electric System become isolated or blacked out, the affected Transmission Operators and Balancing Authorities shall begin immediately to return the Bulk Electric System to normal.

R11.1. The affected Transmission Operators and Balancing Authorities shall work in conjunction with their Reliability Coordinator(s) to determine the extent and condition of the isolated area(s).

R11.2. The affected Transmission Operators and Balancing Authorities shall take the necessary actions to restore Bulk Electric System frequency to normal, including adjusting generation, placing additional generators online, or load shedding.

R11.3. The affected Balancing Authorities, working with their Reliability Coordinator(s), shall immediately review the Interchange Schedules between those Balancing Authority Areas or fragments of those Balancing Authority Areas within the separated area and make adjustments as needed to facilitate the restoration. The affected Balancing Authorities shall make all attempts to maintain the adjusted Interchange Schedules, whether generation control is manual or automatic.

R11.4. The affected Transmission Operators shall give high priority to restoration of off-site power to nuclear stations.

R11.5. The affected Transmission Operators may resynchronize the isolated area(s) with the surrounding area(s) when the following conditions are met:

R11.5.1. Voltage, frequency, and phase angle permit.

R11.5.2. The size of the area being reconnected and the capacity of the transmission lines effecting the reconnection and the number of synchronizing points across the system are considered.

R11.5.3. Reliability Coordinator(s) and adjacent areas are notified and Reliability Coordinator approval is given.

R11.5.4. Load is shed in neighboring areas, if required, to permit successful interconnected system restoration.

B. Measures

M1. The Transmission Operator shall, within 30 calendar days of a request, provide its Regional Reliability Organization with documentation of simulations or tests that demonstrate the blackstart units in its area are able to perform the functions of the restoration plan.

M2. The Transmission Operator shall, within 30 calendar days of a request, provide documentation or a diagram showing the number, size and location of system blackstart generating units and the associated cranking paths.
C. Compliance

6. Compliance Monitoring Process

6.1. Compliance Monitoring Responsibility

Regional Reliability Organization. 
6.2. Compliance Monitoring Period and Reset Timeframe
One calendar year.

6.3. Data Retention

The Transmission Operator must have its plan to reestablish its electric system available for review by the Regional Reliability Organization at all times. 
The Compliance Monitor shall retain any audit data for three years.

6.4. Additional Compliance Information

The Transmission Operator shall demonstrate compliance through self certification or audit (periodic, as part of targeted monitoring or initiated by complaint or event), as determined by the Compliance Monitor. 
7. Levels of Non-Compliance

7.1. Level 1:
Plan exists but has not been reviewed annually.
7.2. Level 2:
Plan exists but does not address one of the elements listed in Attachment 1-EOP-005.
7.3. Level 3:
The Transmission Operator did not provide documentation or a diagram showing the number, size and location of system blackstart generating units and the associated cranking paths.
7.4. Level 4:
7.4.1 Plan exists but does not address two or more of the requirements in Attachment 1-EOP-005, or there is no restoration plan in place, or
7.4.2 The Transmission Operator’s simulation or test results demonstrating that blackstart generating units can perform their intended functions were not provided, or the results were not compliant with the regional restoration plan.
D. Regional Differences

None identified.
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