
VRFs and VSLs for IRO-002-3 - Reliability Coordination – Analysis Tools 

R# VRF Lower VSL Moderate VSL High VSL Severe VSL 

R1 Medium N/A N/A N/A The Reliability Coordinator 
failed to provide its System 
Operator with the authority to 
approve, deny or cancel 
planned outages of its own 
analysis tools. 

R2 Medium N/A N/A N/A The Reliability Coordinator 
failed to have a procedure to 
mitigate the effects of analysis 
tool outages. 

 


