Implementation Plan
Project SAR-011 Revisions to BAL-001-TRE
BAL-001-TRE-2

Requested Approval
BAL-001-TRE-2 – Primary Frequency Response in the ERCOT Region

Requested Retirement
BAL-001-TRE-1 – Primary Frequency Response in the ERCOT Region

Approvals Required
None.

Prerequisite Approvals
None.

Revisions to Glossary Terms
None.

Applicable Entities
- Balancing Authority (BA)
- Generator Owners (GO)
- Generator Operators (GOP)
- Exemptions:
  - Existing generating facilities regulated by the U.S. Nuclear Regulatory Commission are exempt from Standard BAL-001-TRE-2.
  - Generating units/generating facilities while operating in synchronous condenser mode are exempt from Standard BAL-001-TRE-2.
  - Any generators that are not required by the BA to provide primary frequency response are exempt from this standard.

Effective Date
The standard shall become effective on the first day of the first calendar quarter after the effective date of the applicable governmental authority’s order approving the standard, or as otherwise provided for by the applicable governmental authority.

Standard for Retirement
Regional Standard BAL-001-TRE-1 shall be retired immediately prior to the Effective Date of BAL-001-TRE-2.